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7. CONTRACTOR IS RESPONSIBLE TO VERIFY SIZES OF ALL EQUIPMENT,
ETC. TO BE INSTALLED AS PART OF THIS PROJECT, AND WHERE
NECESSARY, MAKE SPECIAL PROVISIONS TO INSTALL EQUIPMENT THAT
IS TOO LARGE TO FIT THROUGH FINISHED OPENINGS.

8. CONTRACTOR SHALL PROVIDE WOOD BLOCKING AT TOILET
ACCESSORIES, HAND RAILS, BUMPER RAILS, SHELVING, CASEWORK,
MOUNTING BRACKETS AND OTHER WALL MOUNTED ITEMS, AS INDICATED
IN THE CONTRACT DOCUMENTS AND AS RECOMMENDED BY PRODUCT
MANUFACTURERS.  ALL WOOD BLOCKING SHALL BE FIRE RETARDANT
TREATED.

9. ALL EXPOSED NEW WORK IS TO RECEIVE NEW FINISHES UNLESS
SPECIFICALLY NOTED OTHERWISE.  iF NO FINISH IS INDICATED AT A
PARTICULAR SURFACE, CONTRACTOR SHALL PROVIDE FINISH(S) AS
INDICATED AT SIMILAR CONDITIONS.

10. CONTRACTOR SHALL PROVIDE COMPLETE AND FULLY OPERATIONAL
SYSTEMS WHICH COMPLY WITH STATED CODES AND REGULATIONS.
WHERE THE OMISSION OF A PART OR ELEMENT OF A SYSTEM WOULD
RESULT IN THE NON-OPERATION, OR INCORRECT OPERATION OF A
SYSTEM, CONTRACTOR SHALL INCLUDE SAID PART OR ELEMENT AS
PART OF THE WORK.

11. ALL PENETRATIONS THROUGH NEW AND/OR EXISTING SMOKE OR FIRE
RATED WALLS SHALL BE SMOKE/FIRE STOPPED AS REQUIRED BY THE
RATING OF THE WALL.

12. FIRE PROTECTION CONTRACTOR'S SPRINKLER DESIGN WILL BE SUBJECT
TO AN INDEPENDENT REVIEW BY A CERTIFIED FIRE PROTECTION
ENGINEER RETAINED BY THE OWNER.  THE FIRE PROTECTION
CONTRACTOR IS RESPONSIBLE FOR MAKING ANY REQUIRED CHANGES
TO THE DESIGN AS IDENTIFIED BY THE OWNER'S FIRE PROTECTION
ENGINEER AS NECESSARY FOR COMPLIANCE WITH SPECIFIED NFPA
REQUIREMENTS.

* PLEASE NOTE THAT THE TERM PROJECT ENGINEER REFERS TO THE
CONTRACTING OFFICER'S TECHNICAL REPRESENTATIVE.

1. ALL WORK SHALL COMPLY WITH THE LATEST NFPA 101 LIFE SAFETY
CODE, INTERNATIONAL BUILDING CODE, AND OTHER COES AS
IDENTIFIED IN VHA PROGRAM GUIDE PG-18-3, TOPIC 01, CODES,
STANDARDS AND EXECUTIVE ORDERS WHICH CAN BE FOUND ON THE
DEPARTMENT OF VETERAN AFFAIRS, TECHNICAL INFORMATION
LIBRRARY WEBSITE.

2. ALL WORK SHALL COMPLY WITH REQUIREMENTS OF THE LATEST
ARCHITECTURAL BARRIERS ACT ACCESSIBILITY STANDARD (ABAAS) AND
DEPARTMENT OF VETERANS AFFAIRS BARRIER FREE DESIGN GUIDE
PG-18-13 WHICH CAN BE FOUND ON THE DEPARTMENT OF VETERANS
AFFAIRS TECHNICAL INFORMATION LIBRARY WEBSITE.

3. CONTRACTOR IS RESPONSIBLE TO VISIT THE SITE, EXAMINE AND
ACCEPT EXISTING ONDITIONS PRIOR TO BIDDING.  SITE VISITS TO BE
COORDINATED WITH THE CONTRACTING OFFICER'S REPRESENTATIVE.

4. CONTRACTOR IS RESPONSIBLE TO REPAIR AND/OR REFINISH, TO MATCH
ADJACENT EXISTING SURFACES, ANY EXISTING MATERIALS TO REMAIN
THAT ARE DAMAGED DURING THE COURSE OF DEMOLITION OR NEW
WORK.

5. WHERE REMOVAL OF EXISTING WORK IS REQUIRED FOR INSTALLATION
OF NEW WORK, CONTRACTOR SHALL REPAIR EXISTING CONSTRUCTION
TO REMAIN OR PROVIDE NEW CONSTRUCTION TO MATCH EXISTING
ADJACENT SURFACES TO REMAIN.

6. CONTRACTOR IS RESPONSIBLE TO FIELD VERIFY ALL CONDITIONS AND
DIMENSIONS PRIOR TO ORDERING, FABRICATING OR INSTALLING NEW
MATERIALS.

GENERAL CONSTRUCTION NOTES

N
PROJECT

Vicinity Map

Graphic SymbolsDRAWING INDEX
330M101 BUILDING 330 PARTIAL BASEMENT PLANS – ROOMS BC-102 & BC-103

(COSMETIC)
330M102 BUILDING 330 PARTIAL FIRST FLOOR PLANS – ROOMS 1A-107 & 1A-108,

1D-110 & 1D-111 AND 1C-115 & 1C-116 (COSMETIC) AND (VA ADA /
COSMETIC ) AND (ADA / REBUILD)

330M103 BUILDING 330 PARTIAL SECOND FLOOR PLAN – ROOMS 2A-124 & 2A-125
AND 2C-125 & 2C-126 (ADA / COSMETIC) AND (COSMETIC)

330M104 BUILDING 330 PARTIAL THIRD THRU NINTH FLOOR PLANS (COSMETIC)
340M101 BUILDING 340 PARTIAL FIRST FLOOR PLANS – ROOMS 103 & 104 AND

192 & 193 (COSMETIC) AND (ADA / COSMETIC)
E001 SYMBOLS, INDEX AND MSDC SCHEDULE
E002 LIGHTING FIXTURE DESCRIPTIONS 1
E003 LIGHTING FIXTURE DESCRIPTIONS 2
120E101 BUILDING 120 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER &

SYSTEM
126E101 BUILDING 126 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER &

SYSTEM
128E101 BUILDING 128 - FIRST FLOOR (COSMETIC) - LIGHTING POWER &

SYSTEM
131E101 BUILDING 131 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER &

SYSTEM
220E101 BUILDING 220 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER &

SYSTEM
305E101 BUILDING 305 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER &

SYSTEM
307E101 BUILDING 307 - FIRST FLOOR (COSMETIC) - LIGHTING POWER &

SYSTEM
310E101 BUILDING 310 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER &

SYSTEM
310E102 BUILDING 310 - SECOND FLOOR (VA ADA / COSMETIC) - LIGHTING

POWER & SYSTEM
322E101 BUILDING 322 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER &

SYSTEM
330E101 BUILDING 330 - BASEMENT (COSMETIC) - LIGHTING POWER & SYSTEM
330E102 BUILDING 330 - FIRST FLOOR (VA ADA / REBUILD)  - LIGHTING POWER &

SYSTEM
330E103 BUILDING 330 - FIRST & SECOND FLOOR (VA ADA / COSMETIC) -

LIGHTING POWER & SYSTEM
330E104 BUILDING 330 - THIRD THRU NINTH FLOOR, TYPICAL (COSMETIC) -

LIGHTING POWER & SYSTEM
340E101 BUILDING 340 - FIRST FLOOR (ADA / COSMETIC) - LIGHTING POWER &

SYSTEM

305PP101 BUILDING 305 PARTIAL FIRST FLOOR PLANS - ROOMS 112 & 123 (VA
ADA / REBUILD)

307PP101 BUILDING 307 PARTIAL FIRST AND SECOND FLOOR PLANS - ROOMS 002
& 003 AND 102 & 103 (COSMETIC)

310PP101 BUILDING 310 PARTIAL FIRST FLOOR PLANS - ROOMS 1E-158 & 1E-158A
(ADA / REBUILD)

310PP102 BUILDING 310 PARTIAL SECOND FLOOR PLANS - ROOMS 2E-107 &
2E-108 AND 2E-138 & 2E-140 (VA ADA / COSMETIC)

322PP101 BUILDING 322 PARTIAL FIRST FLOOR PLANS - ROOMS 9 & 10 AND 21 &
26 (ADA / VA ADA / REBUILD / COSMETIC)

330PP101 BUILDING 330 PARTIAL BASEMENT AND FIRST FLOOR PLANS ROOMS
BC-102 & BC-103 AND 1A-107 & 1A-108 (VA ADA / REBUILD / COSMETIC)

330PP102 BUILDING 330 PARTIAL FIRST FLOOR PLANS - ROOMS 1D-110 & 1D-111
AND 1C-115 & 1C-116 (VA ADA / COSMETIC)

330PP103 BUILDING 330 PARTIAL SECOND FLOOR PLANS - ROOMS 2A-124 &
2A-125 AND 2C-125 & 2C-126 (ADA / COSMETIC)

330PP104 BUILDING 330 PARTIAL THIRD THRU NINTH FLOOR PLANS (COSMETIC)
340PP101 BUILDING 340 PARTIAL FIRST FLOOR PLANS - ROOMS 103 & 104 AND

192 & 193 (ADA / COSMETIC)
M001 INDEX, LEGEND, AND GENERAL NOTES
M501 DETAILS
M502 DETAILS
M601 SCHEDULES
120M101 BUILDING 120 PARTIAL FIRST FLOOR PLANS – ROOMS 101B & 101C

(ADA / REBUILD)
126M101 BUILDING 126 PARTIAL FIRST FLOOR PLANS – ROOMS 104 & 104A (ADA /

REBUILD)
128M101 BUILDING 128 PARTIAL FIRST FLOOR PLANS – ROOMS 120 & 120A

(COSMETIC)
131M101 BUILDING 131 PARTIAL FIRST FLOOR PLANS – ROOM 104 (VA ADA /

REBUILD)
220M101 BUILDING 220 PARTIAL FIRST FLOOR PLANS – ROOM 1 & 2 (VA ADA /

COSMETIC)
305M101 BUILDING 305 PARTIAL FIRST FLOOR PLANS ROOMS 112 & 123 (VA ADA /

REBUILD)
307M101 BUILDING 307 PARTIAL FIRST & SECOND FLOOR PLANS – ROOMS 002 &

003 AND 102 & 103 (COSMETIC)
310M101 BUILDING 310 PARTIAL FIRST FLOOR PLANS – ROOMS 1E-158 & 1E-158A

(ADA / REBUILD)
310M102 BUILDING 310 PARTIAL SECOND FLOOR PLANS – ROOMS 2E-107 &

2E-108 AND 2E-138 & 2E-140 (VA ADA / COSMETIC) AND (COSMETIC)
322M101 BUILDING 322 PARTIAL FIRST FLOOR PLANS – ROOMS 9 & 10 AND 21 &

26 (VA ADA / COSMETIC) AND (ADA / REBUILD)

G001 COVER SHEET
120A1 BUILDING 120 - FIRST FLOOR (ADA / REBUILD)
126A1 BUILDING 126 - FIRST FLOOR (ADA / REBUILD)
128A1 BUILDING 128 - FIRST FLOOR (COSMETIC)
131A1 BUILDING 131 - FIRST FLOOR (VA ADA / REBUILD)
220A1 BUILDING 220 - FIRST FLOOR (VA ADA / COSMETIC)
305A1 BUILDING 305 - FIRST FLOOR (VA ADA / Rebuild)
305A2 BUILDING 305 - FIRST FLOOR (VA ADA / REBUILD)
307A1 BUILDING 307 - FIRST FLOOR (COSMETIC)
307A2 BUILDING 307 - SECOND FLOOR (COSMETIC)
310A1 BUILDING 310 - FIRST FLOOR (ADA / REBUILD)
310A2 BUILDING 310 - SECOND FLOOR (VA ADA / COSMETIC)
310A3 BUILDING 310 - SECOND FLOOR (COSMETIC)
322A1 BUILDING 322 - FIRST FLOOR (ADA / REBUILD)
322A2 BUILDING 322 - FIRST FLOOR (VA ADA / COSMETIC)
330A1 BUILDING 330 - BASEMENT (COSMETIC)
330A2 BUILDING 330 - FIRST FLOOR (VA ADA / REBUILD)
330A3 BUILDING 330 - FIRST FLOOR (COSMETIC)
330A4 BUILDING 330 - FIRST FLOOR (VA ADA / COSMETIC)
330A5 BUILDING 330 - SECOND FLOOR (COSMETIC)
330A6 BUILDING 330 - SECOND FLOOR (ADA / COSMETIC)
330A7 BUILDING 330 - THIRD-NINTH FLOOR, TYPICAL (COSMETIC)
340A1 BUILDING 340 - FIRST FLOOR (ADA / COSMETIC)
340A2 BUILDING 340 - FIRST FLOOR (COSMETIC)
A511 CASEWORK SECTIONS, TRANSITION DETAILS AND TILE PATTERNS
A600 DOOR DETAILS, WALL TYPES AND DETAILS
FX101 PARTIAL FLOOR PLANS
FX102 PARTIAL FLOOR PLANS
FX103 PARTIAL FLOOR PLANS
P001 LEGEND, SCHEDULES & DETAILS
120PP101 BUILDING 120 PARTIAL FIRST FLOOR PLANS - ROOMS 101B & 101C (ADA

/ REBUILD)
126PP101 BUILDING 126 PARTIAL FIRST FLOOR PLANS - ROOMS 104 & 104A (ADA /

REBUILD)
128PP101 BUILDING 128 PARTIAL FIRST FLOOR PLANS - ROOMS 120 & 120A

(COSEMETIC)
131PP101 BUILDING 131 PARTIAL FIRST FLOOR PLANS - ROOM 104 (VA ADA /

REBUILD)
220PP101 BUILDING 220 PARTIAL FIRST FLOOR PLANS - ROOMS 1 & 2 (VA ADA /

COSMETIC)

Revisions Date
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Renovate Facility Restrooms

1/24/2013

BUILDING 120 - FIRST FLOOR
(ADA / REBUILD)

120A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B FIRST FLOOR PLAN N Scale:  1/4" = 1'-0"A DEMOLITION PLAN
N Scale:  1/4" = 1'-0"C REFLECTED CEILING PLAN N Scale:  1/32" = 1'-0"

Building 120 Key Plan

KEY NOTES

Scale:  1/4" = 1'-0"1 Toilet - 101B
Scale:  1/4" = 1'-0"2 Toilet - 101B

Scale:  1/4" = 1'-0"3 Toilet - 101B
Scale:  1/4" = 1'-0"4 Toilet - 101B

Scale:  1/4" = 1'-0"5 Toilet - 101C
Scale:  1/4" = 1'-0"6 Toilet - 101C

Scale:  1/4" = 1'-0"7 Toilet - 101C
Scale:  1/4" = 1'-0"8 Toilet - 101C

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

1.02 Extend new finishes to this corner.
2.01 Existing construction to remain.
2.06 Existing pass thru window. Remove existing trim on

bathroom side and frame opening. Install new wood stained
panel on library side. Wood stain to match existing.

2.11 Existing wood trim to remain.
2.12 Exsting window to remain.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.72 Remove existing VCT flooring, wood flooring, and wood base

this area. Preserve and prepare subflooring for new
scheduled finish and base. Salvage wood base and reinstall
in Foyer.

2.75 Remove existing ceramic floor tile, base and setting material.
Preserve wood and subfloor. Prepare wood for new
scheduled finish and base.

2.77 Remove existing picture rail this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other
accessories shall be removed and disposed of by contractor
unless otherwise noted.

2.89 Remove existing wall mounted restroom signage.
2.100 Remove existing mirror, towel dispenser, soap dispenser

and accessories associated with lavatory.
9.17 Ceramic wall tile. See typical pattern Detail A on Sheet A511.
9.28 Install new ceramic floor tile on new cement board this area.
9.29 Laminate new layer of gypsum board.
10.03 Install new Exam Rooms sign type. Text and room number to

be determined by C.O.R.
10.04 Install new Restroom ID sign type. Text and room number to

be determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
12.06 Install new manual shades in existing 7'-3" window.
12.10 Install new grab bar.
23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

120A1 Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

101 Foyer VT-1 S-2 P-1 P-1 P-1 P-1 - - P-4 - -
101A H.A.C. CT-1 - P-1 /

CT-1,4
P-1 /
CT-1,4

P-1 /
CT-1,4

P-1 /
CT-1,4

- - P-4 - -

101B Women's Room MFT-1 - P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

- - P-4 S-1 S-1

101C Men's Room MFT-1 - P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

P-1 /
CT-6,7,8

- - P-4 S-1 S-1

120A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

101B 101B 101 A WD 1 3' - 0" 7' - 0" 1 3/4" 1 WD H3 J3 1
101C 101 101C A WD 1 3' - 0" 7' - 0" 1 3/4" 1 WD H3 J3 1

Scale:  1/4" = 1'-0"9 Closet - 101A
Scale:  1/4" = 1'-0"10 Closet - 101A

Scale:  1/4" = 1'-0"11 Closet - 101A
Scale:  1/4" = 1'-0"12 Closet - 101A

120

Revisions Date

Scale:  1" = 1'-0"D Grab Bar Detail

GENERAL  REFLECTED CEILING PLAN NOTES
A. All gypsum board ceilings to be  painted P-5 unless noted otherwise.
B. Ceiling height to be 8'-0" AFF, unless noted otherwise.
C. See P, M, E and FP drawings for additional information.
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A R C H I T E C T SJ O H N  P O E

116 EAST THIRD
STREET
DAYTON, OHIO 45402-
2130

VA Project No.
ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms

1/24/2013

BUILDING 126 - FIRST FLOOR
(ADA / REBUILD)

126A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:

PROJECT

 1" = 30'-0"

Building 126 Key PlanN Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Men - 104
Scale:  1/4" = 1'-0"2 Men - 104

Scale:  1/4" = 1'-0"3 Men - 104
Scale:  1/4" = 1'-0"4 Men - 104

Scale:  1/4" = 1'-0"5 Women - 104A
Scale:  1/4" = 1'-0"6 Women - 104A

Scale:  1/4" = 1'-0"7 Women - 104A
Scale:  1/4" = 1'-0"8 Women - 104A

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES

1.03 Extend new finishes to this line.
2.01 Existing construction to remain.
2.12 Exsting window to remain.
2.55 Remove existing ceiling mounted toilet partitions and assocated

accessories.
2.61 Remove existing door and frame.
2.62 Remove existing masonry wall.
2.64 Remove, salvage, and reinstall existing hand dryer.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

9.01 3 5/8" metal studs @ 16" o.c.
9.06 5/8" type "x" gypsum board
9.08 Suspended acoustic ceiling tile/grid.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.54 Remove existing finish on concrete subfloor to allow bonding of

new ceramic tile.
10.03 Install new Exam Rooms sign type. Text and room number to be

determined by C.O.R.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

126A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

104A 104B 104 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 3
104A 104B 104A F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
104B 104B 18 F HM 1 3' - 0" 7' - 0" 1 3/4" 1 HM H2 J2 8

126A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

17 Temp. Storage - - - - - P-5 - - - - -
18 Temp. Storage - - P-1 - P-1 - - - - - -
104 Men's Room CT-1 - P-1 /

CT-1/2/3/4
P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2

104A Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2

104B Corridor P-6 - P-5 P-5 P-5 P-5 - - - P-5 P-5

126

Scale:  1 1/2" = 1'-0"9 126 - DETAIL

Revisions Date
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VA Project No.
ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms

1/24/2013

BUILDING 128 - FIRST FLOOR
(COSMETIC)

128A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan N Scale:

PROJECT

 1/32" = 1'-0"

Building 128 Key Plan

Scale:  1/4" = 1'-0"1 Men - 120
Scale:  1/4" = 1'-0"2 Men - 120

Scale:  1/4" = 1'-0"5 Shower - 120A

Scale:  1/4" = 1'-0"6 Shower - 120A

Scale:  1/4" = 1'-0"3 Men - 120
Scale:  1/4" = 1'-0"4 Men - 120

Scale:  1/4" = 1'-0"7 Shower - 120A
Scale:  1/4" = 1'-0"8 Shower - 120A

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.16 Existing toilet partition ceiling support steel to remain.
2.52 Remove existing ceramic floor tile, base and setting material

and prepare subfloor for new scheduled finish and base.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.55 Remove existing ceiling mounted toilet partitions and

assocated accessories.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.64 Remove, salvage, and reinstall existing hand dryer.
2.74 Remove existing shower stone compartment panels and wall

liners. Install new cement board behind panels.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.79 Remove existing 2" +/- shower pan / floor.
2.80 Remove 2 1/2" of existing sill. Install new ceramic tile flush with

edge of window.
2.81 Remove existing wall mounted storage units.
2.82 Remove existing 1" thick clay base. Patch with new 1/2"

cement board.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.25 Ceramic wall tile. See typical pattern Detail B on Sheet A511.
9.55 Install new cement board over existing plaster walls.  Use tile

manufacturer's bullnose radius trim piece to cover up exposed
top of cement board.

10.02 Wall hung urinal screen.
10.04 Install new Restroom ID sign type. Text and room number to

be determined by C.O.R.
10.05 Install new Locker Rooms sign type. Text and room number to

be determined by C.O.R.
10.06 Install new overhead mounted toilet partition. Mount partitions

to existing ceiling support steel.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
12.02 Wood bench. See Detail 3 Sheet A511.
22.01 Plumbing fixture.  See Plumbing Drawings.
22.02 Floor drain.  See Detail 1 Sheet A600. See Plumbing

Drawings.
23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

128A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

120 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

- - ACT-1 S-1 P-2 / P-5

120A Men's Shower CT-5 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

- - P-5 S-1 P-2

128A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

120A 120A 120 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 7
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ARCHITECT/ENGINEERS:CONSULTANTS:
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Construction
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JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

95% OWNER REVIEW - NOT FOR CONSTRUCTION
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Renovate Facility Restrooms

1/24/2013

BUILDING 131 - FIRST FLOOR
(VA ADA / REBUILD)

131A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"A First Floor Demolition Plan
N Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan N Scale:

PROJECT

 1/16" = 1'-0"

Building 131 Key Plan

Scale:  1/4" = 1'-0"1 Men - 102
Scale:  1/4" = 1'-0"2 Men - 102

Scale:  1/4" = 1'-0"3 Men - 102
Scale:  1/4" = 1'-0"4 Men - 102

N Scale:  1/4" = 1'-0"B First Floor Plan

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
1.01 Temporary partition. See Wall Type T1.0 on sheet A600.

Coordinate temporary partition locations with C.O.R.
2.59 Remove existing VCT flooring and rubber base this area.

Prepare subfloor for new scheduled finish and base.
2.70 Remove existing shelves.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present,
for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other
accessories shall be removed and disposed of by
contractor unless otherwise noted.

2.83 Remove existing toilet partitions, associated accessories,
and overhead partition support steel mounted below
existing ceiling.

2.89 Remove existing wall mounted restroom signage.
9.10 Cermic wall tile. See typical patten Detail C on Sheet

A511.
9.31 Laminate new layer of gypsum board above ceramic wall

tile this area.
9.56 Remove existing paint finish on CMU to allow bonding of

new ceramic tile.
10.04 Install new Restroom ID sign type. Text and room number

to be determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

131A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

104 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 P-5 P-2 / P-5 P-2 / P-5

131

Revisions Date
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Renovate Facility Restrooms

1/24/2013

BUILDING 220 - FIRST FLOOR
(VA ADA / COSMETIC)

220A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition Plan
N Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Toilet - 1
Scale:  1/4" = 1'-0"2 Toilet - 1

Scale:  1/4" = 1'-0"3 Toilet - 1
Scale:  1/4" = 1'-0"4 Toilet - 1

Scale:  1/4" = 1'-0"8 Toilet - 2
Scale:  1/4" = 1'-0"7 Toilet - 2

Scale:  1/4" = 1'-0"6 Toilet - 2
Scale:  1/4" = 1'-0"5 Toilet - 2

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
1.01 Temporary partition. See Wall Type T1.0 on sheet A600.

Coordinate temporary partition locations with C.O.R.
1.02 Extend new finishes to this corner.
2.01 Existing construction to remain.
2.51 Remove existing portion of wall as required for new

opening. See New Work Plan and Door Schedule.
2.53 Remove existing acoustic ceiling tile, grid, lights and all

ceiling mounted accessories this area.
2.54 Remove existing countertop, base cabinet, and mirror.
2.56 Remove existing fiberglass shower compartment, shower

head, and associated utilities and accessories.
2.57 Remove existing portion of wall. See New Work Plan for

additional information.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer

board this area.
2.70 Remove existing shelves.
2.71 Remove existing vinyl sheet flooring, wood floor, and

rubber base. Preserve and prepare subfloor for new
scheduled finish and base this area.

2.76 Remove existing wall mounted casework.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other
accessories shall be removed and disposed of by
contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.85 Remove existing poured trowelled acrilic floor, wood floor

and base this area. Preserve and prepare subflooring for
new scheduled finish this area.

2.86 Remove existing backer board behind acrilic shower and
replace with cement board.

9.01 3 5/8" metal studs @ 16" o.c.
9.06 5/8" type "x" gypsum board
9.08 Suspended acoustic ceiling tile/grid.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.25 Ceramic wall tile. See typical pattern Detail B on Sheet

A511.
9.28 Install new ceramic floor tile on new cement board this

area.
9.33 Install new cement board to height of 3'-2" A.F.F. Patch

existing gypsum board above.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
22.01 Plumbing fixture.  See Plumbing Drawings.
22.02 Floor drain.  See Detail 1 Sheet A600. See Plumbing

Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

N Scale:

PROJECT

 1/16" = 1'-0"

Building 220 Key Plan

220A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

1 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

2 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

3 Corridor CT-1 S-2 P-5 P-5 P-5 P-5 - - - - -

220A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

1 3 1 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 3

220

Revisions Date

Scale:  1" = 1'-0"D DETAIL

T3

T3

T2 T2
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Renovate Facility Restrooms

1/24/2013

BUILDING 305 - FIRST FLOOR
(VA ADA / Rebuild)

305A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan

N Scale:

PROJECT

 1" = 40'-0"

Building 305 Key Plan

N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Women Toilet - 112
Scale:  1/4" = 1'-0"3 Women Toilet - 112

Scale:  1/4" = 1'-0"2 Women Toilet - 112
Scale:  1/4" = 1'-0"4 Women Toilet - 112

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.16 Existing toilet partition ceiling support steel to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all

ceiling mounted accessories this area.
2.55 Remove existing ceiling mounted toilet partitions and

assocated accessories.
2.57 Remove existing portion of wall. See New Work Plan for

additional information.
2.73 Remove existing full height ceramic tile and backer board

this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other
accessories shall be removed and disposed of by contractor
unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.87 Remove, relocate, and reinstall existing ceiling support steel.

Reattach for new partitions as required.
2.88 Remove existing door. Install new door in existing frame.

See New Work Plan and Door Schedule for additional
information.

2.91 Remove existing ceramic floor tile and setting matieral and
prepare subfloor for new scheduled finish.

2.101 Remove and salvage existing wall mounted signage.
Relocate to new men's restroom.

9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.34 Remove existing full height backer board. Install new cement

board to height of 3'-2" A.F.F. Install new gypsum board
above.

10.04 Install new Restroom ID sign type. Text and room number to
be determined by C.O.R.

10.06 Install new overhead mounted toilet partition. Mount
partitions to existing ceiling support steel.

10.09 Reinstall existing relocated signage.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
12.01 Mirror.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

305A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

112 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

112B Vestibule CT-1 CTB-1 P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

- - ACT-1 P-2 / P-5 P-2 / P-5

305A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

112A 112B 112 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 4
112B 102 112B F WD 1 3' - 6" 7' - 0" 1 3/4" 1 EXIST H1 J1 4
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116 EAST THIRD
STREET
DAYTON, OHIO 45402-
2130

VA Project No.
ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms

1/24/2013

BUILDING 305 - FIRST FLOOR
(VA ADA / REBUILD)

305A2
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:

PROJECT

 1" = 40'-0"

Building 305 KeyplanN Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Men's Room - 123
Scale:  1/4" = 1'-0"2 Men's Room - 123

Scale:  1/4" = 1'-0"3 Men's Room - 123
Scale:  1/4" = 1'-0"4 Men's Room - 123

Scale:  1/4" = 1'-0"5 Men's Room - 123

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.08 Existing conduit. See MEP Drawings.
2.53 Remove existing acoustic ceiling tile, grid, lights and all

ceiling mounted accessories this area.
2.54 Remove existing countertop, base cabinet, and mirror.
2.63 Remove existing ceramic wall tile wainscot and backer

board this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other
accessories shall be removed and disposed of by
contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.88 Remove existing door. Install new door in existing frame.

See New Work Plan and Door Schedule for additional
information.

2.90 Remove existing floor mounted toilet partitions and
associated accessories.

2.91 Remove existing ceramic floor tile and setting matieral and
prepare subfloor for new scheduled finish.

2.102 Remove and salvage existing wall mounted signage.
Relocate to new women's restroom.

5.07 Install new ceiling support steel anchored to masonry walls
and ceiling structure above.

9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.35 Cut tiles on curve into 2" vertical sections.
9.57 Install two layers of 1/4" radius gypsum board at curved

portion of wall. Extend minimum of 32" beyond end of
curve.\

10.04 Install new Restroom ID sign type. Text and room number
to be determined by C.O.R.

10.07 Install new overhead mounted toilet partitions.
10.09 Reinstall existing relocated signage.
10.10 Install new Cleaning Concerns sign type. Text to be

determined by C.O.R.
12.01 Mirror.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

305A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

123 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

305A2 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

123 102 123 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 EXIST H4 J4 5
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Revisions Date



D.F.E.P.

E
.P
.

E
.P
.

E
.P
.

E
.P
.

E
.P
.

032

033

034

035037038039

040 041 042

044045

049

050

048047046

031

C-G-7

C-G-6

C-G-5

043

048A 048B

015

011

012

013

014

009
008 00

7

006 005 004

C-G-4

C-
G-

3

02
3

024 025

C-G-2

022

021

026

C-
G-

1

029

003 002

SW
1

010A

010

STORAGE
VESTIBULE

ROOM
WAITING

RECEPTIONSHIPPING
COPIER/

CLERKIMS

CHIEF ORTHOTIST EXAM

O/P TECHPROST REP

FINISHING

BARS
PARALLEL

MACHINEPLASTERLAMINATION
THERMOPLASTIC/

RAMP

CORRIDOR

CORRIDOR

CORRIDOR

EXAM
ROOM

CONFERENCE

OFFICE
WFD

OFFICE
WFD

OFFICE
WFD

OFFICE
WFD

ROOM
MECHANICAL

ROOM
ELECTRICAL

CO
M

M
/T

EL
EP

HO
NE

STORAGE STORAGE HAC

LOBBY

CO
RR

ID
OR

CO
M

M
/T

EL
EP

HO
NE

OFFICE
LIBRARY

OFFICE
LIBRARY

CORRIDOR
PLATFORM
RECEIVING

CONFERENCE ROOM
LIBRARY

WORK ROOM
LIBRARY

A-V TRAINING
LIBRARY

CO
RR

ID
OR

ROOM
MACHINE

WOMEN MEN
DOCK AREA
RECEIVING

LOUNGE
DRIVERS

W
AITIN

G
R
O
O
M

193
 
S
F

M
AIL/

C
O
P
IER

/
SH

IP
P
IN
G

112 
SF

P
R
O
ST

R
EP

137
 
S
F

C
H
IEF

141
 
S
F

EX
AM

120
 
S
F

P
AR
ALLEL

B
AR
S

307 
SF

M
AC

H
IN
E

452 
SF

TH
ER
M
O
P
LASTIC

/
LAM

IN
ATIO

N
248 

SF

ST
28 

SF

P
LAS

TER
180 

SF

FIN
IS
H
IN
G

143 
SF

EX
AM

120
 
S
F

STO
R
AG
E

58 
SF

C
LER

K
127

 
S
F

R
EC

EP
TIO

N
IST

172 
SF

IM
S

126
 
S
F

P
A

50 
SF

O
/
P

TEC
H

127
 
S
F

O
R
TH
O
TIST

127 
SF

P
A

50 
SF

P
A

50 
SF

ELEV.

BUILDING 310BUILDING 315

NO. 23

U
P

R
A
M
P

D
O
W
N

R
A
M
P

D
O
W
N

20'-51_
2"

22
'-1

1"

1'-21_
2"

2'-41_
2"

1'
-4

"
1'

-4
"

1

2

3
4

Men's Room
002

Women's
Room
003

Corridor
C-G-1

H.A.C.
004

Storage
006

5 6

7

8

9.349.34 9.349.34

10.04 10.04

T1 T1
003 002

T1.1

T1.1

Men's Room
002

Women's
Room
003

H.A.C.
004

Storage
006

Corridor
C-G-1

7' - 10"7' - 10"

T1.1

T1.1

307A1
B

9.10

9.34

I

23.01

9.10

9.34

003

3' - 0"

2'
 - 

10
"

SS-1

PL-1

F

G C

9.10

B1

26.01 9.34

A

N

23.0123.01

I

5'
 - 

0"

10.10

2.17

E
9.10

9.34

D

B

C

F

2'
 - 

10
"

3' - 0"

SS-1

PL-1

9.10

B1

26.01

9.34

A

10.10

23.01
23.01

9.10

9.34

N

23.01

I

G

9.10

002

9.10

9.34

B

D

Corridor
C-G-1

Storage
006

H.A.C.
004

Women's
Room
003

Men's Room
002

2.78
2.91

2.53
2.90

2.73 2.78

2.91

2.53
2.90

2.73

2.89 2.89

2.88
2.88

T1.1

T1.1

DEMO LEGEND
Wall to be Demolished
Existing Wall to Remain
Door and Frame to be Demolished

NEW WORK LEGEND
Existing Wall to Remain
New Wall

REFLECTED CEILING PLAN LEGEND
Recessed
downlight fixture Supply Air Diffuser

Return Air Grille2' x 4' fluorescent
fixture

2' x 2' acoustical
tile ceiling

Gypsum board / portland
cement plaster ceiling /
soffit - painted

Access panel

Wall Mounted Fixture

Exhaust Fan

Flourescent Surface Bowl

Surface Mounted Fixture

JOHN
A.

POE
6549

IO

HOFOETATS

R
E

G
IS

ET
R ED RA CH

TI
E

C
T

Drawing Title

Approved: Project Director

Location

Building Number

Project Title

Checked DrawnDate

Project No.

Drawing Number

Dwg.    of

on
e-

ei
gh
th
 i
nc
h 
=
 o
ne
 f
oo
t

on
e-

qu
ar
te
r 
in
ch
 =

 o
ne
 f
oo
t

th
re
e-

ei
gh
th
s 
in
ch
 =

 o
ne
 f
oo
t

on
e-

ha
lf 
in
ch
 =

 o
ne
 f
oo
t

th
re
e-

qu
ar
te
rs
 i
nc
h 
=
 o
ne

fo
ot

on
e 
in
ch
 =

 o
ne
 f
oo
t

on
e 
an
d 
on
e-

ha
lf 
in
ch
es
 =

 o
ne
 f
oo
t

th
re
e 
in
ch
es
 =

 o
ne
 f
oo
t

0
4

8
16

0
0

0
0

0
0

0
4

4
4

8
6

6
6

6
1

2
2

F
E

D
C

B
A

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

F
E

D
C

B
A

A R C H I T E C T SJ O H N  P O E

116 EAST THIRD
STREET
DAYTON, OHIO 45402-
2130

VA Project No.
ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms
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BUILDING 307 - FIRST FLOOR
(COSMETIC)

307A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan N Scale:

PROJECT

 1/32" = 1'-0"

Building 307 Keyplan

Scale:  1/4" = 1'-0"1 Women - 003
Scale:  1/4" = 1'-0"2 Women - 003

Scale:  1/4" = 1'-0"3 Women - 003
Scale:  1/4" = 1'-0"4 Women - 003

Scale:  1/4" = 1'-0"5 Men - 002
Scale:  1/4" = 1'-0"6 Men - 002

Scale:  1/4" = 1'-0"7 Men - 002
Scale:  1/4" = 1'-0"8 Men - 002

N Scale:  1/4" = 1'-0"A Demolition Plan

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.17 Existing access panel to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all

ceiling mounted accessories this area.
2.73 Remove existing full height ceramic tile and backer board

this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork)
paper towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.88 Remove existing door. Install new door in existing frame. See
New Work Plan and Door Schedule for additional
information.

2.89 Remove existing wall mounted restroom signage.
2.90 Remove existing floor mounted toilet partitions and

associated accessories.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.34 Remove existing full height backer board. Install new cement

board to height of 3'-2" A.F.F. Install new gypsum board
above.

10.04 Install new Restroom ID sign type. Text and room number to
be determined by C.O.R.

10.10 Install new Cleaning Concerns sign type. Text to be
determined by C.O.R.

23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

307A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

002 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

003 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

307

Revisions Date

307A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

002 C-G-1 002 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 EXIST 6
003 C-G-1 003 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 EXIST 6
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BUILDING 307 - SECOND FLOOR
(COSMETIC)

307A2
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B Partial Second Floor Plan N Scale:  1/4" = 1'-0"A Second Floor Demolition PlanN Scale:  1/4" = 1'-0"C Partial Second Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Men - 102
Scale:  1/4" = 1'-0"2 Men - 102

Scale:  1/4" = 1'-0"3 Men - 102
Scale:  1/4" = 1'-0"4 Men - 102

Scale:  1/4" = 1'-0"5 Women - 103
Scale:  1/4" = 1'-0"6 Women - 103

Scale:  1/4" = 1'-0"7 Women - 103
Scale:  1/4" = 1'-0"8 Women - 103

N Scale:

PROJECT

 1/32" = 1'-0"

Building 307 Keyplan

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.17 Existing access panel to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.73 Remove existing full height ceramic tile and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

2.88 Remove existing door. Install new door in existing frame. See
New Work Plan and Door Schedule for additional information.

2.89 Remove existing wall mounted restroom signage.
2.90 Remove existing floor mounted toilet partitions and associated

accessories.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.34 Remove existing full height backer board. Install new cement

board to height of 3'-2" A.F.F. Install new gypsum board above.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

307A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

102 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5

103 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 P-2 / P-5 P-2 / P-5
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307A2 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

103 C-1-1 103 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 EXIST 6
104B C-1-1 102 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 EXIST 6
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12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Women's - 1E-158
Scale:  1/4" = 1'-0"2 Women's- 1E-158

Scale:  1/4" = 1'-0"3 Women's - 1E-158
Scale:  1/4" = 1'-0"4 Women's - 1E-158

Scale:  1/4" = 1'-0"9 Men's - 1E-158A
Scale:  1/4" = 1'-0"6 Men's - 1E-158A

Scale:  1/4" = 1'-0"7 Men's - 1E-158A
Scale:  1/4" = 1'-0"8 Men's- 1E-158A

N Scale:

PROJECT

 3/64" = 1'-0"

Building 310 Key Plan

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

Scale:  1/4" = 1'-0"5 Women's - 1E-158

KEY NOTES
1.02 Extend new finishes to this corner.
2.15 Existing door opener to remain.
2.51 Remove existing portion of wall as required for new opening.

See New Work Plan and Door Schedule.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.57 Remove existing portion of wall. See New Work Plan for

additional information.
2.59 Remove existing VCT flooring and rubber base this area.

Prepare subfloor for new scheduled finish and base.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.89 Remove existing wall mounted restroom signage.
2.90 Remove existing floor mounted toilet partitions and associated

accessories.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.92 Remove existing door activator plate.
2.93 Remove and salvage existing baby changing station. Reinstall

station in new Women's Room 1E-158.
2.101 Remove and salvage existing wall mounted signage. Relocate

to new men's restroom.
2.102 Remove and salvage existing wall mounted signage. Relocate

to new women's restroom.
2.107 Remove and salvage existing handrail and end caps this area.
2.108 Remove portion of existing handrail for new door. See New

Work Plan for additional information.
2.110 Remove existing corner guard.
2.111 Remove men's restroom paper insert from signage.
2.112 Remove existing gypsum board soffit and support steel.
5.08 Install new ceiling support steel anchored to ceiling structure

above.
8.06 Install new door activator plate.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.47 Repair and patch VCT flooring and rubber base to match

existing at new door.
9.51 Patch exisitng gyp board around existing door opener.
10.02 Wall hung urinal screen.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.07 Install new overhead mounted toilet partitions.
10.09 Reinstall existing relocated signage.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
10.11 Adjust paper insert signage. Text to be determined by C.O.R.
12.01 Mirror.
12.04 Reinstall existing baby changing station.
12.12 Extend existing handrail. Use salvaged handrail.
12.13 Install salvaged end caps.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

310A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

C1-25 Corridor VCT-1 RB-1 P-5 - - - - - - P-5 P-5
C1-9 Corridor VCT-1 RB-1 - P-5 - - - - - P-5 P-5
1E-158 Women's Room CT-1 - P-1 /

CT-1/2/3/4
P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

1E-158A Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

1E-158B Storage VCT-1 RB-1 P-1 P-1 P-1 P-1 - - ACT-1 S-1 P-2 / P-5

310A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

158 1E-158 C1-25 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 10
158B C1-9 1E-158B F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 9
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Renovate Facility Restrooms

1/24/2013

BUILDING 310 - SECOND FLOOR
(VA ADA / COSMETIC)

310A2
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B Partial Second Floor Plan N Scale:  1/4" = 1'-0"A Partial Second Floor Demolition Plan N Scale:

PROJECT

 3/64" = 1'-0"

Building 310 Key PlanN Scale:  1/4" = 1'-0"C Partial First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Female Toilet - 2E-107
Scale:  1/4" = 1'-0"2 Female Toilet - 2E-107

Scale:  1/4" = 1'-0"3 Female Toilet - 2E-107

Scale:  1/4" = 1'-0"5 Male Toilet 2E-108

Scale:  1/4" = 1'-0"4 Female Toilet - 2E-107

Scale:  1/4" = 1'-0"6 Male Toilet 2E-108
Scale:  1/4" = 1'-0"8 Male Toilet 2E-108

Scale:  1/4" = 1'-0"7 Male Toilet 2E-108

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

KEY NOTES
2.51 Remove existing portion of wall as required for new opening. See

New Work Plan and Door Schedule.
2.57 Remove existing portion of wall. See New Work Plan for additional

information.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.89 Remove existing wall mounted restroom signage.
2.90 Remove existing floor mounted toilet partitions and associated

accessories.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.106 Remove existing gypsum board ceiling.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.47 Repair and patch VCT flooring and rubber base to match existing

at new door.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

310A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

2E-108 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 P-4 S-1 P-2 / P-5

2E-107 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 P-4 S-1 P-2 / P-5

C2-4 Corridor VCT-1 RB-1 - P-1 - - - - - - -

310A2 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

107A C2-4 2E-107 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
108A C2-4 2E-108 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2

310
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BUILDING 310 - SECOND FLOOR
(COSMETIC)

310A3
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:

PROJECT

 3/64" = 1'-0"

Building 310 Key PlanN Scale:  1/4" = 1'-0"B Partial Second Floor Plan N Scale:  1/4" = 1'-0"A Partial Second Floor Demolition PlanN Scale:  1/4" = 1'-0"C Partial First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Men Toilet 2E-139
Scale:  1/4" = 1'-0"2 Men Toilet 2E-139

Scale:  1/4" = 1'-0"3 Men Toilet 2E-139
Scale:  1/4" = 1'-0"4 Men Toilet 2E-139

Scale:  1/4" = 1'-0"5 Women Toilet 2E-140
Scale:  1/4" = 1'-0"6 Women Toilet 2E-140

Scale:  1/4" = 1'-0"7 Women Toilet 2E-140
Scale:  1/4" = 1'-0"8 Women Toilet 2E-140

KEY NOTES
2.55 Remove existing ceiling mounted toilet partitions and assocated

accessories.
2.57 Remove existing portion of wall. See New Work Plan for additional

information.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.106 Remove existing gypsum board ceiling.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

310A3 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

2E-139 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 P-4 S-1 P-2 / P-5

2E-140 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 P-4 S-1 P-2 / P-5
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ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms

1/24/2013

BUILDING 322 - FIRST FLOOR
(ADA / REBUILD)

322A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:

PROJECT

 1/16" = 1'-0"

Building 322 Key PlanN Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Men's - 9
Scale:  1/4" = 1'-0"2 Men's - 9

Scale:  1/4" = 1'-0"4 Men's - 9
Scale:  1/4" = 1'-0"5 Women's - 10

Scale:  1/4" = 1'-0"6 Women's - 10
Scale:  1/4" = 1'-0"7 Women's - 10

Scale:  1/4" = 1'-0"8 Women's - 10
Scale:  1/4" = 1'-0"3 Men's - 9

KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling
mounted accessories this area.

2.57 Remove existing portion of wall. See New Work Plan for
additional information.

2.59 Remove existing VCT flooring and rubber base this area.
Prepare subfloor for new scheduled finish and base.

2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.68 Remove existing rod, curtain, and accessories.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.91 Remove existing ceramic floor tile and setting matieral and
prepare subfloor for new scheduled finish.

2.96 Remove existing wall mounted bench.
2.105 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area. Salvage existing ceiling tile for
reuse.

9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.48 Reinstall salvaged ceiling tile.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

N Scale:  1/4" = 1'-0"B First Floor Plan - Option 1

322A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

9 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

10 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

10A Corridor VCT-1 RB-1 P-1 P-1 P-1 P-1 - - ACT-1 S-1 P-2 / P-5

322A1 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

9 10A 9 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
10 10A 10 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
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322A2
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12014.00
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Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition Plan N Scale:

PROJECT

 1/16" = 1'-0"

Building 322 Key PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Toilet - 26
Scale:  1/4" = 1'-0"2 Toilet - 26

Scale:  1/4" = 1'-0"3 Toilet - 26
Scale:  1/4" = 1'-0"4 Toilet - 26

Scale:  1/4" = 1'-0"5 Toilet - 21
Scale:  1/4" = 1'-0"6 Toilet - 21

Scale:  1/4" = 1'-0"7 Toilet - 21
Scale:  1/4" = 1'-0"8 Toilet - 21

KEY NOTES
2.14 Existing wall mounted signage to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and prepare

subfloor for new scheduled finish.
2.104 Remove existing wall covering.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

322A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

21 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

26 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5
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322A2 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

21 21 C-1-7 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
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Renovate Facility Restrooms
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BUILDING 330 - BASEMENT
(COSMETIC)

330A1
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B Basment Floor Plan N Scale:  1/4" = 1'-0"A Basement Floor Demolition Plan N Scale:

PROJECT

 1" = 40'-0"

Building 330 Keyplan

N Scale:  1/4" = 1'-0"C Basement Floor Plan RCP

Scale:  1/4" = 1'-0"1 Women's BC-103
Scale:  1/4" = 1'-0"2 Women's BC-103

Scale:  1/4" = 1'-0"3 Women's BC-103
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KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling
mounted accessories this area.

2.63 Remove existing ceramic wall tile wainscot and backer board this
area.

2.78 Remove all existing wall  mounted accessories, grab bars,
shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.103 Remove existing surface mounted waste receptacles.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

BC-102 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

- - ACT-1 P-2 / P-5 P-2 / P-5

BC-103 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

- - ACT-1 P-2 / P-5 P-2 / P-5
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Building 330 KeyplanN Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition Plan

N Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"4 Men's WC/T 1A-107

Scale:  1/4" = 1'-0"2 Men's WC/T 1A-107
Scale:  1/4" = 1'-0"3 Men's WC/T 1A-107

Scale:  1/4" = 1'-0"1 Men's WC/T 1A-107

Scale:  1/4" = 1'-0"5 Women's WC/T 1A-108
Scale:  1/4" = 1'-0"6 Women's WC/T 1A-108

Scale:  1/4" = 1'-0"7 Women's WC/T 1A-108

Scale:  1/4" = 1'-0"8 Women's WC/T 1A-108

KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.01 Existing construction to remain.
2.52 Remove existing ceramic floor tile, base and setting material and

prepare subfloor for new scheduled finish and base.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.57 Remove existing portion of wall. See New Work Plan for additional

information.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.65 Remove existing drinking fountain. Salvage for relocation.
2.66 Remove existing mop sink.
2.67 Remove existing pay phones. Salvage for relocation.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where not
present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.90 Remove existing floor mounted toilet partitions and associated

accessories.
2.91 Remove existing ceramic floor tile and setting matieral and prepare

subfloor for new scheduled finish.
2.97 Remove existing quarry floor tile, base, and setting material and

prepare subfloor for new scheduled finish.
2.98 Remove, salvage, and reinstall existing baby changing station and

relocate in new Women's Restroom. See New Work Plan for
additional information.

2.99 Remove, salvage, and reinstall existing sanitary napkin dispenser in
new Women's Restroom. See New Work Plan for additional
information.

5.08 Install new ceiling support steel anchored to ceiling structure above.
8.06 Install new door activator plate.
9.01 3 5/8" metal studs @ 16" o.c.
9.06 5/8" type "x" gypsum board
9.08 Suspended acoustic ceiling tile/grid.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.02 Wall hung urinal screen.
10.03 Install new Exam Rooms sign type. Text and room number to be

determined by C.O.R.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.07 Install new overhead mounted toilet partitions.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
12.01 Mirror.
12.03 New location for existing pay phones. See PME Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

C1-6 Lobby QT-1 QTB-1 S-1 P-2 / P-5
1A-106 H.A.C. CT-1 - P-1 /

CT-1,4
P-1 /
CT-1,4

P-1 /
CT-1,4

P-1 /
CT-1,4

- - ACT-1 S-1 P-2 / P-5

1A-107 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

1A-108 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

C1-7 Corridor QT-1 QTB-1 P-5 P-5 P-5 P-5 - - - S-1 P-2 / P-5

330A2 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

106 C1-7 1A-106 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 9
107B 1A-107 C1-7 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 10
108B 1A-108 C1-7 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 10
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Scale:  1/4" = 1'-0"1 Toilet 1C-116
Scale:  1/4" = 1'-0"2 Toilet 1C-116

Scale:  1/4" = 1'-0"3 Toilet 1C-116
Scale:  1/4" = 1'-0"4 Toilet 1C-116

Scale:  1/4" = 1'-0"5 Toilet 1C-115
Scale:  1/4" = 1'-0"6 Toilet 1C-115

Scale:  1/4" = 1'-0"7 Toilet 1C-115
Scale:  1/4" = 1'-0"8 Toilet 1C-115

KEY NOTES
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.57 Remove existing portion of wall. See New Work Plan for additional

information.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and prepare

subfloor for new scheduled finish.
2.94 Remove existing semi-recessed waste receptacle. Patch gypsum

board above new wall tile.
2.95 Remove, salvage, and reinstall existing grab bars.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.47 Repair and patch VCT flooring and rubber base to match existing

at new door.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
12.05 Reinstall existing grab bars.
26.01 Light fixture.  See Electrical Cut Sheets.

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A3 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

1C-115 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

1C-116 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

330

Revisions Date

330A3 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

115 C1-44 1C-115 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
116 C1-44 1C-116 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
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Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition Plan

N Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan

N Scale:

PROJECT
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Copy of Building 330 Keyplan

Scale:  1/4" = 1'-0"1 Women's 1D-111
Scale:  1/4" = 1'-0"2 Women's 1D-111
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Scale:  1/4" = 1'-0"4 Women's 1D-111
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KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.14 Existing wall mounted signage to remain.
2.15 Existing door opener to remain.
2.16 Existing toilet partition ceiling support steel to remain.
2.50 Existing door activator plate to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.55 Remove existing ceiling mounted toilet partitions and assocated

accessories.
2.57 Remove existing portion of wall. See New Work Plan for additional

information.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.91 Remove existing ceramic floor tile and setting matieral and prepare

subfloor for new scheduled finish.
2.94 Remove existing semi-recessed waste receptacle. Patch gypsum

board above new wall tile.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.06 Install new overhead mounted toilet partition. Mount partitions to

existing ceiling support steel.
10.08 Install new overhead mounted toilet partitions. Mount partitions to

existing ceiling support steel. Relocate existing ceiling support steel
as required.

10.10 Install new Cleaning Concerns sign type. Text to be determined by
C.O.R.

12.01 Mirror.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A4 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

1D-110 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

1D-111 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

330

Revisions Date



1024 sqft

1670 sqft

179 sqft

192 sqft

124 sqft

203 sqft

192 sqft

230 sqft 161 sqft

407 sqft

111 sqft

74 sqft

1166 sqft

1558 sqft

BLOCK

VA
O

O
AV

OAV

VAO

OV

O
V

AG

OVA

OVA

V

OV

OV

O

OV

A

GA

O
V

O

V

G

OV

GA

GA

OV

GA

OV

GA

VO

VO

GA

VO

O

GA

AG

V

O

V

GA

O

V

VO

G

A

A

A

AG

G

A

GAS

GA
GA

A

A G

VA
O

GA

V
O

GA

A

OAV

2C-1162C-113

C2-24
2C-117

2C-115

2C-114

C2-23

2C-1102C-108

2C-107

2C-1122C-1112C-1092C-1052C-103

2C-106

C2-21

2C-102 2C-104

C2-22

2C-118 2C-119

2
C
-
1
2
0

2
C
-
1
2
1

2C-100b

2C-124a

2C-124d2C-124c

2C-124b
2C-124e

2C-124f

C2-122

2C-123

2C-100

2C-101

2C-100a

2C-100c

C2-25

2C-100d

2C-130 2C-129

2C-126

2C-125

C
2
-
2
6

2C-124

2C-127

C2-27

2C-128

C
2
-
2
8

2C-100e

2C-100f

C
2
-
2
0

2C-100g C2-32

C2-31C2-33

2C-131

C
2
-
2
9

2C-1372C-1382C-139

2C-141

2C-140

C
2
-
3
0

2C-132

2C-133

2C-134

2C-135

2C-143

2C-145 2C-146

C2-35

2C-144

C
2
-
3
4

C2-1

C
2
-
2

2A-1252A-124

2A-100

2A-101

2
A
-
1
0
62A-105

2A-119

2A-121

2A-122

2A-123

C2-8

S-1

S-3

C2-11

2B-118

2B-115 2B-113

2
B
-
1
1
2

C2-13

2
B
-
1
1
7

2B-116

C
2
-
1
5

2B-114
2B-111

2
B
-
1
2
3

2
B
-
1
2
4

2
B
-
1
2
5

C2-17

C
2
-
1
4

2B-110

C2-16

2B-133

2B-134

2B-129

2
B
-
1
2
7

2
B
-
1
2
6

2B-131

2B-109

2
B
-
1
0
9
a

2
B
-
1
0
9
b

2
B
-
1
0
9
c

C
2
-
1
2

2B-135

2B-136

C2-18

2B-138

2B-137

2B-139

C2-19

2B-140

2B-141

S
-
2

2B-142

2B-108

2B-107

2B-106

2B-105

2B-104

2B-103

2B-102

2B-101

2B-100

2B-100a

C2-9

2D-126

2D-127 2D-129

2D-1302D-128
2D-126a

2D-120

2D-119

2D-118

2D-117

2D-116

2D-115

2D-132 2D-134 2D-135 2D-136 2D-139

2D-143

2D-140

2D-131 2D-133 2D-137 2D-138

C2-47

2D-141 2D-142

C2-50

C2-49

S-4

2D-163

2D-162

2D-159

2D-161

C2-44

2D-151

2
D
-
1
2
4

2
D
-
1
2
5

2D-123

2D-122

2D-107

2D-107k

C2-43

2D-121

2D-111

C2-40

2D-110

2D-109

2D-112

2D-108a

2D-114

2D-113

C2-39

2D-108

2A-103

2D-106

2D-105

2A-102

2
A
-
1
0
2
a

2
A
-
1
0
2
b

2
A
-
1
0
2
c

2
A
-
1
0
2
d

2D-107a

2D-107b 2D-103

C2-38

2D-158

2D-157

2D-156

2D-154

2D-152

2D-1552D-1022D-1012D-100

C2-3

C2-4

2A-107

2A-116

2
A
-
1
1
6
a

C2-6

2A-115

2A-114

2A-113
2A-108

2
A
-
1
1
5
a2A-108a

2A-109

2A-110

2
A
-
1
1
0
a

2A-111

2A-112

2A-113b

C
2
-
4
2

2D-1482D-149

2D-1472D-1462D-1452D-144

C2-52

2D-160

C2-53

2D-150

2D-153

2D-120a

C
2
-
4
8

C
2
-
5
6

C
2
-
4
6

C
2
-
3
7

C
2
-
4
5

C
2
-
4
1

2D-
55

C
2
-
5
1

C
2
-
7

2A-117

2A-104

2B-121

2B-132

2B-130

2B-128

2B-122

2B-120

2B-119

2D-126

2D-107c

2D-107d

2D-107e

2D-107f

2D-107j

2D-107i 2D-107h 2D-107g

2D-151a

2D-160a

2D-160b

2A-120

PHYS. READEVOKE P.

STORAGE AREA RECORD

CLOSET

EEGEEG TESTINGEMG

STAFF T.

PHYS.

ASSIST.

PHYS.CHIEF

ASSIST.
CHIEFCONF.

SLEEP

CORRIDOR

SLEEP OBSERVATION

SEC'Y.  CLK.

SIGNAL ELEC.

L
IN
.

T
R
. DRESSING

KITCHEN

LIVING RM.BEDROOM

LIVING EVAL.

O.T. DAILY

BATH
SPLINT

CUBICLE

ACOUSTIC

STORAGE

O. T.

ADMIN.

O. T.

P.T. NON-HYDROTHERAPY

THERAPY

PHOTO

P.T. HYDROTHERAPY

W/C T CORRIDOR

P.T. STOR.

C.T. STOR. C.T. ADM.

W/C T.

C
O
R
R
ID
O
R

O.T. CLINIC

EXERCISE

C.T. GROUP

CORRIDOR

EXERCISE

C.T. & INDIVIDUAL

C
O
R
R
.

P.T. ADMIN.

SPEC. TRT.(CYBEX)

C
O
R
R
.

UTIL. & STOR. WAITING

CORRIDORCORRIDOR

SECRETARY

CONFERENCE

ROOM

C
O
R
R
.

SUPPORT

ASS'T.

CHIEF

CONGREGATE

CORRIDOR

SOIL

C
O
R
R
.

C
O
R
R
.

WC/TWC/T

PROS. CLERK

CONFERENCE

H
.A
.C
.

ELEC.

SIGNAL

LIFT

CART

W/C T

W/C T

LOBBY

ROOF

STAIR

CORRIDOR

ELEV.

ELEV. LOBBY

PASSENGER

SERVICE

STAIR

C
O
R
R

W/C T.

SE-2 SE-3

SE-4

P-1 P-2 P-3

P-4P-5P-6

C
L
-
1

C
L
-
2

SE-1

CORRIDOR

CART STOR. L
IN
E
N

CORRIDOR

C
L
O
S
E
T

RECOVERY

C
O
M
P
U
T
E
R
S

SURG. OFF.

ORAL

DENT. RM.

PREV.

D
A
R
K
 
R
M
.

X-RAY

C
O
R
R
ID
O
R

PAT. T.

CORRIDOR

INST. PREP.

E
X
A
M

E
X
A
M

OPER.

GEN. TREAT

PROSTHETIC

P
O
R
C
L
.

S
T
O
R
A
G
E

C
A
S
T

C
O
R
R
ID
O
R

GEN. OPERATION

CORRIDOR

STF. T.

STORAGE

STF. T.

CORRIDOR

H.A.C.

DIRECTOR

CLASS

CHIEF

SEC.

CLERK

WAITING

COORD.

HYGIENE

HYGIENE

CHIEF

ASST.

EQUIPMENT

MECHANICAL

CORRIDOR

S
T
A
IR

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

COMPUTER

OFFICE SECY & FILE

WPAFB.CORR.

STAFFSTOR.

CHIEF

SECY.

ASS'T CHIEF

ADM.

RHEUM.

ENDO.

SECY. SECY. SECY. MANAGEMENT SECY.

H.A.C.

TOILET

ASSOC. EDUC. SUPV. ASST. CHIEF ADMIN. ASST.

CORRIDOR

ASST. CHIEF CHIEF

SECY.

WAIT.

STAIR

EXAM.

EXAM.

EXAM.

TRN.

CORRIDOR

REPAIR

L
IN
.

T
R
.

ELECTRIC

SIGNAL

RECEPT

CHRONIC PAIN

CORRIDOR

INFECT.

EXAM.

CORRIDOR

W/C T.

INFECT.

BOOTH

ENDO.

DERMA.

CORRIDOR

CONFERENCE

MEN TOILET

WOMEN TOILET

LOUNGE

M
E
N
 
L
K
R
.

T
O
IL
E
T

W
O
M
E
N
 
L
K
R
.

T
O
IL
E
T

CLOSET

CONFERENCE PHYSIOLOGY

CORRIDOR

EXAM.

EXAM.

EXAM.

SCOPE

CHIEFOFFICEOFFICE

SUPPLY

CORRIDOR

CORRIDORBEDROOM
H.A.C.

BEDROOM

B
A
T
H

LOUNGE

BEDROOM

BEDROOM

BEDROOM

BEDROOM

B
A
T
H

BATH

BEDROOM

BEDROOM

B
A
T
H

LINEN

BEDROOM

BATH

C
L
E
R
K
S
/
A
D
P

SUITE

SOUND

SUITE

SOUND
SUITE

SOUND

CONFERENCE

WAITING

REHAB

AURAL

ACOUST.

ENG.

CLOSET

CEILING SPACE

C
O
R
R
ID
O
R

C
O
R
R
ID
O
R

C
O
R
R

C
O
R
R
.

C
O
R
R
ID
O
R

C
O
RRID

O
R

C
O
R
R
ID
O
R

C
O
R
R
.

C
O
R
R

CORRIDOR

ROOF

H.A.C.

CONFERENCE

OFFICE

ADVOCATE

PATIENT

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

GEN. OPERATION

RECEP

SE-1

EXAM

EXAMUTILITY

STORAGE
WAITING

STORAGE

TRAINING

CONFERENCE ROOM

OFFICE

OFFICE

ADMIN.
WORKER

TOILET

NURSING

ROOM

NP / MD

OFFICEOFFICE

S C I

BREAK

SOCIAL

OFFICE

ROOF- FIRST FLOOR

ROOF- FIRST FLOOR

FEC

ELECTRO

CONSULT #1

CONSULT #2

POLYTRAUMA/

STOR

EXAM #4

HERING AIDSTUDENT
OFFICE

HERING AID

TOILET

STOR

EXAM #3 EXAM #2 EXAM #1

AID
HEARING

SCOPE
CLEAN

SUITE

SOUND

PROJECTION

ORAL SURG. ORAL SURG.

DIRTY

UP

DN.

UPDN. UPDN.

UP

UP

UP

DN.

DN.

UP

330A6
B

330A5
B

Women's
Room
2A-124

Men's Room
2A-125

Pros. Clerk
2A-100

Corridor
C2-11

1

2

34
5

6

78

124 125A

2.14 2.14T1 T14'
 - 

0"

T1.0

VCT-1 9.47
2.60

2.60

2.91

2.63

2.53

2.78

2.63

2.53

2.78

2.84

2.14 2.14

2.84

2.91

T1.0

2.94

2.94

Men's Room
2A-125

Women's
Room
2A-124

Pros. Clerk
2A-100

Corridor
C2-11

T1.0

9.10
124

I

26.01

F

G

C

3' - 0"

2'
 - 

10
"

B1

SS-1

PL-1

9.10

A

10.10

9.10
E

9.10

B
D

125A

9.10

I

N

G

F

26.01

9.10

3' - 0"

B1

2'
 - 

10
"

SS-1

PL-1

C

A

10.10

9.10B

D

9.10

DEMO LEGEND
Wall to be Demolished
Existing Wall to Remain
Door and Frame to be Demolished

NEW WORK LEGEND
Existing Wall to Remain
New Wall

REFLECTED CEILING PLAN LEGEND
Recessed
downlight fixture Supply Air Diffuser

Return Air Grille2' x 4' fluorescent
fixture

2' x 2' acoustical
tile ceiling

Gypsum board / portland
cement plaster ceiling /
soffit - painted

Access panel

Wall Mounted Fixture

Exhaust Fan

Flourescent Surface Bowl

Surface Mounted Fixture

JOHN
A.

POE
6549

IO

HOFOETATS

R
E

G
IS

ET
R ED RA CH

TI
E

C
T

Drawing Title

Approved: Project Director

Location

Building Number

Project Title

Checked DrawnDate

Project No.

Drawing Number

Dwg.    of

on
e-

ei
gh
th
 i
nc
h 
=
 o
ne
 f
oo
t

on
e-

qu
ar
te
r 
in
ch
 =

 o
ne
 f
oo
t

th
re
e-

ei
gh
th
s 
in
ch
 =

 o
ne
 f
oo
t

on
e-

ha
lf 
in
ch
 =

 o
ne
 f
oo
t

th
re
e-

qu
ar
te
rs
 i
nc
h 
=
 o
ne

fo
ot

on
e 
in
ch
 =

 o
ne
 f
oo
t

on
e 
an
d 
on
e-

ha
lf 
in
ch
es
 =

 o
ne
 f
oo
t

th
re
e 
in
ch
es
 =

 o
ne
 f
oo
t

0
4

8
16

0
0

0
0

0
0

0
4

4
4

8
6

6
6

6
1

2
2

F
E

D
C

B
A

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

F
E

D
C

B
A

A R C H I T E C T SJ O H N  P O E

116 EAST THIRD
STREET
DAYTON, OHIO 45402-
2130

VA Project No.
ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

Renovate Facility Restrooms

1/24/2013

BUILDING 330 - SECOND FLOOR
(COSMETIC)

330A5
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:

PROJECT

 1" = 30'-0"

Building 330 Key PlanN Scale:  1/4" = 1'-0"B Second Floor Plan N Scale:  1/4" = 1'-0"A Second Floor Demolition PlanN Scale:  1/4" = 1'-0"C Second Floor Reflected Ceiling Plan

Scale:  1/4" = 1'-0"1 Toilet 2A-124
Scale:  1/4" = 1'-0"2 Toilet 2A-124

Scale:  1/4" = 1'-0"3 Toilet 2A-124
Scale:  1/4" = 1'-0"4 Toilet 2A-124

Scale:  1/4" = 1'-0"5 Toilet 2A-125

Scale:  1/4" = 1'-0"6 Toilet 2A-125
Scale:  1/4" = 1'-0"7 Toilet 2A-125

Scale:  1/4" = 1'-0"8 Toilet 2A-125

KEY NOTES
2.14 Existing wall mounted signage to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.60 Remove existing door and frame. Prepare opening for new door

and frame. See Door Schedule.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.94 Remove existing semi-recessed waste receptacle. Patch

gypsum board above new wall tile.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.47 Repair and patch VCT flooring and rubber base to match

existing at new door.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A5 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

2A-124 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

2A-125 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

330A5 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

124 2A-124 C2-11 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
125A 2A-125 C2-11 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2

330
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Scale:  1/4" = 1'-0"2 Toilet - 2C-125

Scale:  1/4" = 1'-0"3 Toilet - 2C-125
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KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.01 Existing construction to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.61 Remove existing door and frame.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.68 Remove existing rod, curtain, and accessories.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and

prepare subfloor for new scheduled finish.
2.94 Remove existing semi-recessed waste receptacle. Patch gypsum

board above new wall tile.
9.01 3 5/8" metal studs @ 16" o.c.
9.06 5/8" type "x" gypsum board
9.08 Suspended acoustic ceiling tile/grid.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.25 Ceramic wall tile. See typical pattern Detail B on Sheet A511.
9.47 Repair and patch VCT flooring and rubber base to match existing

at new door.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
12.02 Wood bench. See Detail 3 Sheet A511.
12.07 ADA shower bench.
22.02 Floor drain.  See Detail 1 Sheet A600. See Plumbing Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

330A6 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

2C-125 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

2C-126 Unisex Toilet CT-1/5 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

330

Revisions Date

330A6 Door Schedule

DOOR
#

BETWEEN DOOR DESCRIPTION FRAME DESCRIPTION
FIRE

RATING
HDWE
SET REMARKSRM RM TYPE MAT'L

SIZE
TYPE MAT'L HEAD JAMB# W H T

125B C2-26 2C-125 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2
126 C2-26 2C-126 F WD 1 3' - 0" 7' - 0" 1 3/4" 1 HM H1 J1 2

Scale:  1" = 1'-0"D DETAIL
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Renovate Facility Restrooms

1/24/2013

BUILDING 330 - THIRD-NINTH
FLOOR, TYPICAL (COSMETIC)

330A7
EKTH

12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"C Reflected Ceiling Plan N Scale:  1/4" = 1'-0"B Floor Plan N Scale:  1/4" = 1'-0"A Demolition Plan N Scale:

PROJECT

 1" = 30'-0"

Building 330 Key Plan

Scale:  1/4" = 1'-0"2 Toilet 3A-117
Scale:  1/4" = 1'-0"3 Toilet 3A-117

Scale:  1/4" = 1'-0"4 Toilet 3A-117
Scale:  1/4" = 1'-0"1 Toilet 3A-117

KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling
mounted accessories this area.

2.57 Remove existing portion of wall. See New Work Plan for additional
information.

2.63 Remove existing ceramic wall tile wainscot and backer board this
area.

2.78 Remove all existing wall  mounted accessories, grab bars, shelves
and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where not
present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.89 Remove existing wall mounted restroom signage.
2.91 Remove existing ceramic floor tile and setting matieral and prepare

subfloor for new scheduled finish.
9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.04 Install new Restroom ID sign type. Text and room number to be

determined by C.O.R.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

*FLOOR PLAN VARIES

330A7 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

3A-117 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

4A-109 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

5A-108 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

6A-109 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

7A-108 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

8A-110 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

9A-109 Unisex Toilet CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

330330

Revisions Date

TYPICAL 7 RESTROOMS (THIRD THRU NINTH FLOORS)
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BUILDING 340 - FIRST FLOOR
(ADA / COSMETIC)

340A1
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12014.00
513-13-203

Dayton, Ohio

N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan N Scale:

PROJECT

 1" = 20'-0"

Building 340 Key Plan

Scale:  1/4" = 1'-0"1 Women 103
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Scale:  1/4" = 1'-0"3 Women 103
Scale:  1/4" = 1'-0"4 Women 103

Scale:  1/4" = 1'-0"5 Men 104

Scale:  1/4" = 1'-0"6 Men 104
Scale:  1/4" = 1'-0"7 Men 104

Scale:  1/4" = 1'-0"8 Men 104

KEY NOTES
2.14 Existing wall mounted signage to remain.
2.15 Existing door opener to remain.
2.50 Existing door activator plate to remain.
2.52 Remove existing ceramic floor tile, base and setting material

and prepare subfloor for new scheduled finish and base.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.57 Remove existing portion of wall. See New Work Plan for

additional information.
2.63 Remove existing ceramic wall tile wainscot and backer board

this area.
2.65 Remove existing drinking fountain. Salvage for relocation.
2.78 Remove all existing wall  mounted accessories, grab bars,

shelves and equipment, etc. Salvage black plastic (Tork) paper
towel and toilet paper dispensers, where present, for
reinstallation.  Where not present, Owner will provide new
dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless
otherwise noted.

2.84 Remove, salvage and reinstall existing sharps container.
2.90 Remove existing floor mounted toilet partitions and associated

accessories.
2.98 Remove, salvage, and reinstall existing baby changing station

and relocate in new Women's Restroom. See New Work Plan
for additional information.

2.99 Remove, salvage, and reinstall existing sanitary napkin
dispenser in new Women's Restroom. See New Work Plan for
additional information.

5.08 Install new ceiling support steel anchored to ceiling structure
above.

5.10 Install new ceiling support steel anchored to ceiling structure
above. Existing ductwork is located directly over partitions.
Offset hangers as necessary around ductwork to mount
partitions.

9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
10.07 Install new overhead mounted toilet partitions.
10.10 Install new Cleaning Concerns sign type. Text to be determined

by C.O.R.
12.01 Mirror.
12.04 Reinstall existing baby changing station.
23.01 Mechanical Equipment.  See Mechanical Drawings.
26.01 Light fixture.  See Electrical Cut Sheets.

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

340A1 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

103 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

104 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

340
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N Scale:  1/4" = 1'-0"B First Floor Plan N Scale:  1/4" = 1'-0"A First Floor Demolition PlanN Scale:  1/4" = 1'-0"C First Floor Reflected Ceiling Plan N Scale:

PROJECT
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Building 340 Key Plan
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KEY NOTES

TOILET ACCESSORIES SCHEDULE
MARK ITEM MOUNTING HEIGHT COMMENTS

A GRAB BAR 36" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
B GRAB BAR 42" LENGTH 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
C PAPER TOWEL DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
D TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
E SAN. NAP. DISPOSAL 27" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
F MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
G SOAP DISPENSER 44" A.F.F. TO PUSH BUTTON PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
H SHOWER CURTAIN ROD

AND CURTAIN
72" A.F.F. TO CENTERLINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

I ROBE HOOK 62" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
J MOP RACK 72" A.F.F. TO TOP PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
K MIRROR 40" A.F.F. TO BOTTOM OF MIRROR PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
L CUSTOM GRAB BAR 33" A.F.F. TO CENTER LINE PROVIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
M TOILET TISSUE DISPENSER 48" A.F.F. TO BOTTOM PROVIDED BY OWNER, INSTALLED BY CONTRACTOR
N WASTE RECEPTACLE 36" A.F.F. TO TOP PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
O GRAB BAR 48" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
P GRAB BAR 30" LENGTH 33" A.F.F. TO CENTER LINE PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR
Q Corner Grab Bar Corner Grab Bar 1 1/4in PROCIDED BY CONTRACTOR, INSTALLED BY CONTRACTOR

2.14 Existing wall mounted signage to remain.
2.53 Remove existing acoustic ceiling tile, grid, lights and all ceiling

mounted accessories this area.
2.63 Remove existing ceramic wall tile wainscot and backer board this

area.
2.78 Remove all existing wall  mounted accessories, grab bars, shelves

and equipment, etc. Salvage black plastic (Tork) paper towel and
toilet paper dispensers, where present, for reinstallation.  Where
not present, Owner will provide new dispensers for installation by
contractor. All other accessories shall be removed and disposed of
by contractor unless otherwise noted.

2.91 Remove existing ceramic floor tile and setting matieral and
prepare subfloor for new scheduled finish.

9.10 Cermic wall tile. See typical patten Detail C on Sheet A511.
9.46 Provide leveling compound along north walls to level floors.
10.10 Install new Cleaning Concerns sign type. Text to be determined by

C.O.R.
26.01 Light fixture.  See Electrical Cut Sheets.

GENERAL PLAN NOTES
A. All dimensions are taken to face of gypsum wallboard or unit masonry.
B. Edge of all door jambs at hinge side not otherwise indicated are to be

6" from the face of intersecting walls.  Edge of all door jambs at strike
side not otherwise located are to be 18" minimum from the face of
intersecting walls.

C. All wood blocking to be fire retardent treated.
D. See sheet A600 for Door Details.
E. All new partitions shall be type 'S1.0' unless noted otherwise.
F. Patch, finish and prime any holes or other damage to existing exposed

gypsum board or plaster wall or ceiling surfaces to match adjacent
surfaces prior to application of final finishes.

G. Contractor shall coordinate work in occupied spaces below slab with
COR.  Work shall take place after normal hospital business hours:
Weekdays, 5:00PM to 5:00AM, or weekend, 5:00PM Friday through
5:00 AM Monday.  Ceilings shall be removed and reinstalled by
contractor as required and shall be completed by hours indicated.

I. See Sheet A511 for Casework Details
J. Where two paint colors are indicated on doors/frames in finish

schedule paint P-2 on restroom side and P-5 on corridor side.

GENERAL  REFLECTED CEILING PLAN NOTES

GENERAL DEMOLITION NOTES
A. Remove all existing partitions shown with dashed line.  Repair wall

and floor finishes to match adjacent surfaces at areas of removal or
scheduled new surfaces as required.

B. Remove all existing borrowed lights, doors and hollow metal frames
where indicated with dashed line.  Unused hardware shall be turned
over to Owner.  Box hardware before giving to Owner.

C. Remove wall-hung toilet room accessories and medical equipment
as required and turn over to Owner.

D. See Plumbing, HVAC and Electrical Drawings for removal work
associated with those trades.

E. Computer and communication cables and/or other wiring, piping,
tubing, etc. serving other areas and functions located above ceiling
or in walls of area to be remodeled shall be maintained during
demolition/construction process.  Coordinate any required changes
to these systems with the C.O.R.

F. Repair existing walls to match adjacent undisturbed wall where
cabinets, countertops, etc. are shown to be removed.

G. Prepare walls and floor slabs as required to receive new fininsh
materials where existing finish is indicated to be removed.

J. A Limited Asbestos Survey has been completed which identifies
known Asbestos Containing Materials (ACM) and is included in the
project specifications manual. Abate all ACM in accordance with
specified requirements. If contractor encounters suspected ACM not
previously identified, contractor shall not disturn material and shall
contact C.O.R. immediately.

K. Salvage black plastic paper towel and toilet paper dispensers, where
present, for reinstallation.  Where not present, Owner will provide
new dispensers for installation by contractor. All other accessories
shall be removed and disposed of by contractor unless otherwise
noted.

A. All gypsum board ceilings to be  painted P-4 unless noted otherwise.
B. Light fixtures, sprinkler heads, speakers, and HVAC devices shall be

located as close as possible to the center of acoustical ceiling panels.
Confirm any deviation from this with the Project Engineer.

C. See P, M, E and FP drawings for additional information.
D. Ceiling height to be 8'-0" AFF, unless noted otherwise.

340A2 Room Finish Schedule

ROOM # ROOM NAME FLOOR BASE
WALLS CASEWORK

CEILING DOORS FRAMESNorth South East West Cabinet Countertop

192 Men's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

193 Women's Room CT-1 - P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

P-1 /
CT-1/2/3/4

PL-1 SS-1 ACT-1 S-1 P-2 / P-5

340
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Removable Panel -
plastic laminate over
3/4" plywood

Undermount solid
surface bowl

Solid surface material over
3/4" plywood, waterfall front

Apron -Solid surface material

B1

Sink

2'
 - 

3"

1' - 1" 3"

9"

Wall recessed
support bracket

B2

Solid surface material
over 3/4" plywood,
continuous waterfall front
edge and backsplash

2' - 0"

4"
2'

 - 
10

"

Plastic Laminate over
3/4" plywood

Heavy duty bracket

Heavy duty standards
wall mount

Plastic Laminate over
3/4" plywood

S2 S1

6"

3"

5 
3/

4"

1' - 0"

7'
 - 

0"

Solid surface material
over 3/4" plywood,
continuous waterfall front
edge and backsplash

Plastic Laminate over
3/4" plywood

Rubber Base

Undermount solid
surface bowl

4" wire pull
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2' - 0"

5"
2'

 - 
10

"

B3

Ceramic tile to
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Align w/ top of
adjacent wall tile

8"

5"

Align w/ top of
adjacent wall tile
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 - 

0"

Blocking as required

Plastic Laminate over
3/4" plywood

Heavy duty bracket

Heavy duty standards
wall mount
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 - 
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Wall blocking as
required

Wall blocking as
required
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CASEWORK SECTIONS,
TRANSITION DETAILS AND TILE

PATTERNS

A511
DesignerApprover

12014.00
513-13-203

Dayton, Ohio
Revisions Date

Scale:  1" = 1'-0"1 CASEWORK SECTIONS

Scale:  1/2" = 1'-0"A TILE PATTERN
Scale:  1/2" = 1'-0"B TILE PATTERN

Scale:  1/2" = 1'-0"C TYP. TILE PATTERN

KEY NOTES
6.05 3/4" plywood.
9.04 Metal stud framing.
9.24 Remove existing backer board and install new cement board

to height of 3'-2" A.F.F.
9.26 Remove existing backer board and install new cement board

to height of 3'-4" A.F.F.
9.27 Remove existing backer board and install new cement board

to height of 7'-2" A.F.F.
9.36 Vinyl composition tile.
9.37 Ceramic tile.
9.38 Carpet.
9.39 Concrete floor.
9.40 Quarry tile.
9.41 Cement board.
9.42 Aluminum edge trim.
9.43 Vinyl reducer.
9.44 Aluminum reducer.
9.45 Vinyl subfloor leveler.
9.49 Bullnose ceramic tile.
9.50 Marble threshold to remain.

Scale:  3" = 1'-0"2 FLOOR TRANSITION DETAILS

Scale:  1" = 1'-0"3 BENCH DETAIL
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M4.0 S1.0S2.0S3.0
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DOOR DETAILS, WALL TYPES
AND DETAILS

A600
EKTH

12014.00
513-13-203

Dayton, Ohio

Scale:  1/4" = 1'-0"

DOOR TYPES
Scale:  1/4" = 1'-0"

FRAME TYPES

Scale:  1 1/2" = 1'-0"

DOOR DETAILS

Scale:  1" = 1'-0"

WALL TYPES

KEY NOTES
2.01 Existing construction to remain.
4.01 Steel pin.
4.02 Plastic Sleeve
4.03 #5 rebar @ 32" o.c. Drill and epoxy rebar into floor slab,

minimum 6" embedment. Extend rebar full height of wall and
align with top of wall anchor. Grout remaining cores to height of
40" A.F.F.

4.04 Fully grout.
4.05 Grout frames full.
4.06 Bullnose block at all exposed jambs.
4.14 Bond Beam.
4.15 10" concrete block.
6.01 Continuous fire retardant treated blocking as required.

Pressure-treated at all exterior locations.
6.06 Custom wood moldings to match existing. Profile as shown.
6.08 Wood shim.
6.09 Triple wood studs.
7.06 Acoustic batt insulation.
7.08 Vapor barrier at exterior walls.
7.24 Cont. sealant @ each side.
8.02 Hollow metal frame.
8.11 Wood panel door.
9.01 3 5/8" metal studs @ 16" o.c.
9.03 7/8" furring channel @ 16" o.c. horz."
9.04 Metal stud framing.
9.05 Double studs at jamb, typ.
9.06 5/8" type "x" gypsum board
9.14 Acoustic sealant each side
9.16 Flame-retardant plastic sheeting sealed to create negative air

pressure inside work zone
9.19 Acoustic sealant.
9.25 Ceramic wall tile. See typical pattern Detail B on Sheet A511.
9.37 Ceramic tile.
9.52 Install waterproof membrane inside shower and extend 1'-0"

past floor drain.
9.53 Slope to drain 1/4" per foot.
22.02 Floor drain.  See Detail 1 Sheet A600. See Plumbing Drawings.

Revisions Date

Scale:  1/2" = 1'-0"1 SHOWER DRAIN DETAIL

J4
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T        ALL SPRINKLER ZONES SHALL MATCH SMOKE COMPARTMENTS.

          REFER TO ARCHITECTURAL PLANS FOR ADDITIONAL INFORMATION.

A        PROVIDE A COMPLETE FIRE SUPPRESSION SPRINKLER SYSTEM IN
          THE RENOVATED AREA(S).

B        COORDINATE WORK WITH VAMC AND ALL OTHER TRADES.
          EACH CONTRACTOR SHALL BE RESPONSIBLE FOR OFFSETTING
          AND/OR RELOCATING SERVICES DETERMINED TO BE IN CONFLICT

          WITH WORK OF OTHER TRADES.

C        DESIGN SERVICES SHALL FOLLOW ALL VA STANDARD DESIGN
          PRACTICES, DETAILS, SPECIFICATIONS AND SITE SPECIFIC C.O.R.

          REQUIREMENTS AS WELL AS WORK SHOWN ON THESE DOCUMENTS.
          ALL DEVIATIONS FROM AFOREMENTIONED REQUIREMENTS SHALL BE

          SUBMITTED AND APPROVED BY THE C.O.R.

D        VERIFY THAT THERE IS ADEQUATE SPACE TO INSTALL ALL NEW
          PIPING REQUIRED TO COMPLETE THIS WORK.

E        ALL SPRINKLER PIPING IS LOCATED ABOVE THE CEILING (AT THE

          BOTTOM OF STRUCTURE IN EXPOSED STRUCTURAL AREAS) UNLESS
          OTHERWISE INDICATED.

F        THE BASIS OF DESIGN  OF SPACING AND SIZING FOR THE COMPLETE

          FIRE SUPPRESSION SPRINKLER SYSTEM IS FOR A WET PIPE SYSTEM
          HYDRAULICALLY CALCULATED FOR A:

          1         LIGHT HAZARD AREA LIMITED TO A MAXIMUM OF 225 SQ. FT. PER

                    SPRINKLER WITH THE DENSITY OF 0.10 GPM/SQ. FT. OVER MOST
                    THE   MOST REMOTE 1500 SQ. FT.  PROVIDE AN ADDITION OF 100

                    GPM HOSE ALLOWANCE.

          2        ALL MECHANICAL, ELECTRICAL AND ETC. AREAS SHALL BE
                    ORDINARY  HAZARD (GROUP 1) LIMITED TO A MAXIMUM OF 130
                    SQ. FT. PER SPRINKLER WITH A DENSITY OF 0.15 GPM/SQ. FT.

                    PROVIDE AN ADDITION OF 250 GPM HOSE ALLOWANCE.

          3        ALL STORAGE, TRASH, FILE STORAGE AND ETC. AREAS SHALL
                    BE ORDINARY HAZARD (GROUP 2) LIMITED TO A MAXIMUM OF

                    130 SQ. FT. PER SPRINKLER WITH A DENSITY OF 0.20 GPM/SQ. FT.
                    PROVIDE AN ADDITION OF 250 GPM HOSE ALLOWANCE.

G        ALL SPRINKLER HEAD LOCATIONS AND RELATED PIPING SHALL BE

H        THE ENTIRE SPRINKLER SYSTEM SHALL CONFORM TO VAMC, LOCAL,
          STATE AND NFPA STANDARDS, RULES AND REGULATIONS.

I          CAREFULLY COORDINATE THE LOCATION OF ALL SPRINKLER HEADS
          AND PIPING WITH ALL OTHER TRADES AND THE ARCHITECT.

K        ALL SPRINKLER PIPING LAYOUT AND SIZING SHALL BE BY DIVISION 21.

L         ALL SPRINKLER HEAD LOCATIONS MUST BE COORDINATED WITH ALL
           EQUIPMENT KINDRED TO OTHER TRADES. HEAD LOCATIONS MUST
           BE APPROVED BY THE ARCHITECT BEFORE WORK COMMENCES.

           REFER TO THE ARCHITECTURAL AND REFLECTIVE CEILING PLANS
           FOR ADDITIONAL INFORMATION ON ALL CEILING TYPES, HEIGHTS,
           AND OTHER ARCHITECTURAL FEATURES.

          APPROVALS FROM THE C.O.R. PRIOR TO BEGINNING ANY FABRICATION
          OR INSTALLATION WORK.

O       SPRINKLER HEADS (UNLESS OTHERWISE NOTED):

          EXPOSED AREAS - UPRIGHT OR PENDENT TYPE - STANDARD BRASS
          CEILING AREAS - RECESSED PENDENT TYPE IN ALL LAY-IN AND HARD

P        SPRINKLER HEADS SHALL BE "QUICK RESPONSE" TYPE IN ALL AREAS
          EXCEPT HIGH TEMPERATURE AREAS.

Q        ALL PENDENT TYPE SPRINKLER HEADS LOCATED IN SUSPENDED
          CEILING TILE AREAS SHALL BE LOCATED IN THE CENTER OF THE
          CEILING TILE.

R        ANNULAR SPACE AT PIPE AND OTHER SIMILAR PENETRATION OF FIRE
          RATED ASSEMBLIES SHALL BE FIRESTOPPED. REFER TO
          SPECIFICATION   SECTION 07 84 00 FIRESTOPPING. REFER TO

          ARCHITECTURAL DRAWINGS FOR CONSTRUCTION, LAYOUT AND FIRE
          RATING OF FLOORS, WALLS, PARTITIONS AND OTHER BUILDING
          ELEMENTS.

S        REFER TO SPECIFICATION SECTION 21 13 13 FOR FLOW TEST
          REQUIREMENTS.

          NO FLEXIBLE PIPING ALLOWED.

J        VERIFY THE LOCATION OF ALL LIGHTING FIXTURES, AIR DEVICES,
          AND OTHER CEILING MOUNTED DEVICES BEFORE INSTALLATION

          OF SPRINKLER HEADS.

M       MAKE THE NECESSARY FLOW TEST, LAY OUT SYSTEMS, OBTAIN

N       SPRINKLER PIPING SHALL BE MINIMUM 1" SIZE. PROVIDE ALL HARD PIPING,

          ALL HEADS SHALL BE UL LISTED AND FM APPROVED.

          BY DIVISION 21.

U        CONTRACTOR IS RESPONSIBLE TO VISIT THE SITE, EXAMINE AND
          AND ACCEPT EXISTING CONDITIONS PRIOR TO BIDDING. THE SITE

          VISITS SHALL BE COORDINATED WITH THE CONTRACTING OFFICER'S
          REPRESENTATIVE (COR).

V        SPRINKLER DESIGN WILL BE SUBJECT TO AN INDEPENDENT REVIEW

          BY A CERTIFIED FIRE PROTECTION ENGINEER RETAINED BY THE OWNER.
          THE CONTRACTOR IS RESPONSIBLE FOR MAKING ANY REQUIRED
          CHANGES TO THE DESIGN AS NECESSARY FOR COMPLIANCE WITH

          SPECIFIED NFPA REQUIREMENTS.
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FX101 PARTIAL FLOOR PLANS
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PROJECT

 1/4" = 1'-0"

BUILDING 120 - FIRST FLOOR PLAN

KEYPLAN
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PROJECT

 1/4" = 1'-0"

BUILDING 131 - FIRST FLOOR PLAN

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2 MODIFY EXISTING WET-PIPE FIRE SUPPRESSION SPRINKLER SYSTEM TO CONFORM TO
NEW LAY-OUT.

3 REMOVE EXISTING WET-PIPE FIRE SUPPRESSION SPRINKLER PIPING BELOW FIRST
FLOOR AND OFFSET IN BASEMENT TO NEW FIRST FLOOR WALL.

4 EXTEND NEW WET-PIPE FIRE SUPPRESSION SPRINKLER PIPING UP IN NEW WALL TO
ABOVE FIRST FLOOR CEILING.

5 EXTEND NEW WET-PIPE FIRE SUPPRESSION SPRINKLER PIPING ABOVE FIRST FLOOR
CEILING TO EXISTING PIPING PENETRATION THROUGH EXISTING WALL TO SERVE
EXISTING ENCLOSED PORCH.

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 307 - FIRST FLOOR PLAN

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 307 - SECOND FLOOR PLAN

KEYPLAN

KEYPLAN

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 310 - FIRST FLOOR PLAN KEYPLAN
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 1/4" = 1'-0"

BUILDING 310 - SECOND FLOOR PLAN - ROOMS 107 &
108

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 310 - SECOND FLOOR PLAN - ROOMS 139 &
140

KEYPLANKEYPLAN
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 1/4" = 1'-0"

BUILDING 322 - FIRST FLOOR PLAN - ROOMS -  9 & 10

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 322 - FIRST FLOOR PLAN - ROOM 21 & 26

PLAN NOTES
1 EXISTING TO REMAIN.

2 MODIFY EXISTING WET-PIPE FIRE SUPPRESSION SPRINKLER SYSTEM TO CONFORM TO
NEW LAY-OUT.

3 BUILDING 340 - ROOMS 103 & 104. ALCOVES WERE REMOVED FROM CORRIDOR. REVISE
CORRIDOR SPRINKLERS IF REQUIRED.

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 340 - FIRST FLOOR PLAN - ROOMS 192 & 193

N Scale:

PROJECT

 1/4" = 1'-0"

BUILDING 340 - FIRST FLOOR PLAN - ROOMS 103 & 104

KEYPLAN
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PARTIAL FLOOR PLANS

FX103
DPBRLT

12014.00

552-13-203

Dayton, Ohio

330

PLAN NOTES
1 EXISTING TO REMAIN.

2 MODIFY EXISTING WET-PIPE FIRE SUPPRESSION SPRINKLER SYSTEM TO CONFORM
TO NEW LAY-OUT.

3 BUILDING 330 - ROOM 1A-108.  ALCOVE CREATED, REVISE SPRINKLERS AS REQUIRED
TO CONFORM TO NEW LAY-OUT.

N Scale:

PROJECT

 1/4" = 1'-0"

TYPICAL THIRD THRU NINTH FLOOR PLAN

N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN
N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

N Scale:

PROJECT

 1/4" = 1'-0"

BASEMENT PLAN
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

KEYPLANKEYPLANKEYPLANKEYPLAN

GENERAL NOTES
A REFER TO SHEET FX101 FOR LEGEND, DESIGN DATA AND INDEX.

AREA OF WORK AREA OF WORK AREA OF WORK AREA OF WORK

BASEMENT PLAN
FIRST FLOOR PLANSECOND FLOOR PLANTYPICAL

THIRD THRU NINTH FLOOR PLANS

Revisions Date

FULLY SPRINKLERED



FIXTURE SCHEDULE

DRAIN SCHEDULE

SYMBOL DESCRIPTION DRAINS

FIXTURE UNITS DRAINAGE CONNECTION

HEIGHT
MOUNTING

C/H
WATER

SUPPLY

COLD HOT OUTLET VENT DIRECT REMARKS

P102 17" TO RIM 4 5/- - 2"1" - - 4"WATER CLOSET/FLOOR SET/FLOOR OUTLET/FLUSH VALVE BATTERY POWERED/SENSOR OPERATED/FLUSH VALVE WITH MANUAL BY-PASS

TEMP

- -

GPM

FLOW

GPF

- - 1.28

P201 14" TO RIM URINAL/WALL HUNG/ADA/FLUSH VALVE 4 4/- - 1.5"0.75" - - 2" BATTERY POWERED/SENSOR OPERATED/FLUSH VALVE WITH MANUAL BY-PASS- -- - 0.5

P418 34" TO RIM LAVATORY/WALL HUNG/20"x18"/ADA/SENSOR OPERATED

1 0.6/0.6 1.5"0.5" 0.5" 1.5" COUNTERTOP/SELF-GENERATING/BATTERY BACK-UP/SENSOR OPERATED FAUCET- -0.5 - -P419 - -

P701 44" VALVE SHOWER VALVE & HEAD ASSEMBLY/SHOWER ENCLOSURE 5'x3' BY G.C./ADA - - - - 0.5" 0.5" FLOOR THERMOSTATIC & PRESS. BALANCING/INTEGRAL CHECK STOPS/ADA/VACUUM BREAKER- -2.0 - -

SYMBOL DESCRIPTION C.I.

BODY STRAINER / GRATE TOP FINISH

- -FD1

S.S. C.R. BRASS RD. SQ. ADJUST. FLAT RECESS DOME BRONZE C.I. C.R. S.S.
NICKEL

- - - -- -- -- -- -

P502 FLOOR SET MOP SINK/24"x24"x6" 3 2.25/2.25 1.5"0.5" 0.5" 3" PAIL HOOK FAUCET/VACUUM BREAKER.CROSS HANDLES/INTEGRAL CHECK STOPS- -- - - -

P103 18" TO RIM 4 5/- - 2"1" - - 4"WATER CLOSET/WALL HUNG/WALL OUTLET/FLUSH VALVE - -- - 1.28 BATTERY POWERED/SENSOR OPERATED/FLUSH VALVE WITH MANUAL BY-PASS

P107 17" TO RIM 4 5/- - 2"1" - - 4"WATER CLOSET/FLOOR SET/FLOOR OUTLET/FLUSH TANK - -- - 1.28 FLUSH TANK

P202 17" TO RIM URINAL/WALL HUNG/FLUSH VALVE 4 4/- - 1.5"0.75" - - 2" BATTERY POWERED/SENSOR OPERATED/FLUSH VALVE WITH MANUAL BY-PASS- -- - 0.5

1 0.6/0.6 1.5"0.5" 0.5" 1.5" WALL-HUNG/SELF-GENERATING/BATTERYBACK-UP/SENSOR OPERATED FAUCET- -0.5 - -

LAVATORY/ROUND/C'TOP/ADA/SENSOR OPERATED

P609 0.5 0.5/- - 1.5"0.5" - - 1.5" WALL MOUNTED1.5"- - - -WATER COOLER/DRINKING FOUNTAIN/DUAL HEIGHT/ADA
36" TO LOW

SPOUT

P702 - - - - 0.5" 0.5" - -2.0 - -44" VALVE SHOWER VALVE & HEAD ASSEMBLY/SHOWER ENCLOSURE 32"x3' BY G.C./ADA THERMOSTATIC & PRESS. BALANCING/INTEGRAL CHECK STOPS/ADA/VACUUM BREAKER

P420 36" TO RIM LAVATORY/RECTANGULAR/PEDESTAL/ADA/MANUAL OPERATION 1 0.6/0.6 1.5"0.5" 0.5" 1.5"- -0.5 - - PEDESTAL MOUNTED/SELF-GENERATING/BATTERY BACK-UP/SENSOR OPERATED FAUCET

DRAIN - -

FLOOR DRAIN - -

- - - -LINEAR TRENCH DRAIN/3" OUTLET/ALUMINUM BODY/STN. STL. GRATE/INTEGRAL FLANGE/INTERNALLY PITCHED/FLOOR MOUNTED - -

P418

123

VTR

PLUMBING FIXTURE DESIGNATION

ROOM NUMBER

FLOOR DRAIN

VENT THRU ROOF

FD1

"NOTE" SYMBOL (FOR NOTES ON SAME SHEET)

UP TO FIXTURE ABOVE

"CONNECT TO EXISTING" SYMBOL

SANITARY STACK (SOIL/WASTE)

CLEANOUT

VENT RISER

VENT STACK

SS

CO

VR

VS

DIRECTION OF FLOW

EXISTING PIPE TO BE REMOVED

CHECK VALVE

SHUT-OFF VALVE (BALL)

DOMESTIC HOT WATER RETURN PIPE (DHWR)

DOMESTIC COLD WATER PIPE (DCW)

DOMESTIC HOT WATER PIPE (DHW)

SOIL AND OR WASTE PIPE (SP) OR (WP)

VENT PIPE

P103

3

SUPPLY RISERSR

F.F.E. FINISHED FLOOR ELEVATION

STORM DRAINAGE PIPESTM

WC EXISTING WATER CLOSET

LV EXISTING LAVATORY

DF EXISTING DRINKING FOUNTAIN

UR EXISTING URINAL

SH EXISTING SHOWER

FD EXISTING FLOOR DRAIN

MS EXISTING MOP SINK

C.O.R. CONTRACTING OFFICER'S REPRESENTATIVE

A        ALL PIPING IS ABOVE THE CEILING (AT THE UNDERSIDE OF

          STRUCTURE IN EXPOSED STRUCTURAL AREAS), UNLESS OTHERWISE
          NOTED.

B        REFER TO SCHEDULES, DETAILS AND DIAGRAMS FOR PIPING, PIPE

          SIZES AND PIPELINE DEVICES NOT INDICATED ON THE FLOOR PLAN.

C        ABOVE CEILING UTILITY SPACE IS LIMITED IN CERTAIN AREAS.
           COORDINATION WITH ALL TRADES IS CRITICAL, PRIOR TO INSTALLATION

D        LOCATIONS AND SIZES OF EXISTING PIPING HAVE BEEN DETERMINED
          FROM A REVIEW OF EXISTING DRAWINGS AND/OR SITE INSPECTION,

          WHERE POSSIBLE. FIELD VERIFICATION OF EXACT LOCATION,
          ELEVATIONS, INVERTS, SIZES, DIRECTION OF FLOW, ETC., SHALL BE
          REQUIRED PRIOR TO BEGINNING NEW WORK.

E        ALL PIPING REQUIRING REMOVAL SHALL BE REMOVED BACK TO
          ACTIVE MAINS AND CAPPED, OR REMOVED BACK TO POINTS OF NEW
          WORK. INACCESSIBLE PIPING, WHERE SO NOTED, TO BE ABANDONED

          SHALL BE DISCONNECTED FROM ACTIVE MAINS AND CAPPED OR
          PLUGGED IN CONCEALED LOCATIONS.

F        NEW CONNECTIONS TO EXISTING PIPING SHALL BE WITH THE SAME

          SIZE AS THE EXISTING PIPING UNLESS OTHERWISE NOTED.

G        ALL REMOVED MATERIAL AND EQUIPMENT SO DESIGNATED BY THE
          C.O.R., SHALL BE TURNED OVER AND PLACED WHERE DIRECTED.

          ALL MATERIAL AND EQUIPMENT, WHICH THE C.O.R. DOES NOT WISH
          TO RETAIN , SHALL BECOME THE PROPERTY OF THE CONTRACTOR

          RESPONSIBLE FOR THE REMOVAL.

H        REFER TO THE ARCHITECTURAL PLANS FOR PROJECT PHASING
          REQUIREMENTS.

           OF ANY WORK.

C
P001

A
P001

SCALE:  NONE
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KEY/STOP
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LEGEND, SCHEDULES, NOTES,
DETAILS & INDEX

P001
DPBRLT

12014.00

552-13-203

Dayton, Ohio

GENERAL NOTES

PLUMBING LEGEND

DRAWING INDEX - PLUMBING

SHEET DESCRIPTION

P001 LEGEND, SCHEDULES, NOTES, DETAILS & INDEX

120PP101 BUILDING 120 PARTIAL FIRST FLOOR PLANS - ROOMS 101B & 101C (ADA/REBUILD)

126PP101 BUILDING 126 PARTIAL FIRST FLOOR PLANS - ROOMS 104 & 104A (ADA/REBUILD)

128PP101 BUILDING 128 PARTIAL FIRST FLOOR PLANS - ROOMS 120 & 120A (COSMETIC)

131PP101 BUILDING 131 PARTIAL FIRST FLOOR PLANS - ROOM 104 (VA ADA/REBUILD)

220PP101 BUILDING 220 PARTIAL FIRST FLOOR PLANS - ROOMS 1 & 2 (VA ADA/COSMETIC)

305PP101 BUILDING 305 PARTIAL FIRST FLOOR PLANS - ROOM'S 112 & 123 (VA ADA/REBUILD)

307PP101 BUILDING 307 PARTIAL FIRST & SECOND FLOOR PLANS - ROOMS 002 & 003 AND 102 & 103 (COSMETIC)

310PP101 BUILDING 310 PARTIAL FIRST FLOOR PLANS - ROOMS 1E-158 & 1E-158A (ADA/REBUILD)

310PP102 BUILDING 310 PARTIAL SECOND FLOOR PLANS - ROOMS  2E-107 & 2E-108 AND 2E-139 & 2E-140 (VA
ADA/COSMETIC)

322PP101 BUILDING 322 PARTIAL FIRST FLOOR PLANS - ROOMS 9 & 10 AND  21 & 26 (ADA/VA
ADA/REBUILD/COSMETIC)

330PP101 BUILDING 330 PARTIAL BASEMENT & FIRST FLOOR PLANS - ROOMS BC-102 & BC-103 AND 1A-107 & 1A-108
(VA ADA/REBUILD/COSMETIC)

330PP102 BUILDING 330 PARTIAL FIRST FLOOR PLANS - ROOMS 1D-110 & 1D111 AND 1C-115 & 1C-116 (VA
ADA/COSMETIC)

330PP103 BUILDING 330 PARTIAL SECOND FLOOR PLANS - ROOMS 2A-124 & 2A125 AND 2C-125 & 2C-126
(ADA/COSMETIC)

330PP104 BUILDING 330 PARTIAL THIRD THRU NINTH FLOOR PLANS (COSMETIC)

340PP101 BUILDING 340 PARTIAL FIRST FLOOR PLANS - ROOMS 103 & 104 AND 192 & 193 (ADA/COSMETIC)

Revisions Date
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BUILDING 120 PARTIAL FIRST
FLOOR PLANS - ROOMS 101B &

101C (ADA/REBUILD)

120PP101
DPBRLT

12014.00

552-13-203

Dayton, Ohio

120

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

GENERAL NOTES
A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR OR FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE
STUBS SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 PIPING IS LOCATED BELOW FIRST FLOOR.

5 CONNECT TO EXISTING DCW AND DHW PIPING MAINS WITH SHUT-OFF VALVES AND
EXTEND NEW 1.25" DCW AND 0.5" DHW TO SERVE NEW TOILET ROOM FIXTURES ON
FIRST FLOOR.

6 EXTEND NEW 1" DCW PIPING UP TO SERVE NEW FLUSH VALVE ON FIRST FLOOR ABOVE.

7 EXTEND NEW 0.5" DCW AND 0.5" DHW PIPING UP TO NEW LAVATORIES ON FIRST
FLOOR.

8 EXTEND NEW 0.75" DCW AND 0.75" DHW PIPING UP TO NEW MOP SINK ON FIRST FLOOR.

N.T.S.Scale:

SANITARY CLEANOUT

N.T.S.Scale:

SOIL, WASTE & VENT
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GENERAL NOTES
A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL
REMAIN VISIBLE IN FINISHED AREAS.

3 NEW PIPING LOCATED BELOW EXISTING FLOOR SLAB.  CUTTING, TRENCHING AND RE-
SURFACING SHALL BE BY DIVISION 22.
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GENERAL NOTES

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN -  NEW WORK

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2 REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE
CEILING OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE
STUBS SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED
TO ACCOMMODATE NEW FIXTURE AS INDICATED.

4 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE CARRIER AND
ACCOMMODATE RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.

5 CUTTING AND PATCHING OF EXISTING WALL AND FLOOR SLAB TO ACCOMMODATE
RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.

6 EXTEND SANITARY PIPING IN-GRADE TO WALL TO SERVE NEW FIXTURE.  CUTTING
AND PATCHING OF EXISTING FLOOR SLAB AND EXISTING WALL TO INSTALL NEW
CARRIER AND ACCOMMODATE RE-CONNECTION OF PIPING SHALL BE BY
DIVISION 22.

7 EXTEND SANITARY PIPING IN-GRADE TO NEW PLUMBING CHASE TO SERVE NEW
SHOWER FIXTURE AND CONNECT TO EXITING PIPING IN-GRADE.  CUTTING AND
PATCHING OF EXISTING FLOOR SLAB SHALL BE BY DIVISION 22.

8 PIPING LOCATED BELOW EXISTING FLOOR SLAB.

9 EXTEND NEW VENT PIPE UP TO ABOVE CEILING AND CONNECT TO EXISTING VENT
RISER.

10 EXTEND EXISTING DCW, DHW AND VENT PIPING UP EXISTING BACK WALL UP TO
ABOVE CEILING AND OVER AND DOWN IN NEW PLUMBING CHASE TO SERVE NEW
SHOWER FIXTURE.

11 EXTEND/MODIFY EXISTING 1" DCW AND 1" DHW LOCATED ABOVE CEILING AS
REQUIRED TO SERVE NEW LAVATORIES AND SHOWER.

12 EXTEND/MODIFY EXISTING 2" DCW AND 1" DHW LOCATED ABOVE CEILING AS
REQUIRED TO SERVE NEW URINALS, WATER CLOSETS AND SHOWER.

13 EXTEND EXISTING SANITARY PIPING AS REQUIRED TO ACCOMMODATE NEW
FIXTURE LAYOUT.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING LAVATORIES

EXISTING SHOWER

EXISTING URINAL

EXISTING WATER CLOSET
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GENERAL NOTES

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE 
CEILING OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE
STUBS SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED 
TO ACCOMMODATE NEW FIXTURE AS INDICATED.

4 PROVIDE NEW POINT-OF-USE DOMESTIC WATER HEATER MOUNTED ON WALL BELOW
NEW CASEWORK AND PLUG INTO 120V, GROUNDED ELECTRICAL OUTLET PROVIDED BY
DIVISION 26
CAPACITY: 8.6 GPH @ 80° F. TEMPERATURE RISE.
ELECTRIC: 1.5 KW @ 120V
TANK CAPACITY: 2.5 GALLONS

5 EXTEND NEW SANITARY WASTE PIPING BACK INTO NEW PLUMBING CHASE AND BELOW
GRADE TO CONNECT TO EXISTING SOIL, WASTE & VENT PIPING.  CUTTING AND PATCHING
OF EXISTING FLOOR SLAB AS REQUIRED SHALL BE BY DIVISION 22.

6 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE EXISTING CARRIER OR PROVIDE
NEW CARRIER AND/OR ACCOMMODATE RE-CONNECTION OF PIPING SHALL BE BY DIVISION
22.  NEW FINISHES BY GENERAL TRADES CONTRACT.

7 REMOVE EXISTING FLOOR DRAIN AND REPLACE WITH NEW FLOOR DRAIN.  CUTTING
AND PATCHING OF EXISTING FLOOR SLAB AS REQUIRED SHALL BE BY DIVISION 22.

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

KEYPLAN

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING FLOOR DRAIN

EXISTING LAVATORY & WATER HEATER

EXISTING URINAL

EXISTING WATER CLOSET
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GENERAL NOTES
A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED.  NO PIPE STUBS 
SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.  CUTTING AND PATCHING OF EXISTING
WALL AND/OR FLOOR TO ACCOMMODATE NEW PIPING SHALL BE BY THE DIVISION 22.
NEW FINISHES BY GENERAL TRADES CONTRACT.

4 MOVE EXISTING DCW, DHW, AND VENT PIPING INTO EXISTING WALL SPACE.  CUTTING
AND PATCHING OF EXISTING WALL AND/OR FLOOR TO ACCOMMODATE NEW PIPING
SHALL BE BY DIVISION 22.  NEW FINISHES BY GENERAL TRADES CONTRACT.

5 EXTEND EXISTING SANITARY, WASTE AND VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FLOOR DRAIN.  CUTTING AND PATCHING OF EXISTING WALL
AND/OR FLOOR TO ACCOMMODATE NEW PIPING SHALL BE BY DIVISION 22.  NEW
FINISHES BY GENERAL TRADES CONTRACT.

EXISTING TOILET ROOM #1 WATER CLOSET

EXISTING TOILET ROOM #1 LAVATORY

EXISTING TOILET ROOM #1 SHOWER
AREA OF WORK
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FIRST FLOOR PLAN - NEW WORK

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING 
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED.  NO PIPE STUBS SHALL
REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 CUTTING AND PATCHING OF EXISTING WALL AND FLOOR SLAB TO CHANGE CARRIER
AND/OR ACCOMMODATE RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.

5 EXTEND NEW 1" DCW PIPING UP IN EXISTING WALL TO SERVE NEW URINALS.  CUTTING
AND PATCHING OF EXISTING FLOOR SLAB AND WALL SHALL BE BY THE DIVISION 22
CONTRACT.

6 EXTEND NEW 0.5" DCW AND 0.5" DHW PIPING UP IN EXISTING PLUMBING WALL/CHASE 
TO SERVE NEW LAVATORIES.  CUTTING AND PATCHING OF EXISTING FLOOR SLAB
SHALL BE BY DIVISION 22 CONTRACT.

7 EXTEND NEW 1.5" DCW PIPING UP IN EXISTING PLUMBING CHASE/WALL TO SERVE NEW
WATER CLOSETS.  CUTTING AND PATCHING OF EXISTING FLOOR SLAB AND WALL SHALL
BE BY THE DIVISION 22 CONTRACT.

8 MAKE NEW CONNECTION TO EXISTING 0.5" DCW & 0.5" DHW PIPING SERVING EXISTING
MOP SINK ON FIRST FLOOR.

9 MAKE NEW CONNECTION TO EXISTING 0.5" DCW PIPING SERVING EXISTING DRINKING
FOUNTAIN ON FIRST FLOOR.

10 CONNECT TO EXISTING 2" DCW SUPPLY RISER IN EXISTING PLUMBING CHASE AND
EXTEND FULL SIZE 2" DCW HEADER TO SERVE NEW WATER CLOSET FLUSH VALVES.

11 CONNECT TO EXISTING 1" DCW AND 1" DHW SUPPLY RISERS IN EXISTING PLUMBING
CHASE AND EXTEND FULL SIZE TO SERVE NEW LAVATORIES.

12 EXTEND NEW 1" DCW AND 1" DHW TO UNDER NEW CASE WORK TO SERVE EACH NEW
LAVATORY INDIVIDUALLY.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.
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KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE EXISTING
PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING OR BELOW
FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL REMAIN VISIBLE
IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED. CUTTING AND PATCHING OF EXISTING
WALL TO CHANGE CARRIER AND ACCOMMODATE RE-CONNECTION OF PIPING AS
REQUIRED SHALL BE BY DIVISION 22.

4 SANITARY PIPING LOCATED BELOW FIRST FLOOR SLAB.

1ST FLOOR2ND FLOOR

AREA OF WORKAREA OF WORK

EXISTING WATER CLOSET

EXISTING URINAL

EXISTING LAVATORY
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N Scale:
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FIRST FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL
REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE CARRIER AND ACCOMMODATE
RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.  NEW FINISHES BY THE GENERAL
TRADES CONTRACT.

5 INSTALL NEW CARRIER, SANITARY PIPING, AND DCW SUPPLY PIPING TO SERVE NEW
FIXTURE.  CUTTING AND PATCHING OF EXISTING WALL SHALL BE BY DIVISION 22.  NEW
FINISHES BY THE GENERAL TRADES CONTRACT.

6 EXTEND NEW 1.5" DCW FROM EXISTING DCW MAIN IN PLUMBING CHASE ON SOUTH 
SIDE OF ROOM TO PLUMBING CHASE ON NORTH SIDE OF ROOM.

7 EXTEND NEW 1.5" DCW DOWN INTO PLUMBING CHASE AND EXTEND FULL SIZE
HEADER TO SERVE EACH FIXTURE INDIVIDUALLY.

8 EXTEND NEW 0.5" DHW FROM EXISTING DHW MAIN IN PLUMBING CHASE ON NORTH SIDE
OF ROOM TO PLUMBING CHASE ON SOUTH SIDE OF ROOM.

9 EXTEND NEW 0.5" DHW DOWN INTO PLUMBING CHASE AND EXTEND TO SERVE NEW
LAVATORIES.

10 CONNECT FIXTURE DRAIN OUTLETS HORIZONTALLY, ABOVE EXISTING FLOOR SLAB, DROP
THROUGH FLOOR SLAB AND RISE VENT AT ONE LOCATION, AND CONNECT TO EXISTING
SANITARY WASTE & VENT SYSTEM.

11 INSTALL NEW SANITARY AND DCW PIPING TO SERVE NEW FIXTURES.  CONNECT FIXTURE
DRAINS AND EXTEND HORIZONTALLY TO NEW WATER CLOSET CARRIER.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING MEN'S WATER CLOSET

EXISTING MEN'S LAVATORIES

EXISTING MEN'S URINAL

EXISTING WOMEN'S WATER CLOSET

EXISTING WOMEN'S LAVATORIES
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SECOND FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2 REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING OR
BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL REMAIN
VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 OFFSET ANY EXISTING PIPING ABOVE SECOND FLOOR CEILING INTO NEW CHASE AND
OFFSET PIPING BACK TO EXISTING LOCATION ABOVE FIRST FLOOR CEILING AS REQUIRED
TO ACCOMMODATE REVISIONS TO EXISTING PLUMBING CHASE.  CORING AND PATCHING OF
EXISTING FLOOR SLAB TO ACCOMMODATE PIPING OFFSET(S) SHALL BE BY DIVISION 22.

5 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE CARRIER AND ACCOMMODATE RE-
CONNECTION OF PIPING SHALL BE BY DIVISION 22.  NEW FINISHES BY THE GENERAL
TRADES CONTRACT.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING RM. #2E-108 LAVATORY

EXISTING RM. #2E-108 WATER CLOSET

EXISTING RM. #2E-140 LAVATORY

EXISTING RM. #2E-140 WATER CLOSET
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FIRST FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS 
SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND NEW 0.5" DCW & 0.5" DHW AND RE-CONNECT TO EXISTING 0.5" DCW & DHW
SUPPLY PIPING SERVING EXISTING SINK IN ADJACENT SPACE.

4 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

5 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE CARRIER AND ACCOMMODATE
RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.

6 INSTALL NEW CARRIER, SANITARY PIPING, AND DCW SUPPLY PIPING TO SERVE NEW
FIXTURE.   CUTTING AND PATCHING OF EXISTING WALL SHALL BE BY DIVISION 22.

7 EXISTING STORM DOWNSPOUT TO REMAIN.

8 EXTEND 0.75" DCW AND 0.75" DHW DOWN INTO NEW CHASE TO SERVE NEW P419
LAVATORY AND EXISTING SINK IN ADJACENT SPACE.  EXTEND 1.5" VENT SERVING
NEW P419 LAVATORY AND EXISTING SINK IN ADJACENT SPACE UP IN NEW CHASE
TO ABOVE CEILING AS INDICATED.

9 EXTEND 0.5" DCW AND 0.5" DHW DOWN INTO NEW CHASE TO SERVE NEW P419
LAVATORY.  EXTEND 1.5" VENT SERVING NEW P419 LAVATORY UP IN NEW CHASE
TO ABOVE CEILING AS INDICATED.

AREA OF WORK

A REFER TO SHEET P001 LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING RM. #26 TOILET ROOM

EXISTING RM. #21 WATER CLOSET
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PROJECT

 1/4" = 1'-0"

BASEMENT PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

BASEMENT PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS
SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED
TO ACCOMMODATE NEW FIXTURE AS INDICATED.

4 EXTEND 0.5" DCW AND 0.5" DHW DOWN AND EXTEND BELOW CASEWORK TO SERVE
NEW FIXTURES AS INDICATED.

5 CONNECT TO EXISTING 2" DCW, EXTEND TO NEW PLUMBING CHASE AND DROP TO
FULL SIZE HEADER TO SERVE ALL PLUMBING FIXTURES.

6 SANITARY PIPING LOCATED ABOVE FIRST FLOOR CEILING.

7 SANITARY PIPING LOCATED ABOVE FIRST FLOOR SLAB.

8 CONNECT TO EXISTING 4" SANITARY PIPING AND EXTEND TO NEW DROP LOCATION
IN NEW PLUMBING CHASE.
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AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.
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FIRST FLOOR PLAN -  NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2 REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS
SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED
TO ACCOMMODATE NEW FIXTURE AS INDICATED.

4 EXTEND 0.5" DCW  AND 0.5" DHW BELOW CASEWORK TO SERVE NEW P419
FIXTURES.

5 CONNECT TO EXISTING 2" DCW.  EXTEND TO NEW PLUMBING CHASE AND DROP TO
FULL SIZE HEADER TO SERVE ALL PLUMBING FIXTURES.

6 SANITARY PIPING LOCATED ABOVE FIRST FLOOR SLAB.

7 CONNECT TO EXISTING 4" SANITARY PIPING AND EXTEND TO NEW DROP LOCATION
IN NEW PLUMBING CHASE.

8 SANITARY PIPING LOCATED ON FLOOR BELOW.

9 OFFSET EXISTING PIPING (TYPE AS INDICATED) ABOVE FIRST FLOOR SLAB TO
ACCOMMODATE NEW FIXTURE LOCATIONS.  REFER TO DETAIL A/330PP102.

10 CUTTING AND PATCHING OF EXISTING PLUMBING CHASE WALL TO ACCOMMODATE
NEW CARRIERS AND PIPING SHALL BE BY DIVISION 22.
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HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 330 PARTIAL SECOND
FLOOR PLANS - ROOMS 2A-124
& 2A125 AND 2C-125 & 2C-126

(ADA/COSMETIC)

330PP103
DPBRLT

12014.00

552-13-203

Dayton, Ohio

N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN - REMOVALS

N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN - NEW WORK

N Scale:

PROJECT

 1/4" = 1'-0"

SECOND FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING OR
BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL
REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 PIPING LOCATED ABOVE FIRST FLOOR CEILING BELOW.

5 CUTTING AND PATCHING OF WALL AS REQUIRED TO CHANGE CARRIER AND PIPIING SHALL
BE BY DIVISION 22.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING RM. #2A-125 LAVATORY

EXISTING RM. #2A-125 WATER CLOSET

EXISTING RM. #2C-126 LAVATORY

EXISTING RM. #2C-126 WATER CLOSET

EXISTING RM. #2C-126 SHOWER

Revisions Date

FULLY SPRINKLERED
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VA Project No.
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Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 330 PARTIAL THIRD
THRU NINTH FLOOR PLANS

(COSMETIC)

330PP104
DPBRLT

12014.00

552-13-203

Dayton, Ohio

330

N Scale:

PROJECT

 1/4" = 1'-0"

TYPICAL THIRD THRU NINTH FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

TYPICAL THIRD THRU NINTH FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING OR
BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS SHALL REMAIN
VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED TO
ACCOMMODATE NEW FIXTURE AS INDICATED.

4 CUTTING AND PATCHING OF WALL AS REQUIRED TO CHANGE CARRIER AND PIPING SHALL
BE BY DIVISION 22.

5 REFER TO DOMESTIC WATER DIAGRAM ON THIS SHEET FOR ADDITIONAL INFORMATION.

N.T.S.Scale:

TYPICAL SOIL, WASTE & VENT

N.T.S.Scale:

TYPICAL DOMESTIC WATER RISER

2"

1"

1.5"
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0.5"

1.5"

1"

0.5"

1.5"0.5"
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AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

P419
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DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:
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Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 340 PARTIAL FIRST
FLOOR PLANS - ROOMS 103 &

104 AND 192 & 193
(ADA/COSMETIC)

340PP101
DPBRLT

12014.00

552-13-203

Dayton, Ohio

340

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - NEW WORK

GENERAL NOTES

KEYPLAN

PLAN NOTES
1 EXISTING TO REMAIN.

2      REMOVE EXISTING FIXTURE OR ITEM OF EQUIPMENT (TYPE AS INDICATED) AND ALL
EXTRANEOUS PIPING BACK TO MAIN OR POINT OF NEW CONNECTION. REMOVE
EXISTING PIPING BACK TO WALLS WHERE WALLS ARE TO REMAIN OR ABOVE CEILING
OR BELOW FLOOR SLAB WHERE WALLS ARE TO BE REMOVED. NO PIPE STUBS
SHALL REMAIN VISIBLE IN FINISHED AREAS.

3 EXTEND EXISTING DCW, DHW AND SANITARY WASTE & VENT PIPING AS REQUIRED
TO ACCOMMODATE NEW FIXTURE AS INDICATED.

4 CUTTING AND PATCHING OF EXISTING WALL TO CHANGE CARRIER AND
ACCOMMODATE RE-CONNECTION OF PIPING SHALL BE BY DIVISION 22.

5 EXTEND EXISTING SANITARY PIPING ON FLOOR BELOW TO NEW PIPING DROP
LOCATION IN EXISTING PLUMBING CHASE AS REQUIRED TO ACCOMMODATE NEW
FIXTURE LOCATIONS.

6 EXTEND EXISTING SANITARY PIPING ON FLOOR BELOW AND DOMESTIC WATER
SUPPLY DROPS AND VENT PIPING FROM OVERHEAD TO NEW PLUMBING WALL
LOCATION TO ACCOMMODATE NEW FIXTURE LOCATIONS.

AREA OF WORK

A REFER TO SHEET P001 FOR LEGEND, SCHEDULE, DETAILS AND INDEX.

EXISTING TOILET ROOM #192

EXISTING TOILET ROOM #193

Revisions Date

FULLY SPRINKLERED



PUH

HT

R

D

PROPELLER UNIT HEATER

DRAWING NUMBER WHERE DRAWN

DRAWING NUMBER WHERE DRAWN

A
H7

2
H4

AIR HANDLING UNIT NUMBER

TERMINAL UNIT DESIGNATION

SECTION LETTER

DETAIL NUMBER

ROOM SENSOR:  TEMPERATURE, HUMIDITY

ROOM CONTROL:  THERMOSTAT, HUMIDISTAT

ACCESS DOOR

AIR FOIL WHEEL

AIR HANDLING UNIT

ANALOG INPUT

ACCESS PANEL

ANALOG OUTPUT

AUTOMATIC TEMPERATURE CONTROLS

BACKWARD INCLINED WHEEL

ABOVE FINISHED FLOOR

CONVECTOR

CLEAN OUT

CEILING GRILLE

CENTRIFUGAL FAN

CEILING DIFFUSER

BOTTOM REGISTER (WALL TYPE)

BOTTOM GRILLE (WALL TYPE)

CABINET UNIT HEATER

CEILING REGISTER

COLD WATER

DIGITAL OUTPUT

DIGITAL INPUT

DIRECT DIGITAL CONTROLS

DRY BULB TEMPERATURE, DEG. F

EXHAUST FAN

EXHAUST AIR

ELECTRIC WALL HEATER

ENGINEERING CONTROL CENTER

DOOR UNDERCUT BY GENERAL CONTRACTOR

ITEM. (TO BE USED AS AN AID IN COORDINATING THE
LISTED SIZE OF DUCT, PIPE, DEVICE OR EQUIPMENT
APPROXIMATE ELEVATION FROM FLOOR TO MIDDLE OF

MANUAL VOLUME DAMPER

U/C

9'-6"

VARIOUS TRADES.)

FIRE DAMPER

SPECIAL CONSTRUCTION DUCT

EWH

EX.

EF

EXISTING

E/A

ECC

DI

DO

dB

DDC

Db

DECIBELS

BUILDING NO. WHERE EQUIPMENT IS LOCATED.

EQUIPMENT ABBREVIATION (SUPPLY FAN)

SUPPLY FAN NO.3 IN BUILDING NO.2

(FOUR WAY

SUPPLY TOP REGISTER OR GRILLE (WALL TYPE)

EXHAUST DUCT (UP & DOWN)

VANED ELBOW & AIR SPLIT TYPE DUCT TAKE-OFF

EXHAUST OR RETURN TOP REGISTER OR GRILLE,

EXHAUST OR RETURN BOTTOM REGISTER OR GRILLE,

EXHAUST OR RETURN CEILING REGISTER OR GRILLE

RETURN AIR DUCT (UP & DOWN)

SUPPLY DUCT (UP & DOWN)

BLOW UNLESS OTHERWISE

INCLINED RISE, IN DIRECTION OF AIR FLOW

NEW DUCT - WIDTH X DEPTH

RECTANGULAR ELBOWS WITH VANES EVEN IF
VANED ELBOW (PROVIDE ALL SQUARE OR

INCLINED DROP, IN DIRECTION OF AIR FLOW

ACCOUSTICAL DUCT LINING

STANDARD RADIUS ELBOW

10/8

FC

SYMBOL IS MISSING)

FLEXIBLE CONNECTION

UP

UP

(WALL TYPE)

(WALL TYPE)

CEILING DIFFUSERS

NOTED)

DN

DN

UP

1-01

2-SF3

TYPICAL UNIT NO.

DN

CONV

CUH

CW

CR

CO

CG

CF

CD

BR

BIW

BG

ATC

AFW

AI

AP

AO

AHU

AFF

AD

T H

WET BULB TEMPERATURE, DEG. FWb

MAXIMUM

OUTSIDE AIR

PRE-FILTER

RETURN AIR

SUPPLY AIR

RELATIVE HUMIDITY

RETURN FAN

SUPPLY FAN

SPECIFIC GRAVITY

TOP GRILLE (WALL TYPE)

UNIT HEATER

POWER OPERATED, PARALLEL BLADE DAMPER

POWER OPERATED, OPPOSED BLADE DAMPER

POWER TYPE ROOF VENTILATOR

PRESSURE DROP (FEET OF WATER)

TOP REGISTER (WALL TYPE)

SINGLE WIDTH SINGLE INLET

DOOR UNDERCUT BY GENERAL CONTRACTOR

PROPELLER TYPE EXHAUST FAN

RF

SWSI

TR

U/C

UH

V

TG

VALVE

S/A

Sp. Gr.

SF

Rh

RV

PD

PF

PEF

POD

R/A

PPD

MAX.

O.A.

NOM.

MIN.

NOMINAL

MINIMUM

FORWARD CURVED WHEEL

FLOOR DRAIN

HEATING COIL

HORSEPOWER

FIN TUBE RADIATION

MIXING BOX

POUNDS PER HOUR

LOW PRESSURE STEAM SUPPLY (15 PSIG & BELOW)

LOW PRESSURE STEAM CONDENSATE RETURN

IN-LINE CENTRIFUGAL FAN

LOCAL TEMPERATURE CONTROL PANEL

HYDRONIC RADIANT CEILING PANELHRP

LPR

ICF

LTCP

LBS/HR

MB

LPS

FLR.

FCW

FTR

HC

HP

FD

FLOOR

BUTTERFLY VALVE

CIRCUIT SETTER

BALL VALVE

COMBINATION BALANCING/SHUT-OFF VALVE

MANUAL AIR VENT

AUTOMATIC FLOW CONTROL VALVE

TEST PLUG (PRESSURE/TEMPERATURE)

SAFETY VALVE OR PRESSURE RELIEF

PRESSURE REDUCING VALVE

STRAIGHT-THRU TWO-POSITION CONTROL VALVE

THREE-WAY MODULATING CONTROL VALVE

STRAIGHT-THRU MODULATING CONTROL VALVE

MAKE-UP WATER

ECCENTRIC REDUCER

PIPE GUIDE

DIRECTION OF FLOW

CAPPED OUTLET

SIDE CONNECTION

EXISTING WORK.

ORIFICE UNION

ACCESSORIES (SEE STANDARD DETAIL)
INVERTED BUCKET TRAP SET INCLUDING PIPING

EXPANSION TANK PIPE

POINT OF CONNECTION BETWEEN NEW AND

RISE OR DROP IN PIPE

BOTTOM CONNECTION, 45 DEG. OR 90 DEG.

TOP CONNECTION, 45 DEG. OR 90 DEG.

REDUCER OR INCREASER

DIRECTION OF PIPE PITCH (DOWN)

THERMOMETER

THERMOSTATIC TRAP

STRAINER

GATE VALVE

PRESSURE GAGE

CHECK VALVE

GLOBE VALVE

PIPING ACCESSORIES (SEE STANDARD DETAIL)
FLOAT AND THERMOSTATIC TRAP SET INCLUDING

GATE VALVE WITH 3/4" HOSE END ADAPTER

ANGLE GLOBE VALVE

EXISTING PIPE TO BE REMOVED

DRAIN LINE

UNION

ET

D

ANCHOR

VENT LINE

CHILLED WATER RETURN

CHILLED WATER SUPPLY

PUMPED CONDENSATE RETURN

HOT WATER HEATING RETURN

HOT WATER HEATING SUPPLY

LOW PRESSURE STEAM CONDENSATE RETURN

LOW PRESSURE STEAM (15 PSIG & BELOW)

NUMBER INDICATES STEAM PRESSURE

LPR

CHS

CHR

V

HWS

HWR

PC

LPS (5)

HEATING

AIR CONDITIONING

AIR CONDITIONING UNITAC

VARIABLE AIR VOLUMEV.A.V.

CONSTANT AIR VOLUMEC.A.V.

MU

ALL PIPING AND DUCTS IN FINISHED ROOMS OR SPACES SHALL BE CONCEALED IN A FURRED
CHASE OR ABOVE THE SUSPENDED CEILING.

THE FIRST FIGURE OF DUCT SIZE INDICATES DIMENSION OF FACE SHOWN OR INDICATED.

ACCESS PANELS IN SUSPENDED CEILINGS ARE REQUIRED FOR ALL VALVES, TRAPS,  DAMPERS,
CLEANOUTS, CONTROLS, ETC.  ACCESS PANELS SHALL BE FURNISHED AND INSTALLED UNDER
THE ARCHITECTURAL SPECIFICATIONS.

TOTAL STATIC PRESSURE NOTED IN THE SCHEDULES INCLUDES DUCT SYSTEM, TERMINAL UNITS,
FILTERS, COILS, ETC.

FOR TYPICAL STEAM, WATER AND REFRIGERANT PIPING CONNECTIONS TO EQUIPMENT, SEE
STANDARD DETAILS AND PIPING SCHEMATICS.

DIFFUSER, REGISTER AND GRILLE SIZES SHOWN ON FLOOR PLANS ARE NECK SIZES.

WATER PIPE CONNECTIONS TO AIR HEATING AND COOLING COILS SHALL BE MADE TO PROVIDE
COUNTER FLOW BETWEEN WATER AND AIR.

WALL TYPE EXHAUST REGISTERS NOTED AS "BR" ON DRAWINGS ARE TO BE INSTALLED WITH
BOTTOM OF REGISTERS SEVEN INCHES ABOVE FINISHED FLOOR.

REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATION OF CEILING
DIFFUSERS, REGISTERS, AND GRILLES.

WHERE DUCTS OR PIPES ARE REMOVED THRU WALL/FLOOR/ROOF THAT IS TO REMAIN, PATCH
WALL/FLOOR/ROOF OPENING TO MATCH EXISTING WHERE OPENING IS NOT RE-USED.

ALL PRESSURES LISTED ARE GAGE PRESSURE UNLESS OTHERWISE NOTED.

ALL CUTTING AND PATCHING REQUIRED FOR THE HVAC WORK SHALL BE INCLUDED IN THE
HVAC CONTRACT. REFINISH ANY SURFACE DISTURBED UNDER THIS WORK TO MATCH EXISTING.

IN GENERAL, KEEP DUCT AND PIPING MAINS NEXT TO UNDERSIDE OF STRUCTURE.

ANNULAR SPACE OF ALL PIPE, CONDUIT, DUCT & OTHER SIMILAR PENETRATIONS OF FIRE
RATED ASSEMBLIES SHALL BE FIRESTOPPED.   IN ADDITION, PENETRATIONS THROUGH 0-HOUR
RATED WALLS & FLOORS SHALL BE FIRESTOPPED TO RETARD PASSAGE OF FIRE & SMOKE.

UPON THE DISCOVERY OF ANY ASBESTOS MATERIAL, STOP WORK IMMEDIATELY AND REPORT IT
TO THE VA ENGINEERING OFFICE. THE VA ENGINEERING GROUP WILL NOTIFY CONTRACTOR WHEN
WORK IS SAFE TO PROCEED.

ANY REMOVED EQUIPMENT SHALL BE TURNED OVER TO THE VA. ITEMS NOT DESIRED BY THE
VA SHALL BE REMOVED FROM THE PREMISES AND DISPOSED OF PROPERLY BY THE
CONTRACTOR.

REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION

THE CONTRACT DRAWINGS ARE NOT INTENDED TO SHOW EVERY VERTICAL OR HORIZONTAL
OFFSET WHICH MAY BE NECESSARY TO COMPLETE THE SYSTEMS.  COORDINATE WORK IN
ADVANCE WITH ALL OTHER TRADES AND REPORT IMMEDIATELY AND DIFFICULTIES WHICH CAN BE
ANTICIPATED.

FIELD VERIFY EXISTING CONDITIONS, INCLUDING DUCT, PIPE AND EQUIPMENT SIZES, SERVICES
AND LOCATIONS PRIOR TO PERFORMING WORK.

HEPA FILTERED EXHAUST IS REQUIRED TO MAINTAIN A MINIMUM OF 0.01" W.G. NEGATIVE
PRESSURE IN CONSTRUCTION AREAS.  COORDINATE WITH GENERAL CONTRACTOR AND COR.

ALL ABANDONED EXTRANEOUS PIPING, DUCTWORK, SUPPORTS, CONTROLS, ETC. SHALL BE
REMOVED.

WHERE ROOFING WORK IS REQUIRED, THE EXISTING ROOFING MEMBRANE AND INSULATION
SHALL BE CUT, REMOVED AND RESTORED AS REQUIRED TO ATTAIN A WATERTIGHT CONDITION.
THE ROOFING SUB-CONTRACTOR SHALL BE A CERTIFIED INSTALL FOR SUCH INSTALLATION TO
MAINTAIN THE EXITING WARRANTY ON THE ROOF.

WHEN NEW SUPPLY AND RETURN AIR DUCTS ARE CONNECTED TO EXISTING DUCTWORK, CLEAN
BOTH NEW AND EXISTING DUCTWORK BY MOPPING AND VACUUM CLEANING INSIDE AND OUTSIDE
BEFORE OPERATION.

ALL EXISTING DUCTWORK, PIPING, EQUIPMENT, CONTROLS, ETC. SHOWN DASHED SHALL BE
REMOVED. THE MAJORITY OF WORK TO BE REMOVED IS SHOWN. REMOVE ALL INCIDENTAL
ABANDONED DUCTWORK, PIPING, ETC., THAT MAY NOT BE SHOWN BUT IS ASSOCIATED WITH THE
REMOVAL WORK.

INCLUDE ALL WORK NECESSARY TO ACCOMMODATE PHASING. REFER TO GENERAL
REQUIREMENTS SECTION 01 00 00.

REQUIRED SHUT-DOWNS OF THE SMOKE DETECTION SYSTEM AND FIRE SUPPRESSION
SPRINKLER SYSTEM SHALL NOT OCCUR CONCURRENTLY AND SHALL COMPLY WITH THE JOINT
COMMISSION ON ACCREDITATION OF HEALTHCARE ORGANIZATIONS (JCAHO)INTERIM LIFE SAFETY
MEASURES (ILSM). COORDINATION BETWEEN COTR AND ALL TRADES SHALL BE REQUIRED
BEFORE ANY SCHEDULED SHUT-DOWN OF THE SMOKE DETECTION SYSTEM OR FIRE
SUPPRESSION SPRINKLER SYSTEM.

WHERE CONTROL DEVICES ARE REMOVED, PNEUMATIC LINES SHALL BE REMOVED BACK TO MAIN
AND CAPPED.

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

FLEXIBLE CONNECTIONFC

DRAWING SYMBOLS

DUCTWORK SYMBOLS

ABBREVIATIONS

CONTROLS GENERAL NOTES:ABBREVIATIONS

VALVES
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PIPING SYMBOLS
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DRAWING INDEX - HVAC

SHEET DESCRIPTION

M001 INDEX, LEGEND, AND GENERAL NOTES

M501 DETAILS

M502 DETAILS

M601 SCHEDULES

120M101 BUILDING 120 PARTIAL FIRST FLOOR PLANS - ROOMS 101B & 101C (ADA/REBUILD)

126M101 BUILDING 126 PARTIAL FIRST FLOOR PLANS - ROOMS 104 & 104A (ADA/REBUILD)

128M101 BUILDING 128 PARTIAL FIRST FLOOR PLANS - ROOMS 120 & 120A (COSMETIC)

131M101 BUILDING 131 PARTIAL FIRST FLOOR PLANS - ROOM 104 (VA ADA/REBUILD)

220M101 BUILDING 220 PARTIAL FIRST FLOOR PLANS - ROOMS 1 & 2 (VA ADA/COSMETIC)

305M101 BUILDING 305 PARTIAL FIRST FLOOR PLANS - ROOMS 112 & 123 (VA ADA/REBUILD)

307M101 BUILDING 307 PARTIAL FIRST & SECOND FLOOR PLANS - ROOMS 002 & 003, 102 & 103 (COSMETIC)

310M101 BUILDING 310 PARTIAL FIRST FLOOR PLANS - ROOMS 1E-158 & 1E-158A (ADA/REBUILD)

310M102 BUILDING 310 PARTIAL SECOND FLOOR PLANS - ROOMS  2E-107 & 2E-108, 2E-138 & 2E-140 (VA
ADA/COSMETIC) AND (COSMETIC)

322M101 BUILDING 322 PARTIAL FIRST FLOOR PLANS - ROOMS 9 & 10,  21 & 26 (VA ADA/COSMETIC) AND
(ADA/REBUILD)

330M101 BUILDING 330 PARTIAL BASEMENT PLANS - ROOMS BC-102 & BC-103 (COSMETIC)

330M102 BUILDING 330 PARTIAL FIRST FLOOR PLANS - ROOMS 1A-107 & 1A-108, 1D-110 & 1D111, 1C-115 & 1C-116
(COSMETIC) AND (VA ADA/COSMETIC) AND (VA ADA/REBUILD)

330M103 BUILDING 330 PARTIAL SECOND FLOOR PLANS - ROOMS 2A-124 & 2A-125, 2C-125 & 2C-126
(ADA/COSMETIC) AND (COSMETIC)

330M104 BUILDING 330 PARTIAL THIRD THRU NINTH FLOOR PLANS (COSMETIC)

340M101 BUILDING 340 PARTIAL FIRST FLOOR PLANS - ROOMS 103 & 104, 192 & 193 (COSMETIC) AND
(ADA/COSMETIC)

Revisions Date



DUCTWORK SQUARE VANE ELBOWS

DUCTWORK TRANSITIONS

FLEXIBLE DUCT CONNECTIONS

ROUND DUCT HANGERS

FLEXIBLE AIR DUCT CONNECTOR

NOTES:

1.

2.

3.

4.

ALL VANE ELBOWS SHALL BE CONSTRUCTED AND INSTALLED AS DETAILED BY SMACNA.

WHEN W1 DOES NOT EQUAL W2, VANE SHALL BE SINGLE THICKNESS VANE TYPE
REGARDLESS OF W DIMENSION.

ALL SINGLE THICKNESS VANES SHALL HAVE A 2" RADIUS, 1 1/2" MAXIMUM SPACE
BETWEEN VANES AND A 3/4" TRAILING EDGE.

WHEN W EQUALS W2 AND W1 IS GREATER THAN 20", VANES SHALL BE DOUBLE VANE TYPE.

W
2

W1

VANE
VANE

NOTES:

1.

2.

THE INTERIOR SURFACE OF ALL RADIUS ELBOWS SHALL BE MADE ROUND.

ALL STANDARD RADIUS ELBOWS CAN BE SUBSTITUTED WITH SHORT RADIUS ELBOWS. ALL

SHORT RADIUS ELBOWS SHALL HAVE VANES. VANES SHALL BE CONSTRUCTED,
SUPPORTED AND FASTENED AS RECOMMENDED BY SMACNA.

R SHALL
EQUAL
OR BE
GREATER
THAN W.

R SHALL
EQUAL
OR BE
GREATER
THAN
1/3W.

W

R

R

2/3W

1
/3

W R SHALL
EQUAL
OR BE
GREATER
THAN
1/6W.

STANDARD RADIUS OR
LONG RADIUS ELBOW

SHORT RADIUS ELBOW
WITH ONE VANE

SHORT RADIUS ELBOW
WITH TWO VANES

W W

1/2W

1
/3

W

1/6W

R

NOTE:
UNLESS OTHERWISE INDICATED ON PLANS, MAXIMUM ANGLES SHOWN SHALL APPLY.

30
°

M
A
X.

3
0
°

M
A

X
.

E
Q

U
IP

M
E

N
T

AIR
FLOW

AIR
FLOW

TYPICAL DUCTWORK TRANSITION
PLAN OR SIDE VIEWTYPICAL DUCTWORK TRANSITION WITH

EQUIPMENT MOUNTED IN DUCT
PLAN OR SIDE VIEW

15
°

M
A
X.

1
5
°

M
A

X
.

1
5
°

1
5
°

M
A

X
.

M
A

X
.

NOTES:

1.

2.

DELETE INSULATION STAND-OFF ON DUCTWORK WITHOUT EXTERIOR INSULATION.

DETAIL SHOWS SINGLE BLADE DAMPER. DAMPER INSTALLATION SHALL BE SIMILAR FOR

MULTI-BLADE DAMPERS & ROUND DAMPERS.

INSULATION SEE
SPECIFICATION

DAMPER BLADE

OUTSIDE END BEARING

INSIDE END BEARING

HANDLE WITH
LOCKING
QUADRANT

INSULATION STAND-OFF

1/2" ROUND ROD PIN

DUCT

STIFFEN BLADE
AS REQUIRED

SIDE ELEVATION SECTIONSECTION "A-A"

"B" "B"

NOTES:

1. LATCHES SHALL BE OF THE WEDGE TYPE TO CLOSE DOORS TIGHTLY.

2. HINGES ON THE ACCESS DOORS SHALL HAVE NON-CORROSIVE PINS.

3. SEE SMACNA 2005, FIGURE 9-15

ACCESS PANEL

ACCESS DOOR

CASING

GASKET
HANDLE INSIDE

FLEXIBLE
WASHER

FACTORY
FABRICATED
LATCH

SECTION "B-B"

INSULATION

DUCT

GASKET

INSULATION

INSULATION

"A"

"A"

1/8" CLEARANCE
ALL AROUND

ROUND FLEXIBLE CONNECTION

RECTANGULAR FLEXIBLE CONNECTION

FLANGED
CONNECTION ON FAN
SIDE

WASHER 1-1/2" MIN. TO 3" MAX. INSTALLED. 6"
NOMINAL WITH MATERIAL TAUT

FLEXIBLE
MATERIAL AS
SPECIFIED

1"x1/8" DRAW BAND

1"x1/8" BAND IRON

BOLT ON 4" CENTERS

5/16" FLANGE

DUCT

SHEET METAL SCREWS ON
12" CENTERS

RIVET ON 4"
CENTERS

SHEET METAL AS
SPECIFIED FOR
DUCTWORK.

1"x1/8" BAND IRON

BOLT ON 4" CENTERS

1" FLANGE & HEMALTERNATE
POSITION
OF BOLT 1-1/2" POCKET

SLIP

DUCT

SHEET METAL AS
SPECIFIED FOR
DUCTWORK.

 1/2"  1/2" 1-1/2"

1-1/2" MIN. TO 3" MAX. INSTALLED. 6"
NOMINAL WITH MATERIAL TAUTFLANGED

CONNECTION
ON FAN SIDE

WASHER

FLEXIBLE MATERIAL
AS SPECIFIED

HOUSING WELDED
TO DUCT SECTION

ROUND OR
FLAT OVAL
DUCT
SECTION

COVER WITH HANDLE
AND CHAIN RETAINER
GASKETED AND
PRESSURE SEALED

2500

1320

420ONE 1 x 18 GA. STRAP36

TWO 1/2 DIA. RODS

TWO 3/8 DIA. RODS

ONE 1 x 16 GA. STRAP

84

60

50 700

ONE 1 x 22 GA. STRAP

QUANTITY/SIZEMAX. DUCT

26

HANGER STRAPS OR RODS
MAX. LOAD
LBS.

260

MAX.

144

IN.
SPACING

DIA. - IN. IN.

144

144

144

144

NOTE:
TABULATED DATA FROM SMACNA

ALLOWS FOR DUCT REINFORCING AND

INSULATION, BUT NO EXTERNAL LOAD.

BAND

OVER 50"DIA.

HANGER RODS

BAND OF SAME
SIZE AS HANGER
STRAP

LOAD RATED
FASTENERS

50" DIA. &
UNDER

FROM STRUCTURE

SAME AS DIFFUSER
INLET: 5'-0" MAX

FLEXIBLE DUCT SIZE

LENGTH.

12"

CEILING

SUPPORT SADDLE

VOLUME DAMPER W/
LOCKING QUADSADDLE

SHEET METAL

CONICAL OUTLET

BRANCH DUCT

FOR CHANGE OF
DIRECTION GREATER

USE RIGID ELBOWS

THAN 45°

SEE SPECIFICATIONS FOR CLAMPS
AND SEALANT (TYP.)

NOTE:
THE USE OF FLEXIBLE AIR DUCT CONNECTORS ARE NOT PERMITTED FOR

THE DEDICATED AHU SERVING THE SURGICAL SUITE.

TYPICAL
DIFFUSER OR
REGISTER IN
LAY-IN CLG.

THERMAL INSULATION
SEE SPECIFICATIONS

BRANCH DUCT

AIR SPLIT DUCT TAKE-OFF PLAN
VIEW

BRANCH DUCT TAKE-OFF PLAN VIEW

SUPPLY REGISTER TAKE-OFF
PLAN VIEW

AIR
FLOW

AIR
FLOW

A
IR

F
L

O
W

SUPPLY REGISTER
OR BRANCH DUCT

TURNING VANES

MAIN
SUPPLY
DUCT

SEE FLOOR PLAN FOR
SPLIT DIMENSION

PROVIDE VOLUME
DAMPER

PROVIDE VOLUME
DAMPER

ADJUSTABLE
METAL ROD
OR LINKAGE

TOP REGISTER

MAIN
SUPPLY
DUCT

VOLUME EXTRACTOR; ADJUSTABLE
FROM FULLY CLOSED POSITION TO CFM
NOTED ON FLOOR PLANS

AIR
FLOW

AIR
FLOW

1/4 W OR 4"
MIN.

AIR
FLOW

MAIN SUPPLY
DUCT

W

A
IR

F
L

O
W

SQUARE ELBOW SHOWN.
PROVIDE ROUND ELBOW
WHEN SHOWN ON PLANS

MAIN EXHAUST OR RETURN

PLAN VIEW

AIR
FLOW AIR FLOW

W

PROVIDE VOLUME DAMPER
AT EACH BRANCH DUCT

1/4W OR 4" MIN.

BRANCH DUCT

45 DEG.

THERMAL INSULATION
SEE SPECIFICATIONS

DAMPER WHERE

TURNING VANES

STRAP HANGER

251 CFM TO 400 CFM - 10" DIA.
401 CFM TO 700 CFM - 12" DIA.

101 CFM TO 250 CFM - 8" DIA.
100 CFM AND LESS - 6" DIA.

ARE TO BE SIZED AS FOLLOWS:
BRANCH DUCT SIZES, UNLESS NOTED ON PLANS

BRANCH DUCT TAKE-OFF WITH MANUAL DAMPER.1

2

STRAP HANGER

SPIN-IN TAP
FITTING

6" MIN

RETURN/
EXHAUST DUCT

CEILING
CEILING DEVICE

RECTANGULAR
DUCT, NOTE 1

MANUAL
DAMPER

STRAP HANGER

SCHEDULED

SPIN-IN BRANCH TAP FITTING
WITH MANUAL DAMPER

SHEETMETAL PLENUM
SAME SIZE AS  AIR DEVICE

NOTES:

FLEXIBLE AIR DUCT
CONNECTOR. SEE
DETAIL ON THIS SHEET

ROUND DUCT - NOTE 2

DUCTWORK RADIUS ELBOWS

VOLUME DAMPER DETAIL

ACCESS PANEL AND DOOR DETAIL

ACCESS SECTION FOR
ROUND/OVAL DUCT

SUPPLY DUCTWORK TAKE-OFFS

EXHAUST OR RETURN
BRANCH DUCTWORK

RETURN OR EXHAUST GRILLE/REGISTER CONNECTION
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SECURING HANGER RODS IN CONCRETE

TYPICAL PIPING CONNECTIONS
TO STEAM CONVECTORS

POWER ROOF VENTILATOR

5 FT

7

6 8 10

9 1110 12

-1312 14 -16 -

1614 17 2219 23

-- - -

2725 28 3230

20 241814 16128 1064 532 2 1/21 1/21 1 1/4THRU 3/4

7 7

7 98

SIDE VIEW TRAPEZE HANGER FOR UP TO
1000 LB. UNIFORM LOAD

ADJUSTABLE CLEVIS HANGER TYPE 1 - SEE SPECIFICATIONS ADJUSTABLE CLEVIS HANGER TYPE 43 - SEE SPECIFICATIONS

PROVIDE INSULATION SHIELD
& INSERT FOR ALL PIPING
(8" MIN.)

BAND

1-5/8" 12 GAUGE CHANNEL
OR 2"x2"x1/4" ANGLE

1/2" DIA. HANGER
RODS WITH 36" MAX.
SPACING ON EACH
CHANNEL

WELD

SADDLE

INSULATION SHIELD
AT HANGER

PROVIDE HIGH
COMPRESSIVE STRENGTH
INSULATION (9 PSF MIN.
DENSITY) UNDER
INSULATION SHIELD

INSULATION (VAPOR
BARRIER TYPE IS
REQUIRED FOR LOW
TEMPERATURE PIPE)

HANGER ROD

MAXIMUM PIPE/TUBING SUPPORT SPACING

NOTE: FOR TRAPEZE HANGER TAKE SPACING OF SMALLEST SIZE ON TRAPEZE.

NOM. SIZE

PIPE

TUBING

IN.

FT.

FT.

1
" 

M
A

X
.

NOTE: SEE SPECIFICATIONS FOR
DETAILED HANGER REQUIREMENTS

STEEL EXPANSION SHIELD FOR EXISTING CONSTRUCTION AND
INSERTS FOR NEW CONSTRICTION.  THIS TYPE SHALL BE USED
ONLY IN SLABS OR BEAMS OF 4" MIN DEPTH

3/8" MIN DIA EXPANSION BOLTS FOR
EXISTING CONSTRUCTION AND INSERTS
FOR NEW CONSTRUCTION

CONCRETE
FLOOR SLAB

CLIP
ANGLE

NUTS & WASHERS

3/8" MIN DIA HANGER
RODS

FOR PIPES UNDER 2" IN SIZE USE
1-1/2"x1-1/2"x1/4" ANGLE.  ALL PIPES  2" & LARGER
USE 3"x3"x1/4" ANGLE

TURNBUCKLE

3/8" MIN DIA HANGER
RODS

3/8" MIN DIA INSERTS
NEW CONSTRUCTION
ONLY.

RISER CLAMP

RISER CLAMP

PIPE SLEEVE WHERE

ANCHOR POINTS ONLY

CLAMP REQUIRED AT
RISER CLAMP. BOTTOM

BOLT (TYPICAL)

INSULATION

FIRE-STOPPING

FLOOR SLAB

MATERIAL

BOLT

ELEVATION

PLAN

RISER

SPECIFIED

BOLT

WHERE SPECIFIED
PIPE SLEEVEPIPE

STEAM HEATING ELEMENT

LPS

0.75" EXISTING PIPING

GATE VALVE

LPR

FLOOR

UNION CONNECTION

TYPICAL

CABINET

THERMOSTIC TRAP
SELF-CONTAINED
CONTROL VALVE

TYPICAL MANUAL AIR VENT

TYPICAL CHILLED AND HOT WATER

PIPING DRAIN VALVE CONNECTIONS

ELEVATION
THREADED PIPING

ELEVATION
WELDED PIPING

TYPICAL WATER PIPING

REDUCER, IF REQUIRED

3/4" BALL VALVE

ADAPTER TO 3/4" HOSE
THREAD-PROVIDE HOSE CAP NUT

NOTES:
1. DRAIN ALL LOW POINTS AS INDICATED ABOVE.

2. WHERE SCALE POCKETS ARE SHOWN ON PIPE RISER DIAGRAMS

AND/OR PLANS, LOCATE DRAIN AT BOTTOM OF SCALE POCKET.

AIR VENT

1/2" BALL VALVE

1/4" COPPER TUBING

1/2" x 4" NIPPLE

CIRCULATING WATER PIPING

ELEVATION

NOTES:
1. VENT ALL HIGH POINTS AS INDICATED ABOVE.
2. IF AUTOMATIC AIR VENTS ARE USED, PIPE DISCHARGE TO NEAREST DRAIN.

MV
OR
AV

  
 6

" 
M

IN
.

  
1

2
" 

M
IN

.

  
 6

" 
M

IN
.

  
1

2
" 

M
IN

.

DRIP LEG (TYP.)

3/4" DRAIN (ALTERNATE

LOCATIONS) (TYPICAL)

STEAM LINE

(TYPICAL)

CAP (TYPICAL)

PIPE TO STEAM

TRAP (TYPICAL)

NOTE:
DRIP LEG PIPE SIZE SAME
AS STEAM MAIN UNLESS
OTHERWISE NOTED.

STEAM LINE DRIP POCKET

STEAM TRAP ASSEMBLY

PIPE SIZES SAME AS CONNECTION

ON TRAP - 3/4" MIN.

FROM DRIP LEG
OR EQUIPMENT
CONNECTION

DRIP
RETURN

3/8" TEST CONNECTION
FLOAT AND THERMOSTATIC OR INVERTED

BUCKET TRAP (SEE PLANS)

STRAINER

GATE VALVE
CHECK VALVE DIELECTRIC FITTING

(WHERE METAL
MATERIALS ARE

DISSIMILAR)

TO RETURN MAIN - SEE
DRAWINGS FOR PIPE SIZES

GLOBE VALVE

NC

BYPASS - INSTALL IN HORIZONTAL
PLANE LEVEL WITH TRAP OR IN
VERTICAL PLANE AND BELOW TRAP.

D
R

IP
 L

E
G

D
R

IP
 L

E
G

S
C

A
L

E
P

O
C

K
E

T

S
C

A
L

E
P

O
C

K
E

T

12" MIN.

1     SLOPE MAINS AND BRANCHES DOWN 1" PER 40 FEET IN DIRECTION OF

2     LIMIT UNTRAPPED, COUNTERFLOW, RUNOUTS TO 10 FEET MAXIMUM.

3     END OF MAIN SHOWN, LOW POINT IN STEAM MAIN SIMILAR.

     FLOW UNLESS SHOWN OTHERWISE.

SAME SIZE AS MAIN

NOTES :

STEAM MAIN

BACK 1/4" PER FOOT.

6" MIN.
SET - SEE DETAIL ON

THIS SHEET

INVERTED BUCKET TRAP

LP & GRAVITY
RETURN

HP & MP RETURN

UNTRAPPED RUNOUT. SLOPE

SEE STEAM TRAP ASSEMBLY
DETAIL ON THIS SHEET

ECCENTRIC REDUCERS ARE
REQUIRED FOR ALL REDUCTIONS
IN SUPPLY STEAM PIPES

NOTES:

1.

2.

3.

4

SECURE CURB CAP TO WOOD NAILING STRIP WITH 3/8" CADMIUM PLATED LAG BOLTS
NOT OVER 12" ON CENTER.

SECURE ROOF CURB, DUCTWORK AND DAMPER TO ROOF WITH EXPANSION BOLTS
(CONCRETE ROOF) OR RUST RESISTANT BOLTS (METAL DECK AND BAR JOIST ROOF).

SIZE OF DUCT THROUGH ROOF SHALL NOT BE LARGER THAN CURB SUPPLIED WITH
ROOF VENTILATOR.

RUN ELECTRICAL LINES THROUGH CLEARANCE HOLE PROVIDED IN GRAVITY DAMPER,
THEN THROUGH VENTILATOR ELECTRICAL CONDUIT GUIDE.

GRAVITY OR MOTORIZED BACKDRAFT
DAMPER, REFER TO SPECIFICATIONS.

RIGID CONDUIT TO
ACCOMMODATE
ELECTRICAL WIRES

SEE NOTE 2

PREFABRICATED
ROOF CURB

WOOD NAILING
STRIP

ELECTRICAL
CONDUIT GUIDE

MOTOR HOUSING

DUCT

TRANSITION DUCT TO
FULL SIZE OF DAMPER
SUPPLIED WITH ROOF
VENTILATOR

ROOF

SEE NOTE 2

SEE NOTE 1

CURB CAP

PIPE HANGERS

EQUIPMENT/DUCT SUPPORT ROOF CURB

SUPPORT/ANCHOR FOR PIPE RISERS

DRAIN VALVE AND AIR VENT

CONNECTIONS (HYDRONIC SYSTEMS)

STEAM LINE DRIP POCKET
STEAM TRAP ASSEMBLY

TYPICAL STEAM LINE & DRIP PIPING

1

ROOFING

2

3

1

2

3

LAG SCREW

FIBERGLASS INSULATION

ROOF

INSULATION

ROOF DECK

2x6 WOOD NAILER

18 GAUGE GALVANIZED STEEL COUNTER-FLASHING.

WELDED 14 GAUGE EQUIPMENT SUPPORT CURB, MEETING ASTM A-446, 525, 526 AND 527
REQUIREMENTS, WITH WELDED CORNERS WITH SEAMS  JOINED BY CONTINUOUS WELDS.

CURB SHALL BE  INTERNALLY REINFORCED WITH BULKHEADS AND  SPREADERS, 24" ON

CENTER TO MEET LOAD RATING OF  EQUIPMENT.  CURB TO EXTEND 6" BEYOND EQUIPMENT.
REFER TO FLOOR PLANS FOR HEIGHT.

SECURE CURB TO ROOF WITH EXPANSION BOLTS (CONCRETE ROOF) OR RUST RESISTANT
BOLTS (METAL DECK AND BAR JOIST ROOF), 12" O.C.

4"x4"x1/4"
STEEL PLATE
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STEAM CONVECTOR SHEDULE

P/N

POSITIVE (P)

PRESSURE
NEGATIVE (N)SYSTEM

SYSTEMS
ALL

DUCT INVOLVED

ALL DUCTWORK EXCEPT AS LISTED BELOW.

GENERAL EXHAUST DUCTS N

   OR

RECTANGULAR

SMACNA LEAKAGE CLASS

-2"

CONST.
SMACNA

-
+

W.G.

2"

CLASS
SEAL

SMACNA

CLASS ROUND
DUCT

DESIGN ALTITUDE: 1004 FT.

Db ( F)

OUTDOOR DESIGN TEMPERATURES

TOILET ROOM

INDOOR AREA DESIGN CONDITIONS

90.3
73.6
0.6

SUMMER

% HUMIDITY

DEG. F Db WINTER
DEG. F Wb SUMMER
DEG. F Db SUMMER

Db ( F)

-

% HUMIDITY

WINTER

WHEEL

2     PROVIDE HOODED WALL VENT WITH INTEGRAL BACKDRAFT DAMPER.

CFM
 FAN

100

120-EF1

120-EF2

FAN
 NO.

NOTES :

LOCATION DESCRIPTION
 FAN FAN

S.P. TYPE TYPE ECMMAX. BHP

MAX.
RPMMIN.

DIA.

DRIVE

HP
NOM. VOLT.-

PHASE

MOTOR

1, 2

NOTES

A 6 3

A 6 3

MAX.
(SONES)

DUCT

1     FURNISH SOLID STATE SPEED CONTROLLER WITH FAN FOR BALANCING PURPOSES. TURN OVER TO E.C. FOR INSTALLATION.

126-EF1

126-EF2

CEF

EGGCRATE CEILING REGISTERCR1
DAMPER
OPPOSED BLADE

SURFACE

TYPE MOUNTING
DESCRIPTION

EGGCRATE CEILING GRILLE

STANDARD SQ. PLAQUE CEILING
DIFFUSER ROUND NECK

SYMBOL

CD1

CG1

LAY-IN

FINISH

E.C.L.STEEL ALUM.

MATERIAL
ACCESSORIES

W.B.E.
NOTES

EXHAUST REGISTER
FIXED BLADE RETURN/TR1

OPPOSED BLADE
DAMPER

EGGCRATE CEILING GRILLECG2

STANDARD SQ. PLAQUE CEILING
DIFFUSER ROUND NECK

CD2

SUPPLY REGISTER
ADJUSTABLE  BLADE

TR2
OPPOSED BLADE
DAMPER

EGGCRATE CEILING REGISTERCR2
DAMPER
OPPOSED BLADE

- 68 20

128-EF1

131-EF1

220-EF2

305-EF1

305-PR7

100 CEF FC DIRECT 120-1 NO

100 CEF

100 0.375" CEF 75011" N/A2.0 (129)

410 0.5" 1CF BIW 16409.0" 0.1678.5 0.08

140 0.375" CEF FC 85012" 2.5 (173)

100 0.5" CEF FC 81511" 2.0

500 0.5" RV BIW 14469.5" 0.1679.0 0.1

1100 0.625" RV BIW 164010" 0.25 120-110 0.2

TOILET 101C

TOILET 101B

MEN'S ROOM 104

WOMEN'S ROOM 104A

MEN'S ROOM 120

TOILET 104

TOILET 1

WOMEN'S ROOM 112

EAST WING

CEILING EXHAUST FAN

INLINE CENTRIFUGAL FAN

CEILING EXHAUST FAN

DOWN BLAST POWER

CEILING EXHAUST FAN

ROOF VENTILATION

CEILING EXHAUST FAN

CEILING EXHAUST FAN

CEILING EXHAUST FAN

FC

FC

FC

DIRECT

DIRECT

DIRECT

DIRECT

DIRECT

DIRECT

DIRECT

DIRECT

(WATTS)

120-1

120-1

120-1

120-1

120-1

NO

NO

NO

YES

NO

NO

YES

YES

1, 2

1, 2

1, 2

1, 2

1, 2

1  VERIFY/COORDINATE CABINET DIMENSIONS, MOUNTING & RECESS REQUIREMENTS PRIOR TO ORDERING.

  1  VERIFY/COORDINATE CABINET DIMENSIONS, MOUNTING & RECESS REQUIREMENTS PRIOR TO ORDERING.

LOCATION

SEE PLANS126-CUH1

UNIT
 NO.

NOTES:

TYPE UNIT

LOCATION

SEE PLANS

2  SLOPING TOP

120-CONV1

 NO.
UNIT

NOTES:

CABINET CONVECTOR

TYPE
UNIT

NOTES

5

STEAM
LBS/HR

LBS/HR
ENT
AIR

60

CFM

180 22.6

MIN.
MBH

STEAM PSIG

5 23.4

TRAP

2

UNIT

ENT.
AIR

65WALL HUNG

MOUNTING
HTG.
MBH

4.9

STEAM PSIG

9

UNIT

2

APPROX. CABINET DIMS.

HEIGHTLENGTH

35"1"/0.75"

RUNOUT
SIZE
S/R WIDTH

25" 1/10

MOTOR
HP

9.5"

VOLT.-
PHASE

115-1

LENGTH

36"

APPROX. CABINET DIMS.
TRAP

LBS/HR

10

RUNOUT
SIZE
S/R

0.75"/0.75"

DEPTHHEIGHT

12"

NOTES

5.5" 1,2

1

TOILET 104 100 65 1.8 120-1 6.1

MIN.

MBHKW

HEAT ELEMENT
ENT. AIR

°FCFMLOCATION
NO.

131-EWH1

UNIT
VOLT.
PHASE

(NOTE 2)

  2  TRAP MAXIMUM DIFFERENTIAL PRESSURE RATING SHALL EXCEED STEAM PRESSURE UPSTREAM OF STEAM UNIT HEATER CONTROL VALVE.

CONTROL

VALVE

CONTROL

VALVES

SEE PLANS120-CONV2 CABINET CONVECTOR 1065WALL HUNG 9.7 9 2 72"20 12" 5.5" 1,2 100120-EF3 CEFTOILET 101C CEILING EXHAUST FAN FC DIRECT 120-1 NO 1, 2, 3

SEE PLANS128-CUH1 0365 60.7 5 62.82 47" 25" 1/109.5" 115-1 1

220-EF1 100 0.5" CEF FC 81511" 2.0TOILET 1 CEILING EXHAUST FAN DIRECT 120-1 NO 1, 2

0.75"/0.75"

1.25"/0.75"

AMPS

15

APPROX. CABINET DIMS.

HEIGHTLENGTH

16"

WIDTH

4" 19"

RECESS

3" 8"

MOUNTING

HEIGHT (A.F.F.)

-

NOTES

0.375" 75011" N/A2.0 (129)

0.375" 75011" N/A2.0 (129)

0.375" 75011" N/A2.0 (129)

0.375" 75011" N/A2.0 (129)

120-1

120-1

N/A

N/A

N/A

(129)

(129)

DOWN BLAST POWER
ROOF VENTILATION

3     PROVIDE SHEETMETAL ENCLOSURE TO SURFACE MOUNT EXHAUST FAN.

LOUVERL1 BIRDSCREEN

1

1

1

NOTES :

1     COLOR SELECTION BY ARCHITECT.

SEE PLANS305-CUH1 HORIZONTAL CONCEALED 60230 22.6 5 23.42 35" 25" 1/109.5" 115-1 11"/0.75"

HORIZONTAL CONCEALED

HORIZONTAL CONCEALED

DUCT PRESSURE CLASS & LEAKAGE TABLE

HVAC DESIGN DATA

FAN SCHEDULE

AIR DISTRIBUTION DEVICES

STEAM UNIT HEATER SCHEDULE

ELECTRIC UNIT HEATER SCHEDULE
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2

6

22
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11
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Foyer
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Porch

101A
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5

120-CONV1

120-EF1

4
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5
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120-EF2

4

7
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120-CONV2

6x
6
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3

120-CONV1

LPR

LPS

1"

1"
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120

N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN

PLAN NOTES
1 REMOVE EXISTING PIPING BACK TO CONNECTION AT CEILING AND BELOW FLOOR TO

POINT INDICATED, FOR RECONNECTION IN NEW WORK.

2 REMOVE EXISTING STEAM CONVECTOR AND ALL ASSOCIATED HANGERS, WIRING,
CONTROLS, ETC., FOR REPLACEMENT IN NEW WORK.

3 CEILING MOUNTED EXHAUST FAN TO EXHAUST HAC 24/7. PROVIDE SHEETMETAL
ENCLOSURE AROUND FAN HOUSING AND TO SUSPEND UNIT FROM CEILING.

4 CEILING MOUNTED EXHAUST FAN INTERLOCKED WITH ROOM LIGHT OPERATION.
COORDINATE ALL WIRING REQUIREMENTS.

5 TERMINATE AT HOODED WALL VENT WITH INTEGRAL BACKDRAFT DAMPER. FINISH
SELECTION FOR WALL VENT BY ARCHITECT.

6 REMOVE EXISTING WALL MOUNTED PROPELLER EXHAUST FAN.

7 DROP PIPES DOWN IN WALL TO BASEMENT. RECONNECT TO MAINS.

8 PIPING FROM ABOVE.

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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BASEMENT PLAN - NEW WORK
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126

PLAN NOTES
1 EXISTING PIPING TO REMAIN.

2 REMOVE EXISTING STEAM CONVECTOR AND ALL ASSOCIATED HANGERS, WIRING,
CONTROLS, ETC.

3 CEILING MOUNTED EXHAUST FAN INTERLOCKED WITH ROOM LIGHT OPERATION.
COORDINATE ALL WIRING REQUIREMENTS.

4 TERMINATE AT HOODED WALL VENT WITH INTEGRAL BACKDRAFT DAMPER. FINISH
SELECTION FOR WALL VENT BY ARCHITECT.

5 REMOVE EXISTING PIPING BACK TO THIS POINT FOR RECONNECTION IN NEW WORK.

6 SUSPEND CUH FROM STRUCTURE WITH SPRING VIBRATION ISOLATORS.

7 DROP CONDENSATE RETURN LINE DOWN IN WALL AND CONNECT TO EXISTING LINE
APPROXIMATELY 5.5" A.F.F.

N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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128

PLAN NOTES
1 REMOVE EXISTING CABINET UNIT HEATER AND ASSOCIATED PIPING, VALVES,

CONTROLS, ETC. FOR REPLACEMENT IN NEW WORK.

2 REMOVE EXISTING AIR DEVICE.

3 REMOVE EXISTING WALL MOUNTED PROPELLER EXHAUST FAN AND ASSOCIATED,
LOUVER, CONTROLS, WIRING, ETC.

4 PROVIDE ALUMINUM SHEETMETAL CAP.

5 SUSPEND UNIT FROM STRUCTURE WITH SPRING ISOLATION HANGER RODS.

6 NEW LOUVER. REFER TO ARCHITECTURAL PLANS AND ELEVATIONS FOR EXACT
MOUNTING LOCATIONS.

7 PROVIDE ALUMINUM BRANCH DUCT. PITCH DUCT TOWARDS AIR DEVICE.

8 REMOVE PIPING BACK TO THIS APPROXIMATE LOCATION FOR RECONNECTION IN
NEW WORK.

9 PROVIDE MOTORIZED LOW LEAKAGE OUTSIDE AIR DAMPER. INTERLOCK WITH
128-UH1 OPERATION.

10 12" EXHAUST DUCT UP THRU ROOF. TERMINATE AT GOOSENECK FITTING. PROVIDE
ROOF CURB, FLASHING AND 1/2" MESH BIRDSCREEN AT OUTLET.

N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
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Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 131 PARTIAL FIRST
FLOOR PLANS - ROOM 104 (VA

ADA/REBUILD)

131M101
PCWDLE

12014.00

552-13-203

Dayton, Ohio

131

PLAN NOTES
1 REMOVE EXISTING CEILING MOUNTED EXHAUST FAN AND ALL ASSOCIATED CONTROLS,

WIRING, HANGERS, ETC.

2 CEILING MOUNTED EXHAUST FAN INTERLOCKED WITH ROOM LIGHT OPERATION.
COORDINATE ALL WIRING REQUIREMENTS.

3 TERMINATE AT HOODED WALL VENT WITH INTEGRAL BACKDRAFT DAMPER. FINISH
SELECTION FOR WALL VENT BY ARCHITECT.

4 PROVIDE COUNTERFLOW ELECTRIC WALL HEATER WITH INTEGRAL THERMOSTAT,
MOUNT AT 8" A.F.F.

N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 220 PARTIAL FIRST
FLOOR PLANS - ROOMS 1 & 2

(VA ADA/COSMETIC)

220M101
PCWDLE

12014.00

552-13-203

Dayton, Ohio

220

PLAN NOTES
1 REMOVE EXISTING EXHAUST FAN AND ALL ASSOCIATED HANGERS, CONTROLS, WIRING,

ETC. FOR REPLACEMENT IN NEW WORK.

2 CEILING MOUNTED EXHAUST FAN INTERLOCKED WITH ROOM LIGHT OPERATION.
COORDINATE ALL WIRING REQUIREMENTS.

3 TERMINATE AT HOODED WALL VENT WITH INTEGRAL BACKDRAFT DAMPER. FINISH
SELECTION FOR WALL VENT BY ARCHITECT.

4 REMOVE EXISTING DUCTWORK BACK TO THIS POINT FOR RECONNECTION IN NEW
WORK.

5 EXHAUST DUCT DOWN IN CHASE.

N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/2" = 1'-0"

FIRST FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 305 PARTIAL FIRST
FLOOR PLANS - ROOMS 112 &

123 (VA ADA/REBUILD)

305M101
PCWDLE

12014.00

552-13-203

Dayton, Ohio

305

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

PLAN NOTES
1 REMOVE EXISTING AIR DEVICE AND ASSOCIATED BRANCH DUCTWORK.

2 REMOVE EXISTING CABINET UNIT HEATER ALONG WITH ALL ASSOCIATED PIPING,
VALVES, CONTROLS, HANGERS, ETC. CAP PIPING ABOVE CEILING.

3 REMOVE EXISTING ROOF MOUNTED EXHAUST FAN AND ASSOCIATED DUCTWORK,
CONTROLS, ETC. EXISTING ROOF CURB TO REMAIN FOR REUSE IN NEW WORK.

4 ROOF CURB MOUNTED EXHAUST FAN ABOVE. PROVIDE CURB ADAPTER BETWEEN
EXISTING CURB AND NEW FAN. TRANSITION DUCT RISE TO EQUIPMENT CONNECTION SIZE.
INTERLOCK WITH LIGHT OPERATION. COORDINATE WIRING REQUIREMENTS.

5 EXISTING CEILING MOUNTED AIR DEVICE TO REMAIN. COVER DEVICE WITH SHEETMETAL
PANEL. SEAL AIR TIGHT

6 REMOVE DUCTWORK.

7 REMOVE DUCTWORK BACK TO THIS POINT AND CAP.

8 REMOVE EXISTING ROOF MOUNTED EXHAUST FAN AT END OF DUCT RUN. REFER TO KEY
PLAN FOR APPROXIMATE LOCATION. (REFER TO NOTE 9.)

9 APPROXIMATE LOCATION OF EXHAUST FAN 305-PR7.

10 PROVIDE NEW ROOF CURB MOUNTED EXHAUST FAN AT END OF DUCT RUN. REFER TO
KEY PLAN FOR APPROXIMATE LOCATION. (REFER TO NOTE 9.)

11 EXISTING DUCTWORK TO REMAIN.

12 REMOVE STEAM AND CONDENSATE PIPING BACK TO THIS POINT FOR RECONNECTION IN
NEW WORK.

13 SUSPEND CABINET UNIT HEATER FROM STRUCTURE WITH SPRING VIBRATION ISOLATORS.

14 PLASTER CEILING EXISTS ABOVE EXISTING LAY-IN CEILING. REMOVE PLASTER CEILING AS
REQUIRED TO PROVIDE ACCESS FOR REMOVAL AND INSTALLATION OF MECHANICAL
EQUIPMENT, DUCTWORK, PIPING, ETC.

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.

B PLASTER CEILING EXISTS ABOVE EXISTING LAY-IN CEILING. REMOVE PLASTER CEILING
AS REQUIRED TO PROVIDE ACCESS FOR REMOVAL AND INSTALLATION OF MECHANICAL
EQUIPMENT, DUCTWORK, PIPING, ETC.

9
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116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 307 PARTIAL FIRST &
SECOND FLOOR PLANS -

ROOMS 002 & 003, 102 & 103
(COSMETIC)

307M101
PCWDLE

12014.00

552-13-203

Dayton, Ohio

307

PLAN NOTES
1 REMOVE EXISTING AIR DEVICE FOR REPLACEMENT IN NEW WORK.

2 REMOVE EXISTING CONVECTOR CABINET COVER FOR REPLACEMENT IN NEW WORK.

3 REMOVE EXISTING CONVECTOR AND ASSOCIATED PIPING, VALVES, HANGERS,
CONTROLS, ETC. CAP PIPES BEHIND WALL.

4 PROVIDE NEW SLOPE TOP STYLE CABINET COVER OVER EXISTING CONVECTORS TO
REMAIN. APPROXIMATE SIZE: 26"W x 24"H x 4"D. FINISH SELECTION BY ARCHITECT.

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN

N Scale:

PROJECT
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SECOND FLOOR PLAN - REMOVALS
N Scale:
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SECOND FLOOR PLAN

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A REFER TO SHEET M001 FOR LEGEND, SCHEDULES, AND DRAWING INDEX.
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PLAN NOTES
1 RELOCATE EXISTING THERMOSTAT TO THIS APPROXIMATE LOCATION. EXTEND

CONTROL TO RELOCATED RADIANT PANEL.

2 EXISTING AIR DEVICE TO REMAIN.

3 REMOVE EXISTING CONVECTOR AND ALL ASSOCIATED BRANCH PIPING, VALVES,
CONTROLS, ETC.

4 REMOVE EXISTING AIR DEVICE AND ASSOCIATED BRANCH DUCTWORK TO POINT
SHOWN.

5 REMOVE EXISTING RADIANT HEATING PANEL AND ALL ASSOCIATED PIPING, VALVES,
CONTROLS, HANGERS, ETC. FOR RELOCATION IN NEW WORK.

6 RELOCATE EXISTING RADIANT CEILING PANEL TO THIS LOCATION. EXTEND EXISTING
CONTROLS, PIPING, VALVES, ETC.

7 RECONNECT NEW AIR DEVICE TO EXISTING BRANCH DUCTWORK.

8 EXISTING DUCTWORK TO REMAIN.

9 EXISTING AIR TERMINAL UNIT TO REMAIN.

10 EXISTING EXHAUST FAN ABOVE TO REMAIN. REBALANCE TO 350 CFM.

11 PROVIDE INSULATED SHEETMETAL CAP.

12 REMOVE PIPING BACK TO THIS POINT FOR RECONNECTION IN NEW WORK.
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NOTE:  ALL SYMBOLS AND ABBREVIATIONS ARE SUBJECT

  TO MODIFICATIONS ON OTHER DRAWINGS.

ALL SYMBOLS OR ABBREVIATIONS MIGHT NOT

NECESSARILY BE USED ON THIS PROJECT.

ABBREVIATIONS

AAP - AREA ALARM PANEL - MEDICAL GAS
CC - ACCESS
ADJ - ADJUSTABLE
AF - ARC FAULT CIRCUIT INTERUPTER
AFCI - ARC FAULT CIRCUIT INTERUPTER
AFF - ABOVE FINISHED FLOOR TO BOTTOM OF ITEM
AFG - ABOVE FINISHED GRADE TO BOTTOM OF ITEM
ALT - ALTERNATE
AP - ACCESS PANEL
APPROX - APPROXIMATE
ARCH - ARCHITECT OR ARCHITECTURAL
ASSY - ASSEMBLY
ATS - AUTOMATIC TRANSFER SWITCH

BLDG - BUILDING
BOE - BOTTOM OF EQUIPMENT
BOT - BOTTOM
BTWN - BETWEEN

CFCI - CONTRACTOR FURNISHED CONTRACTOR INSTALLED
CKT - CIRCUIT
CLG - CEILING
CMU - CONCRETE MASONRY UNIT
CONN - CONNECT OR CONNECTION
CONTR - CONTRACTOR
CORR - CORRIDOR
CTR - CENTER
COR - CONTRACTING OFFICER REPRESENTATIVE

D - DEPTH
DET - DETAIL
DIA - DIAMETER
DIM - DIMENSION
DIV - DIVISION
DN - DOWN
DWG - DRAWING

EA - EACH
EC - ELECTRICAL CONTRACTOR (DIVISION 26)
EJ - EXPANSION JOINT
ELEC - ELECTRICAL
ELEV - ELEVATION OR ELEVATOR
EM - EMERGENCY
EQ - EQUAL
EQS - EQUIPMENT SUPPLIER
EQUIP - EQUIPMENT
ETR - EXISTING TO REMAIN
EX - EXISTING
EXP - EXPANSION
EXT - EXTERIOR
EX/R - EXISTING TO BE RELOCATED

FCE - FIRE CONTROL EQUIPMENT
FF - FINISHED FLOOR ELEVATION
FLR - FLOOR
FSC - FIRE SUPPRESSION CONTRACTOR (DIVISION 21)
FT - FEET
FTG - FOOTING

GC - GENERAL CONTRACTOR
GF - GROUND FAULT CIRCUIT INTERRUPTER
GFCI - GROUND FAULT CIRCUIT INTERRUPTER OR GOVERNMENT 

  FURNISHED CONTRACTOR INSTALLED
GFFT - GROUND FAULT FEED THRU

HC - HVAC CONTRACTOR (DIVISION 23)
HP - HORSE POWER OR HIGH POINT
HVAC - HEATING, VENTILATING, AND AIR CONDITIONING

ID - INSIDE DIAMETER
IN - INCHES

KEC - KITCHEN EQUIPMENT CONTRACTOR

L - LENGTH
LBS - POUNDS

MAP - MASTER ALARM PANEL (MEDICAL GAS)
MAX - MAXIMUM
MEZZ - MEZZANINE
MFR - MANUFACTURER
MH - MANHOLE OR MOUNTING HEIGHT TO CENTER LINE OF ITEM
MIN - MINIMUM OR MINUTE
MISC - MISCELLANEOUS
MTD - MOUNTED
MTG - MOUNTING

NIC - NOT IN CONTRACT
NOM - NOMINAL
NTS - NOT TO SCALE

OD - OUTSIDE DIAMETER
OFCI - OWNER FURNISHED CONTRACTOR INSTALLED
OFOI - OWNER FURNISHED OWNER INSTALLED

PC - PLUMBING CONTRACTOR (DIVISION 22)
PLBG - PLUMBING

RAD - RADIUS
REC - RECESSED
REQD - REQUIRED
RI - ROUGH-IN

S - SURFACE MOUNTED
SC - SECURITY CONTRACTOR
SCH - SCHEDULE
SHT - SHEET
SMS - SECURITY MANAGEMENT SYSTEM
SPEC - SPECIFICATIONS
SQ - SQUARE
SS - STAINLESS STEEL
STD - STANDARD
STRUC - STRUCTURAL OR STRUCTURE
SUC - SITE UTILITY CONTRACTOR

TC - TECHNOLOGY CONTRACTOR
TEMP - TEMPERATURE
TOE - TOP OF EQUIPMENT
TYP - TYPICAL

UNO - UNLESS NOTED OTHERWISE

VFD - VARIABLE FREQUENCY DRIVE
VOL - VOLUME

W/ - WITH
W/0 - WITHOUT
WP - WEATHERPROOF

ZVC - ZONE VALVE CABINET

FIRE ALARM SYMBOLS

1

E2

B

E2
DETAIL:  B = DETAIL DESIGNATION

       E2 = SHEET WHERE DETAIL IS LOCATED

SECTION:  1 = SECTION DESIGNATION
          E2 = SHEET WHERE DETAIL IS LOCATED

PLAN NOTE.  APPLIES ONLY TO THE SHEET WHICH IT IS SHOWN.

DETAIL NOTE.  APPLIES ONLY TO THE ASSOCIATED DETAIL.

GENERAL FLOOR PLAN NOTES

WIRE & CONDUIT IN WALL OR ABOVE CEILING.

WIRE & CONDUIT IN OR BELOW SLAB OR GRADE.

EACH ARROWHEAD REPRESENTS ONE COMPLETE CIRCUIT; "X" DENOTES PANEL NAME; NUMBER(S) DENOTES
CIRCUIT(S).

CABLE TRAY, 12" x 4" DEEP UNLESS NOTED OTHERWISE.

FIRE ALARM BELL & SIGNAL LIGHT (80" AFF), (# WHEN SHOWN INDICATES CANDELA RATING OF STROBE. WHEN A # IS NOT
SHOWN, THE STROBE SHALL BE RATED 75 CANDELA.

ELECTRICAL SYMBOLS

EXISTING OUTLET OR DEVICE TO REMAIN.  MAINTAIN EXISTING CIRCUITING.

DASH SYMBOL INDICATES PARTICULAR OUTLET OR DEVICE TO BE REMOVED AND CIRCUITRY MADE CONTINUOUS
WHERE REQUIRED.

ELECTRICAL CONNECTION.

20A-125V DUPLEX RECEPTACLE, NEMA 5-20R (18" MH UNLESS NOTED OTHERWISE).

20A-125V SINGLE RECEPTACLE, NEMA 5-20R (18" MH UNLESS NOTED OTHERWISE).

SPECIAL PURPOSE RECEPTACLE.  REFER TO NOTE ON PLAN.

20A-125V DOUBLE DUPLEX RECEPTACLE. NEMA 5-20R, (18" MH UNLESS NOTED OTHERWISE) TWO GANG ASSEMBLY.

20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, WITH GROUND FAULT CIRCUIT INTERRUPTER (18" MH UNLESS NOTED
OTHERWISE).

20A-125V WEATHERPROOF DUPLEX RECEPTACLE, NEMA 5-20R (HORIZONTAL 18" MH UNLESS NOTED OTHERWISE) WITH
STANDARD COVER, VERTICAL MOUNT.

20A-125V WEATHERPROOF DUPLEX RECEPTACLE, NEMA 5-20R WITH GROUND FAULT CIRCUIT INTERRUPTER (18" MH
UNLESS NOTED OTHERWISE), WITH STANDARD COVER, VERTICAL MOUNT.

20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, ON EMERGENCY POWER (18" MH UNLESS NOTED OTHERWISE).

JUNCTION BOX.

SINGLE POLE SWITCH (46" MH UNLESS NOTED OTHERWISE).

TWO POLE WALL SWITCH (46" MH UNLESS NOTED OTHERWISE).

THREE-WAY WALL SWITCH (46" MH UNLESS NOTED OTHERWISE).

FOUR-WAY WALL SWITCH (46" MH UNLESS NOTED OTHERWISE).

SWITCH WITH NEON PILOT LIGHT. ONE-GANG ASSEMBLY (46" MH UNLESS NOTED OTHERWISE).

KEY OPERATED WALL SWITCH (46" MH UNLESS NOTED OTHERWISE).

LIGHTING DIMMER SWITCH (46" MH UNLESS NOTED OTHERWISE) 1000 WATTS UNLESS OTHERWISE INDICATED.

DISCONNECT SWITCH.

MOTOR STARTER.

COMBINATION MOTOR STARTER AND DISCONNECT SWITCH.

ELECTRIC MOTOR.

ELECTRICAL PANEL OR SWITCHBOARD PER DRAWINGS.

PULL BOX.

LINE VOLTAGE THERMOSTAT.

UNIT HEATER.

FAN COIL.

ELECTRIC BASEBOARD HEATER.

AIR CONDITIONER.

CONDENSING UNIT.

UNIT VENTILATOR.

CEILING MOUNTED OCCUPANCY SENSOR.

FIRE ALARM SPEAKER & SIGNAL LIGHT (80" AFF), (# WHEN SHOWN INDICATES CANDELA RATING OF STROBE.  WHEN A # IS
NOT SHOWN, THE STROBE SHALL BE RATED 75 CANDELA.

FIRE ALARM CHIME & SIGNAL LIGHT (80" AFF), (# WHEN SHOWN INDICATES CANDELA RATING OF STROBE. WHEN A # IS NOT
SHOWN, THE STROBE SHALL BE RATED 75 CANDELA.

FIRE ALARM HORN & SIGNAL LIGHT (80" AFF), (# WHEN SHOWN INDICATES CANDELA RATING OF STROBE. WHEN A # IS NOT
SHOWN, THE STROBE SHALL BE RATED 15 CANDELA.

FIRE ALARM SIGNALING LIGHT (80" AFF), (# WHEN SHOWN INDICATES CANDELA RATING OF STROBE. WHEN A # IS NOT
SHOWN, THE STROBE SHALL BE RATED 15 CANDELA.

FIRE ALARM MANUAL STATION (46" MH UNLESS NOTED OTHERWISE).  SUBSCRIPT "K" INDICATES KEY OPERATED.

CEILING MOUNTED SMOKE DETECTOR.

DUCT MOUNTED SMOKE DETECTOR.  SUBSCRIPT "S" INDICATES SUPPLY.  SUBSCRIPT "R" INDICATES RETURN.

ELECTRIC RELEASE DOOR CLOSER.

ELECTRO-MAGNETIC DOOR HOLDER.

WATER FLOW SWITCH.

VALVE SUPERVISORY SWITCH.

DUCT MOUNTED DETECTOR REMOTE TEST STATION AND ALARM INDICATOR LIGHT.  SUBSCRIPT "W" INDICATES WALL
MOUNTED.

SMOKE DAMPER.

LUMINAIRE SYMBOLS

LIGHTING FIXTURE.  CAPITAL LETTER DENOTES FIXTURE TYPE, LOWER CASE LETTER DENOTES SWITCHING
ARRANGEMENT.

LIGHTING FIXTURE ON NIGHT LIGHT OR EMERGENCY CIRCUIT.

EXIT LIGHTING FIXTURE, ARROWS AS INDICATED.

NURSE CALL SYMBOLS

NURSE CALL DESK MOUNTED MASTER CONTROL STATION (OUTLET AT 18" MH UNLESS NOTED OTHERWISE).
SUBSCRIPT "W" INDICATES WALL MOUNT (46" MH UNLESS NOTED OTHERWISE).

NURSE CALL CONTROL PANEL.

NURSE CALL STAFF STATION (46" MH UNLESS NOTED OTHERWISE).

NURSE CALL DUTY STATION (46" MH UNLESS NOTED OTHERWISE).

NURSE CALL STATION WITH PULL CORD FOR PATIENT USE (33" MH IN TOILET ROOMS, 90" M.H. IN SHOWERS AND WET
AREAS, 46" MH UNLESS NOTED OTHERWISE IN ALL OTHER AREAS).

PATIENT NURSE CALL UTILITY CONSOLE (46" MH UNLESS NOTED OTHERWISE).

PATIENT NURSE CALL STATION (ONE OR TWO CORDS AS INDICATED, 46" MH UNLESS NOTED OTHERWISE).

CEILING MOUNTED NURSE CALL DOME LIGHT.

WALL MOUNTED NURSE CALL DOME LIGHT (90" MH UNLESS NOTED OTHERWISE).

CEILING MOUNTED COMBINATION DOME LIGHT AND BUZZER.

CEILING MOUNTED NURSE CALL ZONE LIGHT.

NURSE CALL EMERGENCY BUTTON (46" MH UNLESS NOTED OTHERWISE).

EMERGENCY CODE BLUE BUTTON (46" MH UNLESS NOTED OTHERWISE).

EXISTING WIRE & CONDUIT TO REMAIN.E

CONDUIT TO BE REMOVED.

X - 1,2

3

3

GF

WP

WP/GF

EM

J

2

3

4

P

K

DM

UH

FC

AC

CU

UV

OS

T

F
15

F
15

F
15

F
15

15

S
F

CEILING MOUNTED FIRE ALARM SPEAKER.

KF

S

C

D

FS

V

R
W

SD

PRESSURE SWITCH.

ADDRESSABLE MODULE.  SUBSCRIPT "I" INDICATES INPUT.  SUBSCRIPT "C" INDICATES CONTROL.

POST INDICATOR VALVE.

PS

AM
C/I

PIV

A
a

FIRE ALARM CONTROL PANEL.

20A-125V DUPLEX RECEPTACLE, NEMA 5-20R (46" MH UNLESS NOTED OTHERWISE).

N

N

N
B

N
Z

NC

NS

ND

N

W
NM

N
T

N
E

N
B

P/B

S
S/R

FACP

NCCP

AV SYMBOLS WITH ELECTRICAL REQUIREMENTS

S
HORN TYPE PAGING/INTERCOM SYSTEM SPEAKER (90" MH UNLESS NOTED OTHERWISE).  1-GANG BOX WITH 0.75"
CONDUIT TO ABOVE ACCESSIBLE CEILING. PROVIDE REQUIRED GROMMETED FACEPLATE, SPEAKER, INSTALLATION AND
WIRING.

SECURITY SYMBOLS WITH ELECTRICAL REQUIREMENTS

HD
HANDICAP DOOR OPERATOR MOTOR ASSEMBLY. PROVIDE 120V POWER CONNECTION AND CONDUIT FROM DOOR
FRAME TO COMMON SMS JUNCTION BOX ABOVE ACCESSIBLE CEILING.  PROVIDE ANY NECESSARY LOW VOLTAGE
WIRING AND INTERFACE WITH SMS AND DOOR ACTUATOR BUTTONS.

HA

WALL/PEDESTAL MOUNT HANDICAP DOOR ACTUATOR BUTTON, FURNISHED BY OTHERS.  BOX AS REQUIRED BY
SYSTEM MANUFACTURER WITH INSTALLATION AND CONDUIT TO COMMON SMS JUNCTION BOX ABOVE ACCESSIBLE
CEILING.  PROVIDE ALL LOW VOLTAGE WIRING AND INTERFACE WITH SMS AND DOOR MOTOR.

K
WALL MOUNTED SECURITY KEYPAD ENTRY STATION (46" MH UNLESS NOTED OTHERWISE).  PROVIDE 1-GANG BOX
WITH 0.75" CONDUIT TO COMMON SMS JUNCTION BOX ABOVE ACCESSIBLE CEILING AND  KEYPAD AND CABLING.

MD
WALL MOUNTED MOTION DETECTOR (90" MH UNLESS NOTED OTHERWISE).  PROVIDE 1-GANG BOX WITH 0.75"
CONDUIT TO ABOVE ACCESSIBLE CEILING. PROVIDE REQUIRED MOTION DETECTOR, WALL MOUNT HARDWARE, AND
CABLING.

MD

TECHNOLOGY SYMBOLS WITH ELECTRICAL REQUIREMENTS

P
WALL MOUNTED PHONE OUTLET (46" MH UNLESS NOTED OTHERWISE).  BOX WITH CONDUIT TO ABOVE ACCESSIBLE
CEILING. PROVIDE REQUIRED JACKS, FACEPLATE AND CABLE.

CONDUIT SLEEVE / FIRE RATED SLEEVE ASSEMBLY THRU WALL (1-2" SLEEVE UNLESS NOTED OTHERWISE).

D
WALL MOUNTED VOICE/DATA OUTLET (18" MH UNLESS NOTED OTHERWISE).  BOX WITH CONDUIT(S) TO ABOVE CORRIDOR
CEILING.  PROVIDE REQUIRED JACKS, FACEPLATE AND CABLE.

H
EB

CEILING MOUNTED MOTION DETECTOR.  PROVIDE 1-GANG BOX MOUNTED IN CEILING.  PROVIDE REQUIRED
DETECTOR AND CABLING.

LOW-VOLTAGE  MOMENTARY WALL SWITCH (46" MH UNLESS NOTED OTHERWISE).
L

AP
WALL MOUNTED WIRELESS ACCESS POINT (96” MH UNLESS NOTED OTHERWISE).  PROVIDE BOX WITH CONDUIT TO
ABOVE ACCESSIBLE CEILING.  PROVIDE REQUIRED WAP AND CABLE.

3

3

WALL MOUNTED OCCUPANCY SENSOR
OS

EMERGENCY BATTERY PACK LIGHTING FIXTURE, WALL MOUNTED.
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E001
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Dayton, Ohio

DRAWING INDEX

SHEET DESCRIPTION

E001 SYMBOLS, INDEX AND MSDC SCHEDULE

E002 LIGHTING FIXTURE DESCRIPTIONS 1

E003 LIGHTING FIXTURE DESCRIPTIONS 2

120E101 BUILDING 120 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER & SYSTEMS

126E101 BUILDING 126 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER & SYSTEM

128E101 BUILDING 128 - FIRST FLOOR (COSMETIC) - LIGHTING POWER & SYSTEM

131E101 BUILDING 131 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER & SYSTEM

220E101 BUILDING 220 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER & SYSTEM

305E101 BUILDING 305 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER & SYSTEM

307E101 BUILDING 307 - FIRST FLOOR (COSMETIC) - LIGHTING POWER & SYSTEM

310E101 BUILDING 310 - FIRST FLOOR (ADA / REBUILD) - LIGHTING POWER & SYSTEM

310E102 BUILDING 310 - SECOND FLOOR (VA ADA / COSMETIC) - LIGHTING POWER & SYSTEM

322E101 BUILDING 322 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER & SYSTEM

330E101 BUILDING 330 - BASEMENT (COSMETIC) - LIGHTING POWER & SYSTEM

330E102 BUILDING 330 - FIRST FLOOR (VA ADA / REBUILD) - LIGHTING POWER & SYSTEM

330E103 BUILDING 330 - FIRST & SECOND FLOOR (VA ADA / COSMETIC) - LIGHTING POWER & SYSTEM

330E104 BUILDING 330 - THIRD-NINTH FLOOR, TYPICAL (COSMETIC) - LIGHTING POWER & SYSTEM

340E101 BUILDING 340 - FIRST FLOOR (ADA / COSMETIC) - LIGHTING POWER & SYSTEM

H_E_MOTORS, STARTERS, DISCONNECTS & CONTROLS SCHEDULE

MARK

MOTOR STARTER DISCONNECT MEANS CONTROL FEEDER
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120-EF1 EXHAUST FAN 0.204 ● 101B Toilet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

120-EF2 EXHAUST FAN 0.204 ● 101C Toilet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

120-EF3 EXHAUST FAN 0.204 ● 101A Closet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75

126-EF1 EXHAUST FAN 0.204 ● 104-1 Men's Room-1 ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

126-EF2 EXHAUST FAN 0.204 ● 104A Women's Room ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

128-EF1 EXHAUST FAN 0.528 ● 120 Men's Room ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

131-EF1 EXHAUST FAN 0.204 ● 104 Unisex Toilet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

220-EF1 EXHAUST FAN 0.204 ● 1 Unisex Toilet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

220-EF2 EXHAUST FAN 0.204 ● 2 Unisex Toilet ● ● DIV 23 ● ● DIV 23 DIV 23 2 12 12 .75 1

305-EF1 EXHAUST FAN 0.204 ● 112 Women's Room ● ● DIV 26 ● ● DIV 23 DIV 23 2 12 12 .75 1

305-PR7 POWER ROOF VENT 0.204 ● ROOF ● ● EXIST ● ● EXIST DIV 23 2 12 12 .75

NOTES
1 EXHAUST FAN SHALL BE CONTROLLED ON/OFF WITH OCCUPANCY SENSOR.

Revisions Date



24"

RECESSED FLUORESCENT FIXTURE RECESSED FLUORESCENT DOWNLIGHTRECESSED FLUORESCENT FIXTURE

FLUORESCENT VANITY FIXTURECORRIDOR WRAPAROUNDSLIM WALL MOUNT

Fx

E

N1

E

SPECIFICATION GRADE FLUORESCENT RECESSED DOWNLIGHT, NOMINAL 6" DIA.

HOUSING:           16 GAUGE GALVANIZED STEEL MOUNTING/PLASTER FRAME AND BARS

WITH INTEGRAL YOKE TO RETAIN OPTICAL SYSTEM.

REFLECTOR:      SEMI-SPECULAR SILVER REFLECTOR.

ONE 4 PIN 32W TRIPLE TUBE CFL, MIN CRI OF 80, 4100K.

BALLAST:           HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.95 BF,

120/277V.

VARIATIONS:

SPECIFICATION GRADE RECESSED FLUORESCENT LIGHTING TROFFER WITH FLAT

LOW-BRIGHTNESS LENS PANEL, NOMINAL 2' X 4' IN SIZE AND APPROXIMATELY 4.25 INCHES

DEEP.

HOUSING:          DIE FORMED AND EMBOSSED CODE GAUGE STEEL. END CAPS HINGED

                            AND SCREWED TO HOUSING FOR RIGIDITY.  DESIGNED FOR INSTALLATION

                            IN CEILING TYPE SHOWN ON ARCHITECTURAL DRAWINGS.  INTEGRAL T-BAR

                            CLIPS.  HARDWARE FOR MINIMUM 4 POINTS OF SUPPORT.  SEPARATE

                            NON-CAPTIVE STUD FOR FIXTURE GROUNDING.

REFLECTOR:      HIGH REFLECTANCE BAKED WHITE ENAMEL AND SPECULAR SILVER INSERT.

FINISH:                MULTI-STAGE PHOSPHATE BONDING TREATMENT AND HIGH REFLECTANCE

                             BAKED WHITE ENAMEL.

SHIELDING:        100% PRISMATIC VIRGIN ACRYLIC, PATTERN 12, .125" THICK (NOMINAL).

                            FLUSH DOOR WITH MITRED CORNERS, INCONSPICUOUS CAM ACTION

                            LATCHES.

LAMPS:               RAPID START 32W-T8 LAMPS, MIN CRI OF 85, 4100K.

BALLAST:            HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.88BF, 120/277V.

VARIATIONS:

  EF2:                   TWO LAMP FIXTURE WITH ONE STANDARD BALLAST.

  EF2a:                 TWO LAMP FIXTURE WITH PROGRAMMED RAPID START STEP DIMMING

                            BALLAST.

  EF3:                   THREE LAMP FIXTURE WITH TWO STANDARD BALLASTS WHERE DUAL LEVEL

                            SWITCHING IS SHOWN ON PLANS.

  EF4:                   2'x4' - TWO LAMP WET LOCATION LISTED FIXTURE WITH ALUMINUM

  EF5:                   2' x 2' FIXTURE WITH 2-17W T8 LAMPS.

E

SPECIFICATION GRADE RECESSED FLUORESCENT LIGHTING TROFFER WITH LUMINOUS

HIGH EFFICIENCY LENS PANELS, NOMINAL 2' X 4' IN SIZE AND APPROXIMATELY 4.5 INCHES

DEEP.

HOUSING:          DIE FORMED AND EMBOSSED CODE GAUGE STEEL. END CAPS HINGED

                           AND SCREWED TO HOUSING FOR RIGIDITY.  DESIGNED FOR

                           INSTALLATION IN CEILING TYPE SHOWN ON ARCHITECTURAL DRAWINGS.

                           INTEGRAL T-BAR CLIPS.  HARDWARE FOR MINIMUM 4 POINTS OF

                           SUPPORT.  SEPARATE NON-CAPTIVE STUD FOR FIXTURE GROUNDING.

OPTICS:             HIGH TRANSMISSION EXTRUDED ACRYLIC. S/MH 1.2, 86% EFFICIENCY

                           MIN.

FINISH:              MULTI-STAGE PHOSPHATE BONDING TREATMENT AND SOFT

                           NON-GLARE HIGH REFLECTANCE POWDER COAT.

DOOR:                FLUSH FRAME-LESS HINGED DOOR WITH INCONSPICUOUS CAM ACTION

                           LATCHES.

LAMPS:               TWO RAPID START 32W-T8 LAMPS, MIN CRI OF 85, 4100K.

BALLAST:            HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.88BF,

                            120/277V.

VARIATIONS:

  EF1a:                TWO LAMP FIXTURE WITH PROGRAMMED RAPID START STEP DIMMING

                            BALLAST.

  EF1b:                 2'x2' FIXTURE WITH TWO 17W T8 LAMPS.

F1

LAMPS:

E

W1

SPECIFICATION GRADE WALL MOUNTED LIGHTING FIXTURE.

HOUSING:           EXTRUDED ALUMINUM HOUSING WITH PERFORATED VERTICAL CURVED

                            FACIA.  SEPARATE NON-CAPTIVE STUD FOR FIXTURE GROUNDING.

REFLECTOR:      HIGH REFLECTANCE STEEL OR ALUMINUM, MIN 85% REFLECTANCE.

FINISH:                MULTI-STAGE PHOSPHATE BONDING TREATMENT AND WHITE BAKED

                            ENAMEL.

LAMPS:               1 - RAPID START 17W-T8 LAMPS, MIN CRI OF 85, 4100K.

BALLAST:            HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.88BF,

120/277V.

  EW1a:                NOMINAL 48" IN LENGTH, 1-32W T8 LAMP.

E

PREMIUM CORRIDOR WRAPAROUND, NOMINAL 6.75" X 4' IN SIZE AND APPROXIMATELY

4.75" DEEP.

HOUSING: HEAVY GAUGE STEEL HOUSING, DIE EMBOSSED FOR MAXIMUM RIGIDITY. PROVIDE

SHIELDING: CLEAR ACRYLIC PRISMATIC DIFFUSER, FLAT BOTTOM WITH VERTICAL SIDES.

FINISH: WHITE PAINTED. TREATED WITH 5-STAGE PHOSPHATE BONDING PROCESS. PAINT AFTER

LAMPS: TWO RAPID START 32W-T8 LAMPS, MIN CRI OF 85, 4100K.

BALLAST: HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.88BF, 120/277V.

F8

LOCATION: CHAIN MOUNT TO MATCH HEIGHT OF EXISTING FIXTURES.

EN4                     LENSED, SEALED AND GASKETED SHOWER LIGHT.

WITH  METAL END PIECES.

INJECTION MOLDED ENDS.

FABRICATION WITH MIN OF 90% REFLECTIVE GLOSS BAKED ENAMEL.

E

SPECIFICATION GRADE, WALL MOUNTED FIXTURE, NOMINAL 5"H x 4"D x 2' IN SIZE

HOUSING: HEAVY GAUGE STEEL HOUSING, DIE EMBOSSED FOR MAXIMUM RIGIDITY. PROVIDE

SHIELDING: CLEAR ACRYLIC PRISMATIC DIFFUSER, FLAT BOTTOM WITH VERTICAL SIDES. INJECTION

FINISH: WHITE PAINTED. TREATED WITH 5-STAGE PHOSPHATE BONDING PROCESS. PAINT AFTER

LAMPS: TWO RAPID START 17W-T8 LAMPS, MIN CRI OF 85, 4100K.

BALLAST: HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.88BF, 120/277V.

W3

LOCATION: WALL MOUNT TO MATCH HEIGHT OF EXISTING FIXTURE REMOVED.

WITH  METAL END PIECES.

MOLDED ENDS. 100% OPAL ACRYLIC EXTRUSION.

FABRICATION WITH MIN OF 90% REFLECTIVE GLOSS BAKED ENAMEL.

FRAME. SURFACE MOUNTED.

*  SUBSCRIPT (EM) INDICATES INTEGRAL BATTERY BACKUP.  NO
   EMERGENCY POWER IS AVAILABLE WITHIN THIS BUILDING.

  EW1a:                NOMINAL 48" IN LENGTH, 1-32W T8 LAMP.

VARIATIONS:

  EF6:                  1'x4' - TWO LAMP WET LOCATION LISTED FIXTURE WITH ALUMINUM
FRAME. SURFACE MOUNTED.
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1

7.5"

7
.7

5
"

14"

12"

FLUORESCENT WALL SCONCE

LED CEILING PENDANT "SCHOOL HAUS" CEILING PENDANT

E

W2

E

N2

SPECIFICATION GRADE LED PENDANT, CLASSIC COLLECTION FROM THE EARLY PERIOD.

SHADE: OPAL CASED GLASS.

SHADE COLOR: WHITE

RESIDENTIAL GRADE FLUORESCENT 3-LIGHT WALL SCONCE

SHADE: OPAL CASED GLASS

FINISH: ANTIQUE BRONZE

3 - GU24 SELF BALLASTED PLS13 13W MAX

BALLAST:            HPF ELECTRONIC PROGRAMMED RAPID START BALLAST, 0.95 BF,

120/277V.

LAMPS:

ETL LISTED FOR DAMP LOCATIONSLISTINGS:
ENERGY STAR

LED SOCKET SET: ALUMINUM W/CLEAR GLASS LENS

CANOPY: STEEL, SHALL HAVE INTEGRAL LED DRIVER.

SOCKET SET and LAMP INFO: LED, 12V/5.6W, 370 LUMENS, 3000K, CRI 85 MIN.

FINISHES COLOR: ANTIQUE BRONZE

E

N3

SPECIFICATION GRADE PENDANT, CLASSIC COLLECTION FROM THE EARLY PERIOD.

SHADE: OPAL CASED GLASS.

SHADE COLOR: WHITE

LAMP: 100W ED-17, MEDIUM BASE PULSE START MH 4000K, CRI 70 MIN.

SURFACE CANOPY: STEEL, SHALL HAVE INTEGRAL BALLAST.

FINISHES COLOR: ANTIQUE BRONZE

INSTALL @ 8'-0" AFF

PROVIDE WITH LOW VOLTAGE TRANSFORMER.

INSTALL @ 9'-0" AFF

NOTES

1 FIXTURE SHALL HAVE SAME FINISH, COLOR, STYLE AND

OVERALL LOOK TO ENSURE LIGHTING "FITS" WITH SPARE.
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 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - LIGHTING
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS

N.T.S.Scale:

KEYPLAN

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.

NOTES
1. PROVIDE NEW 120V-20A/1P BREAKER IN EXISTING EMERGENCY POWER PANEL LOCATED

IN BASEMENT FOR NEW WORK.
2. MAINTAIN EXISTING CIRCUITRY FOR NEW WORK.
3. CONNECT TO EXISTING LIGHTING CIRCUITRY MAINTAINED DURING DEMOLITION PHASE.
4. EXISTING MOTION DETECTOR TO BE RELOCATED.  DISCONNECT AND MAINTAIN CABLING

FOR NEW WORK.
5. REWORK EXISTING LOW VOLTAGE CABLING AS NECESSARY TO ACCOMMODATE NEW

MOTION DETECTOR LOCATION.
6. EXISTING EXHAUST FAN TO BE REPLACED.  DISCONNECT, MAINTAIN CIRCUITRY AND

RECONNECT TO ACCOMMODATE NEW EXHAUST FAN.
7. CONNECT TO EXISTING 120V-20A/1P NORMAL POWER RECEPTACLE MAINTAINED DURING

REMOVAL PHASE.
8. WHERE EXISTING PLASTER WALLS EXIST, UTILIZE SINGLE CHANNEL, LOW PROFILE,

SURFACE MOUNTED METAL RACEWAY. 0.5"Hx0.75"W. PAINT TO MATCH WALL FINISH.
PROVIDE REQUIRED FINISHED BACK BOX.

9. EXISTING EDWARDS/EST FIRE ALARM PANEL LOCATION.
10. NEWEXHAUST FAN. RECONNECT TO EXISTING CIRCUITRY MAINTAINED DURING REMOVAL

PHASE.
11. NEW TOILET EXHAUST SHALL BE CONTROLLED WITH LIGHTING.

9

Revisions Date
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PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT
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FIRST FLOOR PLAN - LIGHTING
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS
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KEYPLAN

NOTES
1. EXISTING EDWARDS/EST FIRE ALARM PANEL LOCATION.
2. CONNECT TO EXISTING RECEPTACLE CIRCUIT MAINTAINED DURING REMOVAL PHASE.
3. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
4. CONNECT TO EXISTING LIGHTING CIRCUIT.
5. REWORK EXISTING LIGHTING CIRCUITRY AS NECESSARY TO ACCOMMODATE NEW LAYOUT.
6. NEW TOILET EXHAUST SHALL BE CONTROLLED WITH LIGHTING.
7. NEW ABOVE CEILING UNIT HEATER. WIRE THRU WALL MOUNTED LINE VOLTAGE

THERMOSTAT. COORDINATE EXACT LOCATION WITH DIVISION 23.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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 1/4" = 1'-0"
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N Scale:
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FIRST FLOOR PLAN - LIGHTING
N Scale:

PROJECT

 1/4" = 1'-0"
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KEYPLAN

NOTES
1. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE.
3. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
4. EXISTING EXHAUST FAN TO BE REMOVED.  DISCONNECT AND  MAINTAIN CIRCUITRY

FOR NEW WORK.
5. EXISTING ELECTRIC HAND DRYER TO REMAIN EXISTING.
6. EXISTING EDWARDS/EST FIRE ALARM PANEL LOCATION.
7. NEW TOILET EXHAUST SHALL BE CONTROLLED WITH LIGHTING.
8. NEW ABOVE CEILING UNIT HEATER. WIRE THRU WALL MOUNTED LINE VOLTAGE

THERMOSTAT. COORDINATE EXACT LOCATION WITH DIVISION 23. UTILIZE EXISTING
CIRCUITRY MAINTAINED DURING REMOVAL PHASE.

9. EXISTING UNIT HEATER TO BE REMOVED. MAINTAIN EXISTING CIRCUIRTY FOR NEW
WORK.

10. CONNECT TO EXISTING EMERGENCY LIGHTING CIRCUIT PRESENTLY SERVING THIS
AREA.

11. PROVIDE REQUIRED FLANGE KIT TO RECESS FIXTURE IN DRYWALL CEILING.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION
SERVICES (513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY
PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.

Revisions Date



GF

OS

GF

UH

100

106

103

104

101102

105

MENSBREAK ROOM OFFICE

OFFICE

VEHICLE BAY 1

VEHICLE BAY 2

STORAGE AREA

R
O

L
L

-U
P

 D
O

O
R

R
O

L
L

-U
P

 D
O

O
R

R
O

L
L

-U
P

 D
O

O
R

C
O

M
M

DISPATCH/

103

Dispatch/Break
Room

100

Vehicle
Bay 1

104

Unisex
Toilet

101
Office4

5

60"103

Dispatch/Break
Room

100

Vehicle
Bay 1

104

Unisex
Toilet

101
Office

EW1a

EF6

7

EX PNL "131-1"

EF6

103

Dispatch/Break
Room

100

Vehicle
Bay 1

104

Unisex
Toilet

101
Office

6

3

2

EX PNL "131-1"

131-EF1

8

Drawing Title

Approved: Project Director

Location

Building Number

Project Title

Checked DrawnDate

Project No.

Drawing Number

Dwg.        of

on
e-

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

on
e-

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot
th

re
e-

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
on

e-
ha

lf 
in

ch
 =

 o
ne

 fo
ot

th
re

e-
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

in
ch

 =
 o

ne
 fo

ot
on

e 
an

d 
on

e-
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
th

re
e 

in
ch

es
 =

 o
ne

 fo
ot

0
4

8
16

0
0

0
0

0
0

0
4

4
4

8
6

6
6

6
1

2
2

F
E

D
C

B
A

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

F
E

D
C

B
A

A R C H I T E C T SJ O H N  P O E

116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 131 - FIRST FLOOR (VA
ADA / REBUILD) - LIGHTING

POWER & SYSTEM

131E101
JASMSG

12014.00

552-13-203

Dayton, Ohio

131
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PROJECT
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 1/4" = 1'-0"

FIRST FLOOR PLAN - LIGHTING
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS
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KEYPLAN

NOTES
1. EXISTING EDWARDS/EST FIRE ALARM WITHIN BUILDING B131 IS SERVED OUT OF

EXISTING WAREHOUSE BUILDING 143.  REFER TO GENERAL NOTE "F" FOR FURTHER
COORDINATION INSTRUCTIONS.

2. UTILIZE EXISTING SPARE 120V-20A/1P BREAKER IN EXISTING PANEL "131-1" FOR NEW
WORK.  RUN 2-#12, #12 GRD. IN 0.75"C.

3. PROVIDE 120V-20A SINGLE RECEPTACLE FOR POINT-OF-USE WATER HEATER PROVIDED
BY DIV 22.

4. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
5. DISCONNECT CIRCUITRY TO EXISTING EXHAUST FAN AND MAINTAIN CIRCUITRY FOR

NEW WORK.
6. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE.
7. UTILIZE EXISTING  LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE.
8. NEW TOILET EXHAUST SHALL BE CONTROLLED WITH LIGHTING.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH THE
NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED TO
PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.

1

SITE PHOTOGRAPH (FOR REFERENCE ONLY)

BUILDING 143

BUILDING 143

BUILDING 131
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N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - LIGHTING
N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS
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KEYPLAN

NOTES
1. UTILIZE EXISTING NORMAL LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE.
3. DISCONNECT POWER TO CEILING EXHAUST LIGHT AND MAINTAIN EXISTING CIRCUITRY

FOR NEW WORK.
4. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
5. NEW TOILET EXHAUST SHALL BE CONTROLLED WITH LIGHTING.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION
SERVICES (513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY
PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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PROJECT
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FIRST FLOOR PLAN - REMOVALS
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PROJECT
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PROJECT
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KEYPLAN

NOTES
1. EXISTING CONDUITS TO REMAIN.
2. DISCONNECT EXISTING WALL MOUNTED UNIT HEATER AND MAINTAIN CIRCUITRY FOR NEW

WORK.
3. EXISTING ROOF-TOP EXHAUST FAN TO BE REMOVED.  DISCONNECT AND MAINTAIN EXISTING

CIRCUITRY FOR NEW WORK.
4. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
5. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING REMOVAL

PHASE.
6. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE.
7. EXISTING ROOFTOP EXHAUST FAN TO BE REMOVED AND REPLACED IN KIND. DISCONNECT

AND RECONNECT EXISTING CIRCUIRTY. COORDINATE EXACT LOCATION WITH DIVISION 23.
8. CONNECT TO EXISTING CIRCUIRTY MAINTAINED DURING REMOVAL PHASE. PROVIDE NEW

STARTER AND LOCATE IN MECHANICAL MEZZ/ROOM ABOVE.
9. CONNECT TO EXISTING CIRCUIRTY MAINTAINED DURING REMOVAL PHASE.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED

DURING REMOVAL PHASE FOR NEW WORK.
3. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE FOR

NEW WORK.
4. MAINTAIN EXISTING FIRE ALARM STROBE LOW VOLTAGE WIRING FOR NEW WORK.

EXTEND TO NEW STROBE LOCATION(S).

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. CONNECT TO EXISTING LIFE SAFETY LIGHTING CIRCUIT PRESENTLY SERVING THIS

AREA.
4. CONNECT TO EXISTING NORMAL POWER LIGHTING CIRCUIT PRESENTLY SERVING THIS

AREA.
5. CONNECT TO EXISTING H.O. CIRCUIT MAINTAINED DURING REMOVAL PHASE.
6. MAINTAIN EXISTING H.O. CIRCUIT FOR NEW WORK.
7. REMOVE AND REPLACE IN EXISTING GRID MAINTAINED DURING REMOVAL PHASE.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH THE
NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED TO
PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. CONNECT TO EXISTING LIFE SAFETY LIGHTING CIRCUIT PRESENTLY SERVING THIS

AREA.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.

Revisions Date

FULLY SPRINKLERED



N
T

N
T

N

N

N

N

N

N

GF

GF

GF

GF

OSOS

OS

OS

N
T

N N

N

GF

N
T

GF

N

N
T

N
T

GF

GF

N

E.P. E.P.

E.P.

E.P.

E.P.

E.P.

D.F.

D.F.

  6

 11
  9

 10

  1

  3  2

29

36

29a

12

13

1415

16

35

34

22

22a

20a

20

21

18

 17

27
26

25 24 33

 31

 32

30

28

28a

C-1-3

C-1-1

C-1-2

C-1-5

C
-1

-4

C-1-6

C
-1

-8

C-1-7

C-1-9

C
-1

-1
0

LINEAR
ACCELERATOR

SIMULATION

EXAM
ROOM

EXAM
ROOM

CT SCAN
CHECK-IN

TOILET

MECHANICAL

OFFICE OFFICE

PHYSICIAN

TECHNICIAN

ROOM

RECEPTION/
SECRETARY/
RECORDS

WAITING
AREA

WAIT

WAIT

COMPUTER
ROOM MECHANICAL

ROOM

SCANNER

OFFICE

RECEPTION

DRS'G

DRS'G

TOILET

TOILET

STAFF

LOUNGE

DRESSING

STORAGE STORAGE

DRESSING

PRACTITIONER

HAC

SCIENCE
LAB

BLOCK
ROOM

TOILET

PHYS

RADIATION
ONCOLOGY

CHIEF

NURSE

0.0000000 00000000

0
.0

0
0
0

0
0
0

0
0
0

0
0
0

0
0

0
.0

0
00

0
00

00
0

00
00

0

0
.00

00
0

00
00

0
00

00
0

0.000000000000000 0. 000000000000000

0.000000000000000

0
.0

0
0
0

0
0
0

0
0
0

0
0
0

0
0

0.000000000000000

0.0000000 00000000

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0
0

0
0
0

0
0
0

0
0
0

0
0

0
.0

00
00

00
00

00
00

00

0
.0

00
0

00
0

00
0

00
0

00

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0

00
0

0
0

0
00

0
0

0
0

0
.00

00
0

00
00

00
0

00
0

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0.0000000 00000000

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0.000000000000000 0.0000000000000000.000000000000000

0.00
0000000000000

0.000000
0 00000000

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0.000000000000000

0.000000000000000

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

0.000000000000000 0.000000000000000 0.000000000000000

0
.0

0
0

00
0

0
0

0
00

0
0

0
0

0
.0

0
0

00
0

0
0

0
00

0
0

0
0

0
.00

00
00

00
00

00
00

0

0.000000000000000 0.000000000000000

0
.0

0
0

0
0

0
0

0
0

0
0

0
0

0
0

10

Women's
Room

9

Men's
Room

C-1-3
Corridor

12
Scanner

14
Corridor

3

CT Scan
Check-In

C-1-4
Corridor

1

EX/R

EX/R

EX/R

EX/R

27

Chief
Radiation
Oncology

17

Phys.
Science

Lab

C-1-9
Corridor

26

Unisex
Toilet 25

Storage

22
Dressing

C-1-7
Corridor

20
Dressing

18
H.A.C.

21

Unisex
Toilet

24
Storage

1

1

10

Women's
Room

C-1-3
Corridor

12
Scanner

14
Corridor

3

CT Scan
Check-In

C-1-4
Corridor

EF1a

EF1a

EW1

EW1

3

EF1a EF1a

EF1a

EX

4

27

Chief
Radiation
Oncology

17

Phys.
Science

Lab

C-1-9
Corridor

26

Unisex
Toilet

25
Storage

22
Dressing

C-1-7
Corridor

20
Dressing

18
H.A.C.

21

Unisex
Toilet

24
Storage

EF1

EF1

EW1

EW1

4

4

10

Women's
Room

9

Men's
Room

C-1-3
Corridor

12
Scanner

14
Corridor

3

CT Scan
Check-In

C-1-4
Corridor

EX

2
2

EX/R EX/R

EX/R

EX/R

27

Chief
Radiation
Oncology

17

Phys.
Science

Lab

C-1-9
Corridor

26

Unisex
Toilet

25
Storage

22
Dressing

C-1-7
Corridor

20
Dressing

18
H.A.C.

21

Unisex
Toilet

24
Storage

EX

EX

2

2

EX

EX

Drawing Title

Approved: Project Director

Location

Building Number

Project Title

Checked DrawnDate

Project No.

Drawing Number

Dwg.        of

on
e-

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

on
e-

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot
th

re
e-

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
on

e-
ha

lf 
in

ch
 =

 o
ne

 fo
ot

th
re

e-
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

in
ch

 =
 o

ne
 fo

ot
on

e 
an

d 
on

e-
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
th

re
e 

in
ch

es
 =

 o
ne

 fo
ot

0
4

8
16

0
0

0
0

0
0

0
4

4
4

8
6

6
6

6
1

2
2

F
E

D
C

B
A

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

F
E

D
C

B
A

A R C H I T E C T SJ O H N  P O E

116 EAST THIRD STREET
DAYTON, OHIO 45402-2130

VA Project No.

ARCHITECT/ENGINEERS:CONSULTANTS:

Office of
Construction
and Facilities
Management

JPA Project No.

937 461 3290 PHONE
937 461 0260 FAX
jpa@johnpoe.com

HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 322 - FIRST FLOOR (VA
ADA / REBUILD) - LIGHTING

POWER & SYSTEM

322E101
JASMSG

12014.00

552-13-203

Dayton, Ohio

322

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - LIGHTING

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - LIGHTING

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - POWER & SYSTEMS

N.T.S.Scale:

KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. UTILIZE EXISTING NORMAL POWER LIGHTING CIRCUIT MAINTAINED DURING REMOVAL

PHASE FOR NEW WORK.
4. CONNECT TO EXISTING EMERGENCY LIGHTING CIRCUIT (EXISTING PANEL "1LLP1")

PRESENTLY SERVING THIS AREA.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED TO
PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. THE EXISTING EXECUTONE NURSE CALL SYSTEM SHALL BE MAINTAINED.  UTILIZE EXISTING
DEVICES FOR NEW WORK.  REWORK ALL EXISTING CABLING TO ACCOMMODATE
NEW/RELOCATED LOCATIONS OF EXISTING DEVICES.  TURN OVER TO COR ALL DEVICES
NOT REUSED/RELOCATED.

H. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
I. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. CONNECT TO LOCAL LIGHT SAFETY CIRCUIT PRESENTLY SERVING THIS AREA.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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KEYPLAN

NOTES
1. UTILIZE EXISTING NORMAL POWER 120V EWC CIRCUIT MAINTAINED DURING REMOVAL

PHASE FOR NEW WORK..
2. RELOCATED WALL SCONCE.  UTILIZE/MAINTAIN EXISTING CIRCUITRY MAINTAINED

DURING REMOVAL PHASE.
3. DISCONNECT/RECONNECT CIRCUITRY TO ALLOW FOR DOOR REPLACEMENT.

COORDINATE ALL WORK WITH DIV 1 AND COR.
4. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
5. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
6. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE FOR NEW

WORK.
7. CONNECT TO EXISTING LIFE SAFETY LIGHTING CIRCUIT PRESENTLY SERVING THIS

AREA FOR NEW WORK.
8. CONNECT TO EXISTING PAGING CIRCUIT MAINTAINED DURING REMOVAL PHASE.
9. PROVIDE 120V-20A/1P BREAKER IN EXISTING PANEL FOR NEW WORK.
10. REMOVE EXISTING VOICE CABLING BACK TO EXISTING SIGNALS CLOSET.
11. EXISTING WALL SCONCE TO BE RELOCATED.  REMOVE, CLEAN, RELAMP TO MATCH

EXISTING, STORE AND RELOCATE.  MAINTAIN EXISTING CIRCUITRY.
12. MAINTAIN EXISTING EWC CIRCUIT FOR NEW WORK.
13. MAINTAIN EXISTING OVERHEAD PAGING CIRCUIT FOR NEW WORK.
14. PROVIDE NEW CAT 6 VOICE DROP TO EACH OUTLET FROM EXISTING SIGNALS CLOSET.

TERMINATE ON EXISTING WALL FIELD AT EXISTING TELEPHONE LOCATION.
COORDINATE WITH DVAMC TELEPHONE REP.

A
330E102

SITE PHOTOGRAPH

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.

(EXISTING TELEPHONE BANK AND WALL SCONCE)
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VA Project No.
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HEAPY PROJECT No.: 2012-04015       FIRM LICENSE No.: 01528

Renovate Facility Restrooms

01/24/2013

BUILDING 330 - FIRST & SECOND
FLOOR (VA ADA / COSMETIC) -
LIGHTING POWER & SYSTEM
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12014.00

552-13-203

Dayton, Ohio

N Scale:

PROJECT

 1/4" = 1'-0"

FIRST FLOOR PLAN - REMOVALS

N Scale:
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PROJECT
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FIRST FLOOR PLAN - POWER & SYSTEMS
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE FOR NEW

WORK.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED TO
PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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12014.00
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. UTILIZE EXISTING LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE FOR NEW

WORK.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED TO
PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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PROJECT
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FIRST FLOOR PLAN - LIGHTING
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PROJECT
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KEYPLAN

NOTES
1. MAINTAIN EXISTING LIGHTING AND POWER CIRCUITS FOR NEW WORK.
2. UTILIZE EXISTING NORMAL POWER 120V RECEPTACLE CIRCUIT MAINTAINED DURING

REMOVAL PHASE FOR NEW WORK.
3. UTILIZE EXISTING NORMAL LIGHTING CIRCUIT MAINTAINED DURING REMOVAL PHASE FOR

NEW WORK.
4. EXISTING AUTOMATIC DOOR OPERATOR, PUSHPLATE AND ACCESSORIES TO REMAIN.
5. CONNECT TO EXISTING LIGHT SAFETY LIGHTING CIRCUIT PRESENTLY SERVING THIS AREA

FOR NEW WORK.

GENERAL NOTES
A. PROVIDE DEDICATED NEUTRALS FOR ALL 120V CIRCUITS.
B. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL TYPES, OR CAP AND LABEL IN

JUNCTION BOX FOR RE-USE. ASSOCIATED WORK SHALL BE DONE IN COMPLIANCE WITH
THE NATIONAL ELECTRIC CODE.

C. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS AND CONDUCTORS PASSING
THRU RENOVATED AREAS SERVICING UNDISTURBED AREAS.

D. REFER TO DIVISION 22/ARCHITECTURAL DRAWINGS FOR LOCATIONS OF ALL PLUMBING
EQUIPMENT.

E. COORDINATE ALL LIGHTING FIXTURE LOCATIONS WITH ARCHITECTURAL REFLECTED
CEILING PLANS.

F. THE EXISTING ADDRESSABLE EDWARDS/EST FIRE ALARM SYSTEM SHALL BE EXPANDED
TO PICK UP ADDITIONAL STROBES/HORNS AS INDICATED ON THE DRAWINGS.  UPON
COMPLETION OF WORK, EST SHALL UPDATE ALL SYSTEM GRAPHICS COORDINATE ALL
WORK WITH THE COR AND MR. TIM KERSTING WITH INTEGRATED PROTECTION SERVICES
(513.631. 5505 EXT. 21).  CONTRACTOR SHALL PROVIDE ALL NECESSARY PROGRAMING.

G. REFER TO ARCHITECTURAL DRAWINGS FOR ALL REQUIRED PHASING PLANS.
H. REFER TO ARCHITECTURAL DRAWINGS FOR INSTRUCTIONS/DIRECTION ON HOURS OF

CONSTRUCTION.
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